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LOCAL- EDUCATION AGENCY {LEA) GENERAL RF.sPONSlBlLITIES UNDER AfIBRA 

Pursuant' to Section 763.84 and Section 763.93 of the EPA Asbestos in Schools Regulation (40 
CFR Part 763 ), each management plan must contain a true and correct statement, signed by the 
LEA designated person, that certifies that the general LEA responsibilities have been met. This 
form is provided to assist you in complying with this portion of AHERA. 

LEA Name: West Linn / "Wilsonville School District 
LEA Address: Stafford Rd. West Linn, OR 97068 
Designated Person Name: Tim Woodlev 
Designated Person Address: Stafford Rd:West Linn, OR 97068 
Phone number: (503)638-9869 

ASSURANCES 

1. This AHERA management plan ;vas developed and has been submitted pursuant to the 
Asbestos Hazard Emergency Response Act of 1986. Public law 99-5i9: and the United States 
Environmental Protection Agency Rule: Asbestos Containing Materiais in Schools, 40 CFR Part 
763; and the undersigned does hereby certify that the LEA has and will ensure the following: 

2. The activities of any persons who perform inspections, reinspections, and periodic 
surveillance, develop and update management plans, and develop and implement response actions, 
including operations and maintenance, are carried out in accordance with Part 763. 

3 .. All custodial and maintenance employees will be properly trained as required in Part 763 and all 
other applicable Federal and/or State regulations (e.g., the Occupational Safety and Health 
Administration Asbestos Standard for Construction, the EPA Worker Protection Rule, or 
applicable State regulations). · 

4. All workers and building occupants, or their legal guardians, are informed at least once each 
school year about inspections, response actions, post-response action activities, including periodic 
reinspection and surveillance activities, that are planned or in progress. 

5. All short-term workers (e.g., telephone repair workers, utility workers, or exterminators) who 
may come in contact with asbestos in a school are provided information regarding the locations of 
ACBM and suspectedACBM assumed to be ACM. 

6. All warning labels are posted in accordance with Section 763.95. 

7. All management plans are available for inspection and notification of such availability has been 
provided as specified in the management plan under Section 763.93(g). 

8. The undersigned person designated by the LEA pursuant to Section 763.84(g) (1) has received 
adequate training as stipulated in Section 763.84(g) (2). 

9. The LEA has and will consider whether any conflict of interest may arise from the 
interrelationship among accredited personnel and whether that should influence the selection of 
accredited per nnel to perlorm activities under Part 763. 

Date:__:_,/ /'--•~I ._7__., ____ _ t. 

Page 1 of 1 



INTRODUCTION 

Each LEA must develop an Asbestos Management Plan for school buildings under its authority. 
This plan is to be submitted to the state Governor ( or designee ), no later than October 12, 1988. 
LEA. 's are required to begin implementation of their management plan by July 9, 1989 and to 
complete in stages. A copy of the plan must be available in the school administrative offices for 
viewing by the public. 

A Management Plan should be used as a guidance document for asbestos control. A brief 
description of the elements of the plan as required by AHERA follows. Other sections of the 
notebook provide detailed information on the various components of the plan. 

Management plans should be considered working documents. They set forth a framewor.IC for 
short and long-term actions to be taken by the LEA to protect building occupants. They must be 
kept up to date (e.g., response actions, dates and resuits of surveillance). 

This survey was performed using non-destructive sampling methods in order to maintain the 
integrity of occupied spaces. Any unknown or suspect materials revealed during renovation or 
demolition of the structure should be tested for asbestos content prior to their disturbance. 

The Management Plan represents the combination of the Inspection Report with a game plan for 
responding to and maintaining the asbestos containing materials. It is a flexible document that you 
can easily update. It is designed on an AHERA format and currently exceeds state and federal 
requirements for managing asbestos materials in commercial properties. 

The Management Plan is a document the Owner must continue to use and update. The notebook 
will be an aid for the following activities: 

Identifying and performing initial cleaning 
Scheduling response actions 
Training your personnel 
Maintaining the asbestos containing materials in place 
Learning to budget for asbestos activities 
Setting building asbestos policies 
Notifying affected parties 
Keeping records 

Remember this plan in not an encyclopedia of all asbestos facts, nor a recitation of the many rules 
affecting asbestos, nor a substitute for training. 

CONCLUSION 

The Management Plan should provide elaboration on all aspects of the plan. For example, in 
selecting a response action, justification is necessary for the particular choice, rationale for its 
prioritization and explanation of the resources required to implement the response should appear in 
the plan. 

http:framewor.IC


The Management Plan is viewed as a planning or working document. It not only sets out a course 
of action for the LEA, but it becomes documentary evidence of progress in implementing asbestos 
control options. Give the cost and financing information contained in the plan, it provides 
guidance on matters such as annual and long-term school budgeting and community tax and bond 
issues. In addition, the Management Plan will help school administrators identify potential 
funding sources to implement their asbestos control program. 

LEA DESIGNATE 
Tim Woodley 

West Linn-Wilsonville School District3Jt 
22201 S.W. Stafford Road 

Tualatin, OR 97068 

The Local Education Agency Designate is required by the Final Rules to ensure the Schooi 's 
continuing compliance with the AHERA requirements. The LE<\ Designates specific requirements 
are described in 40 CFR Section 763.84 of the Final Rules. 

SCHOOL ASBESTOS COORDINATOR 

As is option, the School may appoint a school asbestos coordinator to ensure compliance within a 
specific school. The coordinator's responsibilities parallel those of the LEA Designate. 



LEA DESIGNATE DOCUMENTATION 

The school district must designate and train 
a person to ensure compliance with the 
requirements of Section 763.84 of the Final 
Rules. The responsibilities of the LEA 
Designate's signature and statement of 
acceptance appears in the last TAB of the 
Management Plan. If the school board or 
superintendent has formally assigned the 
LEA Designate with a letter, memorandum, 
or similar conveyance, a copy should be 
filed under this Tab. 

The West Linn-Wilsonville School 
District's Superintendent Roger L. Woehl 
acknowledges the undersigned person to act 
as the LEA Designate throughout the West 
Linn-'vVilsonville School District. 

LEA DESIGNATE 

Tim Woodley 
vVest Linn-Wilsonville School District 31 t 

22210 S.W. Stafford Road 
Tualatin, OR 97062 

(503) 638-9869 

LEA DESIGNATE TRAINING 

Course Name: ltffe R.A- {)P 

Training Date: /0 - I,,_/ - 11 
Total hours: -----
Description: __________ _ 

LEA DESIGNATE RESPONSIBILITIFS 

Responsibilities are listed in the federal 
register included in this section. 
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Summary of Asbestos Containing Building Materials (ACBM) in this 
facilitv. 

This section reflects requirements outlined in 40 CFR 763.85 (vi) (B) (c) (d) and (e) 

The following subsections contain this required information: 

• AHERA General Data Sheet 
• Locations and quantities of Asbestos Containing Building Materials 
• Asbestos location diagrams 
• Consultants cost estimates for asbestos removal 

SAMPLE/MA TERIALLOCA TION DIAGRAMS 

As part of the AHERA Asbestos Inspection the locations of samples collected are recorded 
on building diagrams. In addition to the sample locations, specific damage areas are 
recorded where found. The following pages provide the sample location diagrams for the 
School District. These drawings are organized in the same manner as the 
inspection/management plan data, i.e., campus one building one is first. 

The title block contains the specific state, district, campus, and building or code with a 12 
digit number. Next is the-District Name, the Campus Name, and finally the Building 
Name. The next block provides the date the drawing was made, the street number and 
finally the drawing number. 

Location of Caution Label: The AHERA regulations require the use of labels indicating the 
presence of Asbestos Containing Building Materials (ACBM). The label is to be placed on 
or near ACBM in routine maintenance areas in all school buildings. When this label is 
applied in the field the inspector identifies its' location on the sample location diagram. On 
the drawing, the label symbol contains information about its placement within the routine 
maintenance area so that it may be readily found by the LEA. The label states the 
following: 

CAUTION 
ASBESTOS. HAZARDOUS. 

DO NOT DISTURB 
WITHOUT PROPER TRAINING 

AND EQUIPMENT 

The presence of sample numbers, crosshatching and damage areas does not mean that all of 
the areas indicated contain asbestos. These location diagrams are a record of the field 
inspection only and are meant to show where samples were taken and what areas may be 
affected if asbestos is present. The detennine which areas are affected, a review of the 
Inspection/Management Plan Data and the Petrographic Results contained in Sections 4 and 
5 should be made. If desired, the location diagrams can be highlighted by the school 
district's asbestos coordinator to indicate the presence of asbestos containing material. 
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Oregon Department of Education Office of School 01~trict Services 
700 Pringle Partway SE 

_ Salem, OR 97310-0290 
-~\ 

·! AHEBA GENERAL DATA SHEET 
L111{,}?. ,,Jrr,.±- M,1. i r1 West Linn School District Clackamas 
Name of School Building LEA CD1str1ct) County 

PO Box l 00 West Linn 97068-0]00 
Address C1 ty Zip Code 

( 503) 682-0101 Samuel Nutt (503)638-9869 

Building Telephone Number D1str1ct's Asbestos 1elephone Number 
Program Manager 

Public _x.._ Private State _ 

CONSTRUCTION DATA 
Before After 

Year Built: 1930 1930-44 1945-60 1961-75 1975 xx Actua 1 1980 _ _ _ _ 

Additions Oates: N/A Size (Sq. Ft. ill floors) 43,285 

Construction Type: Steel l.ood XX Concrete_ Masonry XX Other 

~~of Framing: Steel_ Hood XX Concrete _ 

Heating 
System: Steam_ 

Hot 
Hater_ 

Forced XX 
Air _ 

Electr\c 
Baseboard 

Heat 
Pump _ Other _ 

Renovation: Yes _ No XX Year: N...,/_A __ 

USE ANO OCOJPANCY 

Primary Use: School XX- Athletic Facility _ Office _ Warehouse _ 

Maintenance Bu11d1ng _ Other (describe) 

No. of Occupants: Staff ~ Students 31 7 Maint./Custodial Personnel 2 

INSPECTOR* MANAGEMENT PLANNER* 
N Gary Adler John Newlin _il.!!lL ______________ _ Name 
Business Ha 11-Kimbti= 11 Business Hall-kimbrel1 

~80026 Exp. Date ____ _ I 80046 Exp. Date ____ _ 

:.-Q.Y.!.a Prov\der ....,;,H.:..a.:..l.:..l_-K:.:..=.im=.b.::...:..re:--=...11:__ _____________________ _ 

*Primary person if more than one person. 

Form 581-3 l l l (7 / 88) RECORDS RETENTION: INOEF! NITE 

http:H.:..a.:..l.:..l_-K:.:..=.im=.b.::...:..re


Oregon Department of Education Office of School District Services 
700 Pringle Par~way SE 
Salem, OR 97310-0290 

AHEBA GENERAL DATA SHEET 
West Linn School District Clackamas 
LEA CDhtrkt) County 

PO Box 100 West Linn 97068-0100 
Address CHy Zip Code 

-- (503) 682-0101 Samuel Nutt (503)638-9869 

Building Telephone Number District's Asbestos 1elephone Number 
Program Manager 

Public _x_ Private State _ 

CONSTRUCTION DATA 
Before After 

Year Built: 1930 1930-44 1945-60 1961-75 1975 £. Actua 1 1986 _ _ _ _ 

Additions Oates: N/A S1ze (Sq. Ft. all floors) 264 

Construction Type: Steel Hood XX Concrete_ Masonry_ Other 

\oof Framing: Stee 1 Wood~ Concrete _ 

Heating 
System: Steam_ 

Hot 
Hater_ 

Forced 
A\r 

Electric 
Baseboard 

Heat 
Pump _ Other __!iQne 

Renovation: Yes _ No _::_ Year: N/A 

USE AND OCaJPANCY 

Primary Use: School Athletic Facility _ Office Warehouse XX 

Maintenance Building _ Other (describe) 

No. of Occupants: Staff -.Q:... Students ± Maint./Custodhl Personnel -O-

llfSPECTOR* MANAGEMENT PLANNER* 
Ha me G a r y Ad l e r John Newlin Name 
Business Hall-Kimbrell Business Ha 11-kimbre 11 

: 80026 Exp. Date ____ _ # 8004 6 Exp. Date ____ _ 

:rQ.\LLH' Prov i de r :-R_a_l ~1-_K:::_::;i m::,;b:::,_;r::...,:e:-...,;l:..;1:__ _____________________ _ 

*Primary person if more than one person. 

Form S 8 1 - 31 11 ( 7 / 8 8 ) RECORDS RETENTION: INDEFINITE 



OREGON DEPARTMENT OF EDUCATION Offic:a of School District Serv•ces 
700 Pringle Parkway SE 378-6964 

- S.alem. Oregon 97310-0290 

SUMMARY DATA SHEET 

Facility Name and Address __ _Y'I Z.:..--:2"1--.... )""'q(.i...C:...lo' < .. ·,-.... H i ✓ )..:;.:)_1(_•:_S r .. ,,,.i ... ( .... !,_/)_. ----------;:_, __ f..,_-... ... -id ! ... .... __ ___ __ 

PreparerNameandPhoneNo. Kathy Cameron (913) 865-9455 

1. Damaged or significantly 
damaged TSI ACM 

2. Damaged friable 
surfacing ACM 

3. Significantly damaged 
friable surfacing ACM 

-+. Damaged or significanUy 
damaged friable miscel• 
laneous ACM 

5. ACBM with potential for 
damage 

n. ACBM with potential tor 
significant damage 

7. Other friable ACBM, or 
friabte suspected 
ACBM 

8. Nontriable ACBM, or 
nontriable suspeded 
ACBM 

• Total ACBM 
(Total 1 through 8) 

Ft 2 

LF. 

Total Friable ACBM Ft 2 

\ Total 1 through 7) 
LF. 

i-// L/ 0 

Type of Asbestos-Containing Building Materials (ACBM) 
AHERA 

Damage Category Thermal System Insulation (TSI) 
Surfacing Mlscellaneous 

Lineal FNt Square FHt 

C"...., .. _«••"'"4•-· .. -.,. -
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MATERIALS •. 



SUMMARY OF FINDINGS 



CAMPUS #8 INZA R. WOOD MIDDLE SCHOOL 

Buildin~ #1 - Main Building 

Laboratory analysis confirmed that mastic located under vinyl floor tiles in this building was 
asbestos containing. A new homogeneous sampling area has been created for this material 
and can be found in the Asbestos Management Plan. The specific location of the asbestos 
containing mastic is located on the drawing provided for this building. 

Vinyl floor tiles previously considered asbestos containing were confirmed to be nonasbestos 
by laboratory analysis. These materials and their homogeneous sampling areas have been 
deleted from the Asbestos Management Plan. 

Ceiling tile samples taken at the time of the inspection were confirmed to be nonasbestos 
by laboratory analysis. 

Building #2 - Maintenance Building 

No suspect materials were found in this building and no samples were taken. 



( 

Campus: 008 Inza R. Wood Middle School 

( 

( 
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SAMPLE / MATE&IAL LOCATION DIAGMMS 

As part of the AHE..~ Asbc5tos Inspection the loc:itions of samples collec:cd arc recorded on building 
diagrams. In addition to thc sample loc.tions, specific damage are:is are recorded where found. The following 
page.5 provide the sample loc::ition diagrams for the School District. These drawings are organized in the same 
manner as the inspection/managc:nent plan data. i.e. c:unpus one building one is first. 

The title block contains the specific state, district. c:unpus. and building or code with a 12 digit number. Nc::tt is 
the District Name, the Campus Name, and finally the Building Name. The nc::t blocx providc5 the dace the 
drawing was made, the street number, and finally the H-K dr:J.wing number. 

The drawing uses several symbols and aoss-hat~ patterns to illustrate the key e!cmcnts of the survey 
information. 

SAMPLE LOCATION: The specific loc.tions of samples arc foUJ1d on a point on the drawing leading to a 
symbol indicating the sample number and the Bulk Sam.pie (BS) Code, whicll represents the type of material 
sampled. The Bulk Sample Code d=criptions used arc as follows: 

BS CtDE CESC:UPTlOI BS C::CE CESCIPT1CN 
................ ------------·------------ ... ............... -----------------------

0 
1 

UnicnoWI 
Accuacic:al Pluter 

26 
27 

Tr-ica Pipe 
Transite Hood 

2 Accuatic:ai/The,,..l lnsul 28 Astlestos Pads 
3 
4 
5 

Na.-ca.all/C•ilint Plater 
Vinyl F\oor Tile 
Pipe ca-,,i,. 

29 
30 
31 

AICNtos Glow 
AICNtos lb~ 
•• Aacestcs 

6 Corrueetad Pipe Covering 32 etectric::al Wirinv 
7 Wras:ipad Paptr Pipe COYer 33 Fire lfae9 
a 
9 

Boiler/lane Insulation 
arwcninvJE»i-t Pac:xinv 

34 
35 

Fire Coor 
Ff" suit 

10 
11 
12 
13 

WOWft P-.:,er/T-.,e 
Dr~ or Lay-in P-l 
Accuatical Tile (1x1) 
Fir• or Stave CUrtain 

36 
37 
33 
39 

Fire Brick 
Laa counur T~ 
Fiber Fracx ICiln 
Tgnqa 

14 
15 
16 

"JP on llcn•S~t Pipe 
"JP on Pipe CoverinCJ 
"JP on ~rr. Pipe Co-,,er 

40 
41 
42 

Poured in Insulation 
Cont•ineted Soil 
Tectua 

17 
18 

"JP on Wr'aR)ed P1pe Cover 
Flr~-finv 

43 
44 

Floor llnderla-,-tt 
Ha~ Grout 

19 Vibration Joint C1otn 45 Mortar 
20 lntarior Cuct Insulation 4,6 BlOWI or Scratc.~ Coat 
21 Extarior Cuct Insulation 47 • Qven/Autoclave Lining 
22 BlOWl•in Insulation 4cS Brake Lininv 
23 Stor«:I Insulation 49 Theatre Curtain 
24 Oecrfa 50 Tr-i te Sidinv 
25 Cia«et 99 Otl'ler 

DAMAGE AllEAS: When the insp«:tor encounters a section of material in a Unified Sampling Area (USA) 
which contains locali:zcd damage in worse condition than the remainder of the same material contained in this 
USA, a Damage Area iadiator is pLac::d on the drawing. This sy111boi contains specific information about the 
damaged area. 

TyfJf! of MaJ~riai - The BS Code of the material is indicated so that the type of materutl c:IJl be 
determined. Sec the previous section for the listing of the BS ~ used. 

Quantity - The quantity of material which was found to be damaged is also indicated.· 

l 
l 
I 
l 
I 
I 
c 
I 
1 



Lac:ition - The locatioa of the loc:ilizcd damage is indicted in the symbol. This provides assistance in 
identifying wb.erc the damage c:1.0 be found. 

Response Action • This is the code for the recommended AHERA response action. The following 
codes are used: 

l. !solace Arca Immediately 
2. Gross Removal 
3. Glove Bag Removal 
4. Enc::ipsuJation 
5. Enclosure 
6. Repair and O&M 
7. 0&M and Monitor 

CROSSHATCHING; Crosshatching panerns are used to detail the location of ceiling and floor material 
suspected of containing asbestos. There are three patterns used: 

Floor Tue - This pattern is used to indic:ite floor tile and sheet flooring material suspected o{ 

containing asbestos. 

Drop / Lay-in. Accoustic.al • This pattern is llSed to indic:itc the locations of a variety of ceiling tiles 
including. buc aoc limited. to l' x l' and 2' x 4' lay-in paneis. l 
Spray / Trowel Applied Materials - This paue:u is used to indic:ite the presence of spray and trowel 
applied macerials such as fireproofing and acoustic::il piaster. I 

i 
LOCATION oCCAurION LA.BEL: The A.HERA regulations require the use oflabc.!s indic:iting the presence l 

i of Asbestos Containing Building Material (ACBM). The label is to be place on or near ACBM in routine 
maintenance areas in all school buildings. When this label is applied in the field the inspector identifies its· I 
loc1ioa on the sampie location diagram. On the drawing, the label symboi contains information about its ' 
piacement within the routine maintenance area so that it may be readily found by the LEA. The label states che 
following. 

... ............... -................. .. 
c.-umoN 

ASBESTOS. HAZARDOUS. 
DO NOT DISTIJRB 

WITHOUT PROPER TRAlNING 
AND EQUIPMENT 

-·---·················------·········· 

The presence of sample numbers., crosshatching, and damage areas docs 110c mean that all of the are:is 
mdicated cont.Jin asbestos. These location diagrams arc a record of the field insper.tion only and arc: me:int to 
show where samples were taken and what are:is may be affected if asbestos is present. To determine which 
are:i.s arc affected. a review of the ln.spcctioa / Management Plan Data and the Petrographic Results concainc:<l 
in S_ections 4 and 5 should be made. If desired. the location diagrams c:i.n be rughi.ighced by chc: school district's 
asbestos coordinator co indicate the presence of a.sbescos containing macerial. 

http:Accoustic.al


INZA WOt ~IDDLE SCHOOL AHEL 1ervlew 

MAIN BUILDING 

C Homogeneous Area Condition %ACtv Quanity S/L Response Action Sample Data Cost Estimates 
SD D PD OM REP REM CL Amo Chry Other Repair Removal 

M FLOOR TILE X 100 SF X 
CA TRANSITE SIDING X 40 SF X 
M FLOOR TILE X 21000 SF X 

Codes: 

T -Thermal 

S - Surf acing 
M- Misc 
CA - Transite 



PSI/Hall-Kimbrell Envirorroental ServicL Asbestos Petrographic Analysis 

CLIENT: YEST LINN SCHOOL DISTRICT CAMPUS NAME & NUMBER: INZA R. \JOOO MIDDLE SCHOOL (008) 

PROJECT#: 572-29-291 BUILDING NAME & NUMBER: HAIN BUILDING (001) 

ACT/ I SAMPLE 
LOCATION MATERIAL NUMBER CONS HOMOG COLOR 

TOT 
ASB CHRY AHO CRO ANT TRE l,'OOL CEL MICA PER BIND OTHER 1 OTHER 2 

Hain Bldg/Music Room DROP OR LAY-IN PANEL 118800 y y G 0 0 0 0 0 0 30 40 0 20 10 0 0 
Hain Bldg/Music Room DROP OR LAY-IN PANEL 118801 y y G 0 0 0 0 0 0 30 40 0 20 10 0 0 
Hain Bldg/Music Room DROP OR LAY-IN PANEL 118802 y y G 0 0 0 0 0 0 30 40 0 20 10 0 0 
Hain Bldg/East Ying DROP OR LAY-IN PANEL 118803 y y G 0 0 0 0 0 0 30 40 0 25 10 0 0 
Hain Bldg/East Ying DROP OR LAY-IN PANEL 118804 y y G 0 0 0 0 0 0 30 40 0 25 10 0 0 
Hain Bldg/Yest Uing DROP OR LAY-IN PANEL 118805 y y G 0 0 0 0 0 0 30 40 0 25 10 0 0 
Hain Bldg/Library ACOUSTICAL TILE 118806 y y 8 0 0 0 0 0 0 30 40 0 20 10 0 0 
Hain Bldg/Library ACOUSTICAL TILE 118807 y y K 0 0 0 0 0 0 30 40 0 20 10 0 0 
Hain Bldg/Coomons ACOUSTICAL TILE 118808 N y K 0 0 0 0 0 0 80 0 0 0 20 0 0 
Hain Bldg/C011JJKJns VINYL FLOOR TILE 118809 y y R 0 0 0 0 0 0 0 0 0 0 30 CA 70 0 
Hain Bldg/East Uing VINYL FLOOR TILE 118810 y y G 0 0 0 0 0 0 0 0 0 0 30 CA 70 0 
Hain Bldg/Uest Uing VINYL FLOOR TILE 118811 y y G 0 0 0 0 0 0 0 0 0 0 30 CA 70 0 
Hain Bldg/COlllllOns MASTIC Tt8812 y y G 15 15 0 0 0 0 0 s 0 0 0 GH 20 TA 60 

Page 1 T=Trace Amount 



PSI/Hatl-Kiirbrell Environmental Services, Inc. Asbestos Petrographic Analysis 

CLIENT: WEST LINN SCHOOL DISTRICT BUILDING#: 8 

PROJECT#: 572-19514 CAMPUS NAME: INZA WOOD MIDDLE SCHOOL 

LOCATION MATERIAL 
SAMPLE 
NUMBER CONS HOMOG COLOR 

TOT 
ASB CHRY AMO CRO ANT 

ACT/ 
TRE WOOL CEL MICA PER BIND OTHER 1 OTHER 2 

UPPER L/MECH ROOM DRYWALL 835148 y y " 0 0 0 0 0 0 0 10 0 0 50 GM 40 0 
UPPER L/MECH ROOM DRYWALL TAPE AND HUD 835149 N y " 0 0 0 0 0 0 0 30 0 0 50 GM 20 0 
UPPER L/MECH ROOM DRYWALL 835150 y y w 0 0 0 0 0 0 0 10 0 0 50 GM 40 0 
UPPER L/HECH ROOM DRYWALL TAPE AND MUD 835151 y y E 0 0 0 0 0 0 0 30 0 0 50 GM 20 0 
UPPER L/MECH ROOM DRYWALL 835152 y y " 0 0 0 0 0 0 0 10 0 0 50 GM 40 0 
UPPER L/HECH ROOM DRYWALL TAPE AND HUD 835153 y y E 0 0 0 0 0 0 0 20 0 0 40 GM 40 0 

' 

T=Trace Amount 
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AHERA COMPLIANCE PROGRAM 

West Linn S.D. 3.JT 
37-0050 Inspected By: Gary Acller 

CAMPUS 008 - Inza R. Wood Middle School Certification#: HR80026 St: RS 
BUILDING 001 - Inza R. Wood Main Bldg State Cert#: St: 
Inspection Dates: 07/01/88 to 04/24/89- Gross Square Ft: 47,285 

***INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 02 * * * 

SYSTEM: Heating Water LOCATION: TYPE OF MATERIAL: MJP on Non-Suspect Pipe 
All Floors in Building 

DAMAGE CATEGORY: REASON for llAMl\GE CATEGORY: POTENTIAL FOR DISTURBANCE: SAMPLE# %ASB 
N/A N/A N/A 01 0 

02 0 
03 0 

MATERI.N. QUANTIT:tES REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

74 
10 

4 
6 

In. O. 
In. O. 

D. 
D. 

AREA TOTAL $0 

- - - - - - - - - - - - - - - - - - - - -M11Nl\GEMENT PLAN RECOMMENDATION- - - - - - - - - - - - - - - - - - - - - -
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES: 
N/A 0 See Part I and O~ Code: 

LEA RESPONSE: RESPONSE ACTION SCHEDULE 
-------- I ---------( ACTION ELECTION: 

ST.ART DATE I COMPLETJ:ON DATE 

I 
LEA COMMENTS: N/A I N/A 

I 
****************************************************~.~.~.~.~.~.~.~ •• -.~.~.~.~.~.~.~.~.-.-.~.~.~.~.~.~.~.~ •• ~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~ •• ~.~.~.~.~.~.~.~.~.~.~.-.~ •• 

* * * INSPECUON RESULTS UNIFIED SAMPLING AREA NUMBER - 03 * * * 

SYSTEM: Dom. Hot Water LOCATION: TYPE OF MATERIAL: MJP on Non-Suspect Pipe 
All Floors in Building 

DAMl\GE CATEGORY: REASON for llAMl\GE CATEGORY: POTENTIAL FOR DISTURBANCE: SAMPLE# \ASB 

N/A N/A N/A 04 0 
05 0 
06 0 
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Af!ERA COMPLIMCE PROGRAM 

West Linn S.D. 3.JT 
37-0050 Inspected By: Gary Adler 

CAMPUS 008 - Inza R. Wood Middle School Certification J: HK80026 St: KS 
BUILDING 001 - Inza R. Wood Ma.in Bldg State Cert I: St: 
Inspection Dates: 07/01/88 to 04/24/89 Gross Square P't: 47,285 

MATElU1u, QUANTITIES REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

71 4 In. 0. D. 

AREA TOTAL $0 

- - - - - - - - - - - - - - - - - - - -MANAGEMENT PLAN RECOMMENDATION- - - - - - - - - - - - - - - - - - -
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES: 
N/A 0 See Part I and O&M Code: 

LEA RESPONSE: ________ RESPONSE ACTION SOIEDULE ________ _ 

ACTION ELECTION: 
ST.ART DATE 

I 
I COMPLETION DATE 
I 

LEA COMMENTS: ~A I ~A 
1 

**************************************************••-*-.~.~.~.~.~ •• ~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~*~*~.~.~.~.~.~.~.~ •• ~.~.~.~.~.~.~.~.-.~.~.~.~ •• ~.~*~.~.~.~.~.~.~.~.~ • ...,.. 

***INSPECTION RESULTS UNIFIED S1'MPLING AREA NUMBER - 04 * * * 

SYSTEM: Dom. Cold Water LOCATION: TYPE OP' MATERIAL: MJP on Non-Suspect Pipe 
All Floors in Building 

( DAMAGE CATEGORY: REASON for OAMIIGE CATEGORY: POTENTIAL FOR DISTURBANCE: SAMPLE# %/\SB 

N/A N/A If/A 07 0 
08 0 
09 0 

MATERIAL QUANTITIES REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

62 4 In. O. D. 
12 6 In. O. D. 

AREA TOTAL $0 

- - - - - - - - - - - - - - - - - - - - -MANAGEMENT PLAN RECOMMENDATION- - - - - - - - - - - - - - - - - - - - - -
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES: 
N/A O See Part I and O&M Code: 

LEA RESPONSE: .-------- RESPONSE ACTION SOIEDULE ________ _ 
ACTI.ON ELECTION: I 

ST.ART DATE I COMPLETION DATE 

LEA COMMENTS: N/A 
I 
I N/A 

1.,..,...~.,..,...,..,..,..,.,...,..,...,..,~.,..,...,..,..,..,.,...,..,..,...,~,..,..,.~'---------~ 
****************************************************************************************************************** 
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AHERA COMPLI/INCE PROGRAM 

CAMPUS 008 - Inza R. Wood Middle School 

Wast Linn S.D. 
37-0050 

3.JT 

Inspected By: Gary Adler 
Certification#: HK80026 St: l<S 

BUILDING 001 - Inza R. Wood Main Bldg State Cert ll: St: 
Inspection Datas: 07/01/88 to 04/24/89 Gross Square Ft: 47,285 

* * * INSPECTION RESULTS UNIFIED Sl\MPLING AREA NUMBER - 05 * * * 

SYSTEM: Ceiling Matl. LOCATION: TYPE OF MATERIAL: Acoustical Tile (lxll 
Ground Floor 

or.MAGE CATEGORY: RE1.SON for '01,MAGE CATEGORY: POTEN'rIAL FOR DISTURBP.NCE ~ SN-WLE# 
N/A N/A N/A 10 

MATERIAL QUANTITIES REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

19000 Square Feet 

AREA TOTAL $0 

- - - - - - - - - - - - - - - - - - -MANAGEMENT PIJUi RECOMMENDATION- - - - - - - - - - - - - -
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES: 
N/A 0 See Part I and o~ Code: 

LEA RESPONSE: ________ RESPONSE ACTION SCHEDULE 
ACTION ELECTION: I ---------

START DATE I COMPLETION DATE 

I 
LEA COMMENTS: N/A I N/A 

l ____ ___, ____ .,...,..__I 
***************************************************•-.-.-.-.-.-•• -.-*-.-.-.-.-.-.-.-.-.-.-*-.-.-.-.-.-.-.-.-.-.-.-.-.. -.-.-......................... . 

* * * INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 06 * * * 

SYSTEM: Ceiling Matl. LOCATION: TYPE OF MATERIAL: Drop or Lay-in Panel 
Ground Floor 

01\MAGE CATEGORY: REASON for DAMAGE CATEGORY: POTENTIAL l"OR DISTURW\NCE: SAMPLE# %A.SB 
N/A N/A N/A 11 0 
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AHEllA COMPLIANCE PROGRAM 

West Linn S.D. 3.JT 
37-0050 Inspected By: Gary Adler 

Cl',MPUS 008 - Inza R. Wood Middle School Certification#: HK80026 St: KS 
BUILDING 001 - Inza R. Wood Main Bldg State Cert fl: St: 
Inspection Dates: 07/01/88 to 04/24/89 Gross Square Ft: 47,285 

MATERIAL QUANTITIES REMOVAL COST REPLACEMENT COSTS TOT.AL COSTS 

17000 Square Feet 

AREA TOT.AL $0 

-MANAGEMENT PLAN RECOMMENDATION
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES: 
N/A 0 See Part I and O&M code: 

LEA RESPONSE: RESPONSE ACTION SCHEDULE 
ACTION ELECTION: ------- I ----------, 

START DATE I COMPLETION DATE I 
I I 

LEA COMMENTS: N/A I N/A I 

-----------------' ****************************************************************************************************************** I 

* * * INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 07 * * * 

SYSTEM: Ceiling Matl. LOCATION: TYPE OF MATERIAL: Acoustical Tile (lxl) 
Ground Floor 

DAMJ\GE CATEGORY: REASON for DAMME CATEGORY: POTENTIAL FOR DISTURBANCE: SAMPLE# %.ASB 
N/A N/A N/A 12 0 

MATERIAL QUI\NTITIES REMOVAL COST REPLACEMENT COSTS TOT.AL COSTS 

350 SqUara Feet 

AREA TOT.AL $0 

- - - - - - - - - - - - - - - - - - - -MANAGEMENT PI..1\N RECOMMENDATION- - - - - - - - - - - - - - - - - -
RECOMMENDED RESPONSE ACTION: PlUORITY: PREVENTIVE MEASURES: 
N/A O Saa Part I and O&M coda: 

LEA RESPONSE: ________ RESPONSE ACTION SCHEDULE ________ _ 
ACTION ELECTJ:ON: I 

STM\T DATE I COMPLETION DATE 

I 
LEA COMMENTS: N/A I N/A 

l..,..,..,...,..,..,..,..,...,..,..,..,..,..,..,..,..,.~.,..,..,..,...,..,..,.~,..,...,..,.,..,..,..I 
******************************************************************************************~.~.~.~.~.~.~.~.~ •• ~.~.~.~.~.~.~.~.~.~.~.~.~.~.~ 
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J\HERA COMPLI.ANCE PROGRAM 

West Linn S.D. 3.JT 
37-0050 Inspected By: Gary Adler 

Cl\MPUS 008 - Inza R. Wood Middle School Certification#: HK80026 St: KS 
BUILDING 001 - Inza R. Wood Main Bldg State Cart#: St: 
Inspection Dates: 07/01/88 to 04/24/89 Gross Square Ft: 47,285 

***INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 97 * * * 

SYSTEM: Floor Matl. LOCATION: TYPE OF MATERIAL: Vinyl Floor Tile 
All Floors in Building 

01\MAGE CATEGORY: REASON for OMl\GE CATEGORY: PO"rENl:IAL 'FOR DISTURBAMCE: \ASB 
ACBM with Potential for Damage The material is observed to be in Slight 6 

good condition. 

MATERIAI.. QUANTITIES REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

100 Square Feet $337 $256 $593 

AREA TOTAL $593 

- - - - - - - - - - - - - - - - - - - - -MANJ\GEMENT PLAN RECOMMENDATION--
RECOMMENDED RESPONSE ACTION: l?RIORITY: PREVENTIVE MEASURES: 
o~ Maintain;Monitor 3 See Part I and o~ Coda: OMI, OMZ 

LEA RESPONSE: RESPONSE ACTION SCHEDULE 
------- I --------ACTION ELECTION: 

Sllllltt as recommended START DA'l'E I COMPLETION DATE 

I ( LEA COMMENrS: swmner 1989 I ongoing 
I 

*************************************************•••·~.~.~.~.~ •• ~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~ •• ~.~.~.~.~.~.~.~.= .. ~.~.~.~.~.~.~.~ .. ~.~.~.~.~.~.~.~.~.~.~.~.~.~.-.-. 
***INSPECTION RESULTS UNIFIED SAMPLING AR£A NUMBER - 98 * * * 

SYSTEM: Non-Friable LOCATION: Tn'E OF MATERIAL: Transite Siding 
Sub-Basement 

01\MAGE CATEGORY: REASON for DAMME CATEGORY: P0TENTIAL 'FOR DISTURB1,NCE: SAMPLE# !l!ASB 
ACBM with Potential for Damage The material is observed to be in Slight Assumed 

good condition. 
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-------- ---------

02/16/90 AHERA COMPLIANCE PROGRAM 

West Linn S. D. 3.JT 
37-00S0 Inspected By: Gary Adler 

C:l'Jd.PUS : 008 - Inza R. Wood Middle School Certification#: HK80026 St: KS 

BUILDING: 001 - Inza R. Wood Main Bldg State Cert#: St: 
Inspection Dates: 07/01/88 to 07/14/89 Gross Square Ft: 47,285 

***INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 02 * * * 

SYSTEM: Heating water LOCATION: TYPE OF MATERIAL: MJP on Non-Suspect Pipe 
All Floors in Building 

DAMAGE CATEGORY: REASON tor DAMAGE CATEGORY: POTENTUu. FOR DISTURBANCE: SAMPLE# %ASB 
N/A N/A N/A 01 0 

02 0 
03 0 

MATERIAL QUANTITIES REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

74 
10 

4 In. 
6 In. 

0. D. 
o. D. 

AREA TOTAL $0 

~ -MANl\GEMENT PLAN RECOMMENDATION- - - - - - - - - - - - - - - -
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES : 
N/A 0 See Part I and O&M Code: 

LEA RESPONSE: RESPONSE ACTION SCHEDULE 

······~············································•~*-*-.-.-

ACTION ELECTION: I 
START DATE I COMPLETION DATE 

I 
COMMENTS: N/A I N/A 

I 
.. ~.-.-.-.-.-.-.-.-.-.~.-.-.-.-.-.-.-~.~.~.-.-.-.-.-.-.-.- .. -.-.-.-.-.~ .. ~.~.-.-.-.-.-.-.-.-.-.-.-.-.-.~ .. . ..,. .. 

***INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 03 * * * 

SYSTEM: Dom. Hot water LOCATION: TYPE OF MATERIAL: MJP on Non-Suspect Pipe 
All Floors in Building 

DAMAGE CATEGORY: REASOl'l for DAMAGE CATEGORY: POTENTIAL FOR DISTURBANCE: SAMPLE# %ASB 
N/A N/A N/A 04 0 

OS 0 
06 0 
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02/16/90 MIERA COMPLIANCE PROGRAM 

west Linn s.D. 3JT 
37-0050 Inspected By: Gary Adler 

CAMPUS 008 - Inza R. Wood Middle School Certification ll: HK80026 St: KS 
BUILDING 001 - Inza R. Wood Main Bldg State Cert ll: St: 
Inspection Dates: 07/01/88 to 07/14/89 Gross Square P't: 47,285 

***INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - OS**• 

SYSTEM: Ceiling Matl. LOCATION: TYPE OF MATERIAL: Acoustical Tile (lxl) 
Ground Floor 

DAMAGE CATEGORY: REASON for DAMAGE CATEGORY: POTENTIAL FOR DISTURBANCE: SAMPLEll %.ASB 
N/A N/A N/A 10 0 

MATERIAL QUANTITIES REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

19000 Square Feet 

AREA TOTAL $0 

-MANAGEMENT PLAN RECOMMENDATION- -
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES: 
N/A 0 See Part I and O&M code: 

LEA RESPONSE: RESPONSE ACTION SCHEDULE 
ACTION ELECTION: ------- I --------

ST J\R T DATE j COMPLETION DATE 
I 

COMMENTS: N/A I N/A 
I 

****************************************************~*~*~*~*~*~ •• ~.~.~.~*~*~*~*-*~*~*~*~*~*~*~*~*.~.~.~*~.~.~.~.~.~.~.~.~ • ..,.. •• ~*~.~.~.-•• ~.~.~.~.~.~*~*~*~*~*~*~*~*~.~.~*-.~. 

***INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 06 * * * 

SYSTEM: Ceiling Matl. LOCATION: TYPE OF MATERIAL: Drop or Lay-in Panel 
Ground P'loor 

DAMAGE CATEGORY: REASON for DAMAGE CATEGORY: POTENTIAL FOR DISTUl!BANCE: SAMPLE# %ASB 
N/A N/A N/A 11 0 
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02/16/90 AHEllA <:OMPLIANCE PROGIU\M 

West Linn s.D. 3JT 
37-0050 Inspected By: Gary Adler 

CAMPUS : 008 - Inza R. Wood Middl& School Certification#: HK80026 St: KS 
BUILDING: 001 - Inza R. Wood Main Bldg State Cert jl: St: 
Inspection Dates: 07/01/88 to 07/14/89 Gross Square Ft: 47,285 

***INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 97 • * • 

SYSTEM: Floor Matl. LOCATION: 
All P'loors in Building 

TYPE OP' MATERIAL: Vinyl Floor Tile 

DAMAGE CATEGORY: 
ACBM with Potential for Damage 

MATERIAL QUANTITIES 

100 square Feet 

REASON for DAMAGE CATEGORY: POTENTIAL FOR DISTURBANCE: SAMPLE!i 
The material is observed to be in Slight 61 
good condition. 

REMOV.AL COST REPLACEMENT COSTS TOTAL COSTS 

$337 $256 $593 

AREA TOTAL $593 

\ASB 
6 

- -MANAGEMENT PLAN RECOMMENDATION
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES: 
o~ MaintainjMonitor 3 See Part I and O~~ Code: OMI, OMZ 

LEA RESPONSE: RESPONSE ACTION SCHEDULE 
-------- I ---------ACTION ELECTION: 

Same as reco111111ended START DATE I COMPLETION DATE 
I 

COMMENTS: Slll!ilNr 1989 I Ongoing 
I 

****************************************************-.-.-.-•• -.-.-.-.-.-.-.-.-.-.-.-.-.-.-•• -.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-•• -.-.-.-.-•• -.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-. 

* * * INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 98 * * * 

SYSTEM: Non-Friable LOCATION: TYPE OP' MATERIAL: Transite Siding 
Sub-Basement 

DAMAGE CATEGORY: REASON for DAMl\GE CATEGORY: POTENTIAL FOR DISTURBANCE: SAMPLE!i %.ASB 
ACBM with Potential for Damage The material is observed to be in Slight Assumed 

good condition. 
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__ ____________________________________________ _ 

__ ___ __ __ 

02/16/90 J\liERA COMPLIANCE PROGRAM 
• u BOILER ROOM SUMMARY ** * 

West Linn S,D. 3.JT 
Cl\MPUS 008 - Inza R. Wood Middle School 37-0050 Inspected By: Gary Adler 
BUILDING 001 - Inza R. Wood Main Bldg Certification t: HK80026 St: KS 
BOILER RM: l State Cart t: St: 

JOINTS 

OAMF\GE CATEGORY: REASON for DIIMAGE CATEGORY: POTENTIAL FOR DISTURBANCE: 

N/A N/A N/A 

I SMP %ASB"' SYSTEM ID LOCATION MATERIAL DESCRIPTION MATERIAL QUANTITY 

1 _____ ...,.._,__, __________ -=-----=---,,-----------------------,,.....,..,.....------,...,...------
1 00 0% Heating Water UPSTAIRS l."ll.OM STORAGE AREA MJP on Non-Suspect Pipe 35 8 In. O. D, 

_-_-_-_-_-_-_-_-_-_-_-_-_-_-_-_-_-_-_-_-_-MANAG....,~"'EMENT=e=-,P"'Ll\N-,,,,......RE..,.c'""o I MME.,.... ... ~,,,_T..,.I""o_N 

ACTION ELECTION: 

RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES : 
N/A O See Part I and O&M Code: N/A 

LEA RESPONSE: RESPONSE ACTION SCHEDULE 
-------- I ---------

START DATE j COMPLETION DATE 

I 
COMMENl': N/A IN/A 

.,..,.....,.._,..,..,..,..,._,_.,.........,..,..,..,....,..,...,....,..,..,..,..,..,..,.._,..1.,..,..,..,...,.....,..,...,.,.....,..,..,..,..,..,..,..,..,.._,...,..,. 
~··································································································~·············· REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

_BO_I_LER ROOM EST_IMA: n:_o_cos T_S____ $0 ----- $0 ----- $0 ---
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Campus: 008 Inza R. Wood Middle School 
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: CAU TIQN 
l SOIL~.~ ROOM 
I ENT~ANCE 

Location 
of Caution 

Label 

Bull: ~~pie~ 
Descnption _/ 

Lcccrtion ot 
Material 

Vinyl 
Floor Tile 

. B SO 1 ~ Bulk Sample 
00-02/ ""- Descrtption 

"'--Samole 
Sample or · 
Location Sample Range 

6SCOOEI QUANTITY ~ 
LOC A Tl ON I • -----Quantity Includes 

Square Footaqe, 
RES~ONSC: Number of Elbows, 

Damage 
. Area 

C1...0E or 
Linear Distanca 

. . ... •· .. . . ·· .. ·' .. • ... · .··. ·· .. •· ... ·: .. · .··· .. ·/ ·.·· .. • .-·· .,• ... . ·: •·:.•· .. ·:.-: .... -:. . . . . . 

Drop, Spray 
Lay In, Applied 

Accoustical Material · 



SAMPLE/ MATERIAL LOC.\TION DIAGRAMS 

As part of the AHERA Asbestos Inspection the loc:ition:s of samples collected arc recorded on building 
diagrams. In addition to the sample lOC1tions., specific damage areas are recorded where found. The following 
pages provide the sample location diagrams for the School District. These drawings are organi:n:d in the same 
manner as the inspection/management plan data. Le. campus one building one is first. 

The title block contains the specific state, district, campus, and building or code with a 12 digit number. Ne:tt is 
the District Name. the Campus Name. and finally the Building Name. The ad block provides the dace the 
drawing was made, the street number, and finally the H-K drawing number. 

The drawing uses several symbo.ls and cross-hatching patterns to illustrate the key elements of the survey 
information. 

SAMPLE LOCATION: The specific loc:ltions of samples arc found on a point on the drawing leading to a 
symbol indicating the sample number and the Bulk Sample (BS) Code, which represents the type of material 
sampled. The Bulk Sample Code descriptions used are as follows: 

11S Ct:DE -------·-- DESctIPTICOI 11S CQ)E 

··-·------ DESCUPTION 
---------------------·-·· --------------------·--

0 
1 

Ul'licnowl 
Acoustical Plater 

26 
27 

Tr-ite Pipe 
Tr.,.ite Hood 

2 Acoustic:al/The,._l lnsul 2! Asbestos Pads 
3 Hardlitall/Ceil int Plaster 29 Asbestos Glow 
4 
5 

Vinyl Floor Tf le 
Pipe CO'lerint 

~ 
31 

Aatlestos Rq,e 
•• Aacestos 

6 
7 
s 
9 

10 
11 
12 
13 

corru;acacl Pipe Coveri"' 
Wr~ P'8plr Pipe c-
Soi ler/T_. lnsul.cion 
llreedtinv/exnauat Pacxinv 
WGwn P8')ef'/T~ 
Dr°" or Lay•in P.,...l 
Acoustical Tile (1x1) 
Fire or Stave curtain 

32 
33 
34 
35 
36 
37 
3a 
39 

Electrical Wfr;ng 
Fire lf08e 
Fire Door 
Fire SUit 
Fir• llriclt 
Lao Catatt•r T~ 
Fiber Fraclt ICiln 
Tones 

14 
15 

,tJP en llcn-Suapect Pipe 
MJP en Pipe Caverint 

40 
41 

Pourc in Insulation 
Cont•inated Soil 

16 
17 

,tJP en Cor-r. Pipe Cover-
,tJP on Wr11R)ed Pipe Cover 

42 
43 

TectUI 
Floor Urder\ayment 

,a Flr~oofi"I 44 Hard Grout 
19 Vlbr•tien Joint Ctotn 45 ,tortar 
20 Interior Duct Insulation 46 lllow, or Scratch Coat 
21 Exterior- Duct lnautation 47 · ov«I/Autoclave l. ining 
22 Slow,•in Insulation 4a Snee l.ininQ 
23 Stored Insulation 49 Theatre Curtain 
24 Debris 50 Tr-ite SidinQ 
25 Gnitet 99 Other 

DAMAGE AREAS: When the inspector encounters a section of material in a Unified Sampling Area (USA) 
which contains localized damage in worse condition than the remainder of the same material contained in this 
USA. a Damage Arca indicator is plaa:d on the drawing. This .symbol contains specific information abow the 
damaged area. 

Type of Matt!riai • The BS Code of the material is indiatcd so that the type o{ material can be 
determined. See the previous section for the listing of the BS codc::s used. 

Quantity - The quantity of material which was found to be damaged is also indicated.· 

I 
I 

I 
' l 
I 
i 

http:symbo.ls


Location • The location of the localized damage is indic:ited in the symbol. This provides assistance in 
identifying where the damage can be found. 

Response Action • This is the code for the recommended AHERA response action. The following 
codes arc used: 

1. Isolate Arca Immediately 
2. Gross Removal 
3. Glove Bag Removal 
4. Encapsuiation 
5. Enclosure 
6. Repair and O&M 
7. O&M and Monitor 

CROSSHATCHING: Crosshatching patterns arc used co detail the location of ceiling and floor material 
suspected of containing asbestos. There are three patterns used: 

Floor Tile · This pattern is used co indicate floor tile and sheet flooring material suspected o( 

containing asbestos. 

Drop / Lay-in. Accoustica! • This pattern is used to indicate the locations of a variety of ceiling tiles 
including, but not limited. to l' :c: l' and 2' :c: 4' lay-in panels. 

Spray / Trowel Applied Materials • This pattern is used to indicate the presence of spray and trowel 
applied materials such as fircproofmg and acoustical piaster. 

LOCATION of CAUTION LABEL: The A.HERA regulations require the use of labels indicating the presence 
of Asbestos Containing Building Material (ACBM). The label is to be place on or near ACBM in routine 
maintenance areas in all school buildings. When this label is applied in the field the inspector identifies its· 
location on the sample location diagram. On the drawing, the label symbol contains information about its 
placement within the routine maintenance area so that it may be readily found by the LEA. The label s[a{es the 
following. 

... ................................... . 
CAUTION 

ASBESTOS. HAZARDOUS. 
00 NOT DlSTIJRB 

WITHOUT PROPER TRAJNING 
A.ND EQUIPMENT 

....................................... 

The presence of sample numbers, crosshatch.ing, and damage areas docs aot mean that ail of the are.:is 
indicated contlin asbestos. These location diagrams arc a record of the field inspcr.tion only and are meant to 
show where samples were t.ucen and what areas may be affected if asbestos is present. To determine which 
areas arc affected. a review of the Inspection / Management Plan Data and the Petrographic Results containl!d 
in S_ectioas 4 and 5 should be made. If desired, the location diagrams can be highlighted by the school disrricr's 
asbestos coordinator to indicate the presence of asbestos coatai.ning material. 



: CAUTiON 
i SOIL~.~ ROOM l E~TRA.NCE 

Location 
of Caution 

Label 

BSCODEI QUANTITY ~ 
Bull: ~<IJ?ple ~ LO CA Tl ON I • -----_ Quantity Includes 
Descn;ition / Square Footage, 

RESPONSE Number ot Elbows 
Lcccrtion at cc�E or · 
Material Damage Linear Distanca 

. Area 

P.7 .. ' ,.- ··' .. · ... , r .. ........ ..... · . .. . . . . j 
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OISTRIC: COST S'UMMMY 

PROJECT NUMBER: 37-0050 
DISTRICT NAME: West Linn S.D. 3J'T 
-----------------------R:E:MO'VAL COST --REINSUL.\TION COST -<:OMBINED COST 
CN1PUS: (001) West Linn High School 

BUILDING: (001) West Linn High Main Bldg. $1,000,662 $521,450 $1,522,112 
BUILDING: (002) Shop $37,142 $28,211 $65,353 
BUILDING: (003) Music Bldg. $33,700 $25,600 $59,300 
BUILDING: ( 004) Press Box $0 $0 $0 
BUILDING: (005) Garage $0 $0 $0 
BUILDING: (006) Concessions $0 $0 $0 

C\MPUS TOTALS $1,071,504 $575,261 $1,646,765 

c::;>J,UlUS: (002) Bolton Middle School 
BUILDING: (001) Bolton Middle School Main $210,024 $155,749 $365,773 
BUILDING: (002) Play Shed $0 $0 $0 

C\MPUS TOTALS $210,024 $155,749 $365,773 

CN1PUS: (003) Cedaroak Park Drive 
BUILDING: (001) Cadaroak Park Main Bldg $136,022 $94,263 $230,285 
BUILDING: (002) Cadaroak Park 4-9 $261,423 $66,275 $327,698 
BUILDING: (003) CedaroaJc Park l-3 $174,282 $44,183 $218,465 
BUILDING: (004) Cadaroak Park 12-16 $30,209 $22,948 $53,157 
BUILDING: (005) Cadaroak Park 17-22 $29,872 $22,692 $52,564 

o.MPUS TOTALS $631,808 $250,361 $882,169 

OMPUS: (004) Stafford Primary School 
BUILDING: (001.) Stafford Primary Main Bldg $141,357 $103,448 $244,805 
BUILDING: (002) Trailer l $0 $0 $0 
BUILDING: (003) Trailer 2 $0 $0 $0 
BUILDING: (004) Play Shed $0 $0 $0 
BUILDING: (005) Maint Building $0 $0 $0 

C\MPUS TOTALS $141,357 $103,448 $244,805 

C\MPUS: (005) Sunset Primary School 
BUILDING: (001) Sunset Primary Main Bldg $365,187 $198,836 $564,023 

o.MPUS TOTALS $365,187 $198,836 $564,023 

C\MPUS: ( 006) Williamette 
BUILDING: (001) Williamette Main Bldg $376,182 $176,628 $552,810 

o.MPUS TOTALS $376,182 $176,628 $552,810 

C\MPUS: (007) Wilsonville Primary School 
BUILDING: (001) Wilsonville Primary Main B $16,507 $11,747 $28,254 
BUILDING: (002) Modular il $0 $0 $0 
BUILDING: (003) Modular ~2 $337 $256 $593 
BUILDING: (004) Maint Building $0 $0 $0 
BUILDING: (005) Library $10,713 $2,138 $12,851 

CAMPUS TOTALS $27,557 $14,141 $-ll, 698 

c.MPUS: (008) Inza R. Wood Middle School 
BUILDING: (001) Inza R. Wood Main Bldg $71,393 $54,220 $125,613 
BUILDING: (002) Maint Building $0 $0 $0 

o.MPUS TOTALS $71,393 $5",220 ,;us,i;u 

u\MPUS: (009) Administration Building 
BUILDING: (001) Administratiion Building $2,362 $2,274 $5,236 

NOTE: Please sea the 'Cost Estimates' section of Part I for a 
full explanation of the cost estimates presented here 
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DISTRICT COST Stml-lMY 

PROJECT NUMBER: 37-0050 
DISTRICT N»!E: Wast Linn S .D. 3.JT 
------------------------REMOVAL COST --REINSUL.\TION COST -COMBINED COST 

CAMPUS TOTALS $2,962 $2,274 $5,236 

DISTRICT TOTALS $2,897,974 $1,530,918 $4,428,892 

MOTE: Please sea the 'Cost Estimates' section of Part I for a 
full explanation of the cost estimates presented hare 
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/IHERA COMPLIJ>.NCE PROGRAM 

West Linn S.D. 3.:rr 
37-0050 Inspected By: Gary Adler 

CAMPUS : 008 - Inza R. Wood Middle School Certification j: HK80026 St: KS 
BUILDING : 001 - Inza R. Wood Main Bldg State Cert ll: St: 
Inspection Dates: 07/01/88 to 04/24/89 Gross Square Ft: 47,285 

MATERIAL QW'INTITJ:E3 REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

40 Square Feet $286 $204 $490 

AREA TOTAL $490 

- - - - - - - - - - - - - - - - - - - -Ml\NAGEMENT PLAN RECOMMENDATION- - - - - - - - - - - - - -
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENl'IVE MEMURES: 
O&.M Maintain;Monitor 3 See Part I and O&M Code: OMZ 

LEA RESPONSE: 
ACTION ELECTION: -------

RESPONSE ACTION SOJEDULE 
I --------, 

same as recommended START DATE I COMPLETION DATE I 

LEA COMMENTS: Summer 1989 
I 
I ongoing 

I 
I 

I I 
**************************************************••-.-.-.-.-.-.-.-.-.-.-.-•• -*_*_*_*_*_*_*_*_*_*-.-.-.-.-.-.-.-.-.-.-.-.-.-•••••••••••••••••••••••••• 

* * * INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 99 * * * 

SYSTEM: Floor Matl. LOCATION: TYPE OF MATERIAL: Vinyl Floor Tile 
All Floors in Building 

DAMJ\GE CATEGORY: REASON for OAMJ\GE CATEGORY: POTENTIAL l"OR DISTURBANCE: SAMPLEll WB 
ACBM with Potential for Dlllllllge The material is observed to be in Slight 60 2 

good condition. 

MATERIAL QUANTITIES REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

21000 Square Feet $70,770 $53,760 $124,530 

AREA TOTAL $124,530 

-------~ - - -MANAGEMENI' PLAN RECOMMENDATION- - - - - - - - - - - - - - - - - - - - - -
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES: 
O&M Maintain;Monitor 3 See Part I and O&M Code: OMI , OMZ 

LEA RESPONSE: 
ACTION ELECTION: --------

RESPONSE ACTION SOJEDULE 
I --------

Same as recommended START DATE I COMPLETION DATE 

I 
LEA COMMENTS: Summer 1989 I ongoing 

I 
*************************************************••·-.-.-.-*-.-.-.-.-.-•• -.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-*-*_*_*-.-.-*-**_*_*_*_*_*_*-**_*_*_*_*_*_*_*_*_*_*_*_*_*_*_*_*_* __ * 
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AHERA COMPLu.NCE PROGRAM 

*** BOILER llOOM SUMMARY *** 
West Linn s.o. 3JT 

CAMPUS 008 - Inza R. Wood Middle School 37-0050 Inspected By: Gary Adler 
BUILDING 001 - Inza R. Wood Main Bldg Certification#: HK80026 St: KS 
BOILER RM: l State Cart#: St: 

JOINTS 

DAMAGE CATEGORY: 
N/A 

REASON tor DAMAGE CATEGORY: 
N/A 

POTENTU,L FOR DISTURBANCE: 
N/A 

%ASB* SYSTEM ID LOCATION MATERIAL DESCRIPTION MATERIAL QUANTITY 

0% Heating Water UPSTAIRS l"ROl1 STORAGE AREA MJP on Non-suspect Pipe 35 8 In. O. D. 

- - - -MAWIGEMENT PLAN RECOMMENDATION- - - - - - - - - - - - - - -
RECOMl'IENDEP RESPONSE ACTION: .PllIOJUTY: P.REVEN'l'!VE MEASURES: 

N/A 0 See Part I and O~ Code: N/A 

LEA RESPONSE: 
ACTION ELECTION: 

RESPONSE ACTION SCHEDULE 
-------- I ---------

STAll.T DATE I COMPLETION DATE 

I 
LEA COMMENT: N/A IN/A 

..,..,..,.,..,..,..,.===~.,..,..,..,..,..,..,..,..,..,,..,..,..,..,..==I _________ _ 
****************************************************************************************************************** 

-.,,..,.~-------,=.,,,.,.=,.,,....,,,,=,,,...--~REMOVAL COST ______ llEPLACEMENT COSTS ______ TOT.J\L COSTS __ _ 
BOILER ROOM ESTIMATED COSTS $0 $0 $0 

. ·-----·----· -------------
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02/16/90 AHERA COMPLIANCE PROGRAM 

West Linn s.o. 3JT 
37-0050 Inspected By: Gary Adler 

CAMPUS 008 - Inza R. Wood Middle School Certification i: HK80026 St: KS 
BUILDING 001 - Inza R. Wood Main Bldg State Cert i: St: 
Inspection Dates: 07/01/88 to 07/14/89 Gross Square Ft: 47,285 

MATERIAL QUANTITIES REMOVAL COST REPLACEMENT COSTS TOT.AL COSTS 

71 4 In. O. D. 

AREA TOTAL $0 

- - - - - -Ml\Nl\GEMENT PLI\N RECOMMENDATION- -
RECOMMENDED RESPONSE AcrION: PRIORITY: PREVENTIVE MEASURES: 
N/A 0 See Part I and O&M Code: 

LEA RESPONSE: 
ACTION ELECTION: --------

RESPONSE AcrION SCHEDULE 
I ---------

START DATE I COMPLETION DATE 

COMMENTS: N/A 
I 
I N/A 
I 

***************************************************•---.-.-.-.-.-.-*-.-.-.-.-.-*-*_*_*_*_*_*_*_*~*~*-.-*~*~*~*-*~*-*_*_*_*_*..,.**_*_*_*_•_·_•_*_·_·_·_*_*_*_•_•_*_*_*_*_*_*_*_*..,.* 

***INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 04 * * * I 
'----------------------------------------------
SYSTEM: Dom. Cold Water LOCATION: TYPE OF MATERIAL: MJP on Non-Suspect Pipe 

All Floors in Buildinq 

DAMAGE CATEGORY: REASON for DAMAGE CATEGORY: POTENTIAL FOR DISTURBANCE: SAMPLE# %ASB 
N/A N/A N/A 07 0 

08 0 
09 0 

MATERIAL QUANTITIES REMOVAL COST REPLACEMENT COSTS TOT.AL COSTS 

62 
12 

4 In. 
6 In. 

0. D. 
O. D. 

AREA TOTAL $0 

- - - - - - - - - - - - - - -Ml\W\GEMENT PLI\N RECOMMENDATION- - - - - - - - - - - - - - - - - - - - - -
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES: 
N/A 0 See Part I and O&M Code: 

LEA RESPONSE: RESPONSE ACTION SCHEDULE 
ACTION ELECTION: I 

START DATE I COMPLETION DATE 
I 

COMMENTS: N/A I N/A 
I 

***********************************************~****************************************************************** 
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02/16/90 AHERA COMPLIANCE PROGRAM 

West Linn S.D. 3.JT 
37-0050 Inspected By: Gary Adler 

CAMPUS 008 - Inza R. Wood Middle School Certification ii: HK80026 St: KS 
BUILDING 001 - Inza R. Wood Main Bldg State Cert#: St: 
Inspection Dates: 07/01/88 to 07/14/89 Gross Square Ft: 47,285 

MATERIAL QUANTITIES REMOVAL COST REPLACEMENT COSTS TOT.AL COSTS 

17000 Square Feet 

AR&A TOTAL $0 

- -MANAGEMENT PLM RECOMMENDATION- -
RECOMMENDED RESPONSE ACTION: PRIOR:ITY: PREVENTIVE MEASUllES: 
N/A 0 See Part I and O&M Code: 

LEA RESPONSE: RESPONSE ACTION SCHEDULE 
ACTION ELECTION: -------- I ---------

s TART DATE I COMPLETION DATE 
I 

COMMENTS: N/A I N/A 
I 

**********~****************************************•---.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-•• -.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-. 

* * * INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 07 * * * 

SYSTEM: Ceiling Matl. LOCATION: 
Ground Floor 

TYPE OF MATERIAL: Acoustical Tile (lxl) 

DAMAGE CATEGORY: 
N/A 

MATERIAL QUANTITIES 

350 Square Feet 

BEASON tor DAMAGE CATEGORY: 
N/A 

REMOVAL COST 

PO'l'ENTIAL FOR DISTURBANCE: SAMPLE# 
N/A 12 

REPLACEMENT COSTS TOTAL COSTS 

AREA TOTAL $0 

%1\SB 
0 

-MANAGEMENT PLM RECOMMENDATION- -
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES: 
N/A 0 See Part I and O&M Code: 

LEA RESPONSE: RESPONSE ACTION SCHEDULE 
-------- I ---------ACTION ELECTION: 

START DATE I COMPLETION DATE 
I 

COMMENTS: N/A I N/A 
..,..,..,.,...,..,...,...,..,...,-.-,--,-e-,....,..,..,..,..,C"!"":"-:""!'",..,..,...,..,..,..,...,~=-:-1 _________ _ 

****************************************************************************************************************** 
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02/16/90 AllERA COMPLIANCE PROGRAM 

West Linn S.D. 3JT 
37-0050 Inspected By: Gary Adler 

CAMPUS 008 - Inza R. wood Middle School Certification t: HK80026 St: KS 
BUILDING 001 - Inza R. Wood Main Bldg State Cert t: St: 
Inspection Dates: 07/01/88 to 07/14/89 Gross Square P't: 47,285 

MATERIAL QUANTITIES REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

40 Square P'eat $286 $204 $490 

AREA TOTAL $490 

- - - - - - - - - - - - - - - - -MANAGEMENT PLAN RECOMMENDATION-
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES: 
O&M Maintain;Monitor 3 Saa Part I and O&M Code: OMZ 

LEA RESPONSE: 
AcrION ELECTION: -------

RESPONSE ACTION SCHEDULE 
I --------

Same as recommended sTART DATE I COMPLETION DATE 
I 

COMMENTS: Summer 1989 I ongoing 
I **************************************************••·~-~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~ • ..,. •• ~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~.~ • ..,.. 

* * * INSPECTION RESULTS UNIFIED SAMPLING AREA NUMBER - 99 * • • 

SYSTEM: Floor Matl. LOCATION: TYPE OF MATERIAL: Vinyl P'loor Tile 
All Floors in Building 

DAMAGE CATEGORY: REASON for DAMAGE· CATEGORY: POTENTIAL FOR DISTURBANCE: SAMPLE# %ASB 
ACBM with Potential for Damage The material is observed to be in Slight 60 2 

good condition. 

MATERIAL QUANTITIES REMOVAL COST REPLACEMENT COSTS TOTAL COSTS 

21000 Square Feat $70, 770 $53,760 $124,530 

AREA TOTAL $124,530 

-MANAGEMENT PLAN RECOMMENDATION- - - - - - - - -
RECOMMENDED RESPONSE ACTION: PRIORITY: PREVENTIVE MEASURES : 
O&M Maintain/Monitor 3 See Part I and O&M Code: OMI, OMZ 

LEA RESPONSE: RESPONSE ACTION SCHEDULE 

***************************************************•-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-•• -.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-.-• ..,.. 

ACTION ELECTION: I 
Same as recommended START DATE I COMPLETION DATE 

COMMENTS: Summer 1989 
I 
I Ongoing 
I 

PAGE 4 - 110 



PLAN DISTRIBUTION/NOTIFICATION 

This section reflects requirements outlined in 40 CFR 763.84 & 763.93 (10) 

The following subsections contain this required information: 

• Annual (employee) notification records. 
• Annual (parent/legal guardian/occupant/employee) notification records 

ACTION: You must send an annual notification to parent, teacher, and employee 
organization. 

Short-term workers must be informed as to the location of ASBM in the 
school building. 

FORMS: NIA 

PLAN DISTRIBUTION/NOTIFICATION 

AHERA requires that the LEA notify all building occupants, workers, contractors, and 
parents or legal guardians of school children. There are three key elements to the 
Notification program and they are Initial Notification, Annual Notification must include a 
discussion of: 

• Inspections 
• Re-inspections 
• Surveillance 
• Response actions 
• Post-response action activity 
• Availability of management plant 

The LEA designate can realize benefits from the notification program because informed 
occupants are less likely to disturb the material and will report problem situations. 

Contract workers (short-term) who will come in contact with ACBM during their work 
must be informed of the presence of ACBM. In addition, under various right-to-know 
laws, all workers must be informed of the potential for contact with hazardous materials 
such as asbestos. 



There are three key areas of notification: 

INITIAL NOTIFICATION OF THE MANAGEMENT PLAN AVAILABILITY 

At the implementation of the Management Plan, notification to parent, teacher and 
employee organization of the availability of the plan is to be enacted. Enclosed is a list of 
steps that are to be taken to provide adequate notifications. 

ANNUAL NOTIFICATION 

On an annual basis, the parent, teacher and employee organization shall receive 
notification reiterating the availability of the plan and other asbestos activities that will 
occur or have occurred. The annual notification is included in the steps to be taken. 

NOTIFICATION OF THE AVAILABILITY OF THE MANAGEMENT PLAN 

The Initial and Annual Notification should follow these procedural steps: 

Step 1: Notify in writing the president of the parent, teacher and employee 
organization about the availability of the management plan. This is to be 
done when the plan is submitted to Governor's designate (October 1988). 

Step 2: If in the event there are no organizations for either parent, teachers or 
employees, other logical information devices will be used. A newspaper 
notice is an acceptable media to comply to the AHERA rules. 

Step 3: The notification will explain the location and availability of the 
management plan, at no cost to review and how to receive a copy (i.e., 
$.10 per page black & white or $50 per copy). A summary of each school 
inspection report may be included in the letter initially and annually if 
desired. 

Step 4: The notification will include all response actions scheduled, all response 
actions previously undertaken in the past calendar year, notice of 
inspections, periodic surveillance and other pertinent asbestos 
management activities that are planned or in progress. 

Step 5: Recordkeeping: A dated copy of each notification is to be kept. In 
addition, a signed receipt from a certified letter should be kept ( optional). 
Keep all records under TAB 13. 
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f'lHY-16-'88 WED 01: 1..J lD: TEL NO: 

West Linn--Wilsonville School District 3JT 

� ADMINISTRATION BUILDING 
P.O. Box 35 · West Linn, Oregon 97068 · (503) 638-9869 or Fax (503) 638-9878 

January 4, 2000 

Dear Parents and Students: 

In our efforts to comply with Federal and State requirements regarding asbestos 
management; and to ensure a safe learning environment for the patrons of West Linn
Wilsonville Schools, please be advised that all district facilities except Beeckman Creek 
Primary. Athey Creek Middle, Wilsonville High and Rosemont rudge Middle contain 
varying amounts of known asbestos-containing materials. 

The District employs the services of a professional asbestos management finn who has 
completed a study to determine the presence, location and quantity of asbestos-containing 
materials in alJ district facilities. The facilities have been recently re-inspected in 
accordance with the Environmental Protection Agency guidelines for asbestos-containing 
materials and this study, as welJ as all historic data regarding asbestos, is available for 
your review in the main office of each facility. 

West LiM-Wilsonville Schools is commined to providing safe schools for all students 
and employees in our district and we thank you for your attention to this important issue. 

Sincerely, 

•, 

-----······ ·••·•· •··· 



NOTIFICATION & TRAINING OF EMPLOYEES, CONTRACTORS/SHORT-TERM 
WORKERS 

This section reflects requirements outlined in 40 CFR 763.92 (a)(l), (2)(iv) & 763.84 (b) 

The following subsections contain this required information: 

Contractor/Employee Notification Letter 
Contractor Notification/ Acknowledgement 
Contractor Asbestos Awareness Training Records 

Notification and Labeling 

Once the presence of ACM has been established in a facility a notification and warning 
program should be initiated. The notification and warning program serves two purposes 

It alerts affected parties to a potential hazard in the building 
It provides basic information on avoiding the hazard 

Building occupants, employees and others who are aware of the presence of ACM are 
less likely to disturb the material and cause fiber release. Note, however, that the 
AHERA Rule requirements for notification are limited to sending written notices to 
employees, parent and teachers ( or organizations representing these groups if such 
organization exist.) The notices must announce the existence and location of the 
management plan. 

Notification 

Notification of building occupants and other affected individuals can be accomplished 
several ways. Two common techniques are 

Distributing notices 
Holding awareness or informational seminars 

The distribution of notices is an effective means of altering building occupants about the 
presence of asbestos. Memos or letters can be tailored to specific parties, and verification 
that notification was received is easily accomplished. For example, in a large multi
tenant facility, the building owner can send detailed reports to the management of 
individual companies, while distributing similar informational memos to building 
occupants. 

Awareness or informational seminars can be designed to follow written notification. 
They serve to expand on relevant information while allowing those attending to raise 
questions. These seminars can be developed at the same time as other training programs, 
and typically last no more than several hours. 



Regardless of notification format chose, building occupants could be provided with the 
following information: 

What asbestos is and how it is typically used 
Health effects of associated exposure 
What type(s) of ACM are present in the facility 
The exact location(s) of these materials 
How individuals can avoid disturbing ACM 
How to recognize and report damage 

SHORT-TERM WORKER NOTIFICATION 

Information regarding the location of ACBM must be provided for all short term workers 
who come into the building according to the AHERA Final Rules. To comply with this 
requirement, LEA should inform all short-term workers that the management plan must 
be reviewed prior to working in the building. 

This can be accomplished by the following: 

All workers are to report to the school administrative office prior to starting any 
activities, review the plan, and sign a statement that they have done so. 
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(- CONTRACTOR NOTIFICATION LE1TER 

West Linn-Wilsonville School District hired an environmental health & safety consulting firm 
to complete a study to determine the presence, location, and quantity of asbestos-containing 
materials at the West Linn-Wilsonville School District. Our schools were inspected in 
accordance with Environmental Protection Agency guidelines for asbestos-containing materials 
(i.e., 40 CFR Part 763). This study is available for your review in the Central Records Library. 

The purpose of this letter is to advise you as to where the known asbestos-containing materials 
are located at the West Llnn-Wilsonville School District, and to refer you to the Asbestos Survey 
for identification of the presence, location, and quantity of asbestos-containing materials 
throughout our facility. The survey is located in the Main Office and it is essential that you 
familiarize yourself in the contents of the survey and the asbestos described in the Operations & 
Maintenance Plan prior to beginning any work in this facility. 

The West Linn-Wilsonville School District has an Operations and Maintenance Plan which 
provides our employees and contractors with the proper knowledge to institute safe practices for 
the elimination of potential airborne fibers. One key element of this program includes periodic 
air testing to ensure that asbestos fiber concentrations are maintained well below the EPA 
indoor air quality level. Whenever known or suspected asbestos-containing materials are 
impacted, air quality testing will be conducted. 

By way of background, the term "asbestos" describes a group of minerals, including actinolite, 
amosite, anthophyllite, chrysotile, crocidolite, and tremolite that are related to each other as 
fibrous inorganic hydrated mineral silicates. These minerals have been valued as a natural 
resource with hundreds of applications in manufacturing, construction and consumer products. 
Their fibrous forms allow them to be made of cloth, felt, gaskets, rope or to be used for 
reinforcement in cements, asphalt, and plastic. They are nonflammable, withstand high 
temperature and have a high-tensile strength. Three forms of asbestos products are typically 
found in buildings 1) surfacing materials; 2) thermal materials; and 3) miscellaneous materials 
such as ceiling tiles, floor tiles and shingles. 

Asbestos poses a widespread concern for everyone since it was used extensively in buildings 
and homes constructed with insulation, acoustical treatments and/ or fire protection. Asbestos 
was installed as a government-approved building material and was considered almost a miracle 
substance because of its many physical properties. However, airborne asbestos fibers are a 
health hazard and have been linked with different types of abdominal and lung cancers. We 
are therefore committed to taking corrective measures wherever appropriate, and our asbestos 
control efforts will be based on the advice of experts knowledgeable in asbestos abatement 
techniques. 

Asbestos fibers tend to be retained by the lungs and can cause a variety of diseases, some of 
which are not evident for 20 years or more after initial exposure. 

If you have any questions or concerns, please contact the APM, Tim Woodlev, 
at (503) 673-7041. 

Thank you in advance for your cooperation. 

Sincerely, 

Asbestos Program Manager 
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Contractor Notification / Acknowledgement 

The West Linn-Wilsonville School District facilities have been determined to 
contain asbestos. Your work may bring you into close proximity to known or 
suspected asbestos-containing materials. Please refer to the Asbestos Building 
Survey and List of Routine Maintenance Areas for descriptions of asbestos
containing material in the specific areas you will be working in:. 

WORI<Ir.JG WITH ASBESfOS CAJ.'JBE DANGEROUS. INHALING 
ASBESTOS FIBERS HAS BEEN LINKED WTIHV ARIOUS TYPES OF 
CANCER. IF YOU SMOKE AND INHALE ASBESTOS FIBERS, 1HE 
CHANCE1HATYOUWILLDEVELOPLUNGCANCERISGREATER 
THAN'IHATOFTHENON-SMOKING PUBUC. 

Disturbance of the asbestos-containing materials may cause release of asbestos 
fibers in.to the air. The work you are about to perform should not disturb 
and/ or damage these materials. Any such activity is prohibited without the 
use of engineered control procedures and employees trained in their use (DEQ 
certified asbestos abatement workers and/or supervisors). An asbestos work 
order must be granted by the LEA before performing any task that might result 
in the disturbance of asbestos-containing materials. The only contractors that 
are permitted to intentionally disturb asbestos containing material are those 
that have received an Oregon Asbestos Abatement Contractor license. 

By signing. this document you are acknowledging that you have been informed 
of the known locations and health hazards associated with asbestos-containing 
materials in the West Linn-Wilsonville School District. You are also 
acknowledging that you understand that only licensed asbestos abatement 
contractors and certified asbestos abatement employees may intentionally 
disturb asbestos-containing material. If you encounter damaged materials that 
you believe might contain asbestos, you are responsible for notifying the APM 
prior to any activities that might results in the release of asbestos fibers. 

SIGNATURE: DATE: ·-------------- --------

PRINTED NAME: ____________ SS#: ______ _ 

CO~fPANY: _____________________ _ 

http:WORI<Ir.JG
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TRAINING 

This section reflects requirements outlined in 40 CFR 763.84 (2), 763.92 (a) (v), (2) 

The following subsections contain this required information: 

• LEA Designate/ Asbestos Awareness Training Records 
• Maintenance/Custodial Staff 
• Personnel Medical Records (if applicable) 

ACTION: You must train your custodian and maintenance employees. Prior to the start of the 
0 & M Plan, there is a 2 hour awareness training and 14 additional hours of training for workers 
who may come in contact with asbestos. 

FORM: NIA 

EMPLOYEE AND WORKER TRAINING 

Training workers to use special procedures and work practices is a key to a successful asbestos 
management program. The training requirements differ between OSHA and AHERA, primarily in 
that OSHA has no specific number of training hours. There is also a difference in various state 
training programs. 

All LEA maintenance an({ custodial staff, as well as contract workers, who work in a building 
containing ACBM are required to receive at a minimum a two-hour awareness training seminar. 
Any of these workers who will disturb ACBM must receive an additional 14 hours of training. 
Workers engaged in large-scale, long-duration ACBM activities in K-12 schools must receive 24 
hours of training and become "Accredited Asbestos Workers". They must also receive an annual 
8-hour refresher course. In Washington State the training program is 36 hours for "Accredited 
Workers". 

The time intervals for the awareness education and 14 hours additional training of the employees 
are not specified by EPA regulations. However, it is highly recommended that both the two-hour 
awareness seminar and the additional 14 hours of training be given annually. All employees must 
receive the two-hour awareness training within 60 days of beginning work or, if they will come 
into contact with ACBM, before they begin their activities. Intervals should be checked for 
compliance with state and local rules and regulations. Many private companies and LEAs have all 
workers who contact ACBM attend the 24-hour training to provide the highest level of worker 
training. A sample employee training records form is included in this section. 

LEA DESIGNATE 

The local Education Agency designated person (asbestos program manager) is the responsible 
person on behalf of the school district to ensure that the management plan and the AHERA rules 
are followed and, even more importantly, to protect the health of the building occupants and the 
environment. 

Every LEA must designate a person and train them with the basic knowledge of the following: 

--Health effects of asbestos 
--Detection, identification and assessment of asbestos containing materials 
--Options for controlling asbestos containing building materials 
--Asbestos management programs 
--State and Federal regulations 

There is no approved course or length of training set by the EPA. Some people are of the opinion 
that the LEA designate should take a 5 day Accredited Inspector/Management Planner course. This 
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TRAINING 
is the highest level of accredited training for non-workers. Because the LEA designate is the most 
responsible party in the asbestos management process, taking this course when available makes 
sense. There are 3 day courses to train LEA designates and even 1 day courses. 

TWO-HOUR AWARENESS TRAINING 

The required LEA two-hour awareness training program should include the information given to 
the occupants for the general information sessions and mailings and should include: 

--Uses and forms of ACBM 
--Health effects of asbestos 
--Location of ACBM in building 
--Recognition of problems such as damage, deterioration, or delamination of ACM 
--Name and telephone number of the APM 
--General understanding of the asbestos management program 
--Overview of work practices and procedures to be followed by personnel who will 
--ContactACBM 

WORKERS WHO CONTACT ACBM 

All employees and contract personnel who contact ACBM through cleaning maintenance or 
emergencies must have at least an additional 14 hours of training (16 hours total). Three types of 
training for workers who contact ACBM can be identified: 

--Training for custodians involved in cleaning and simple maintenance tasks 

--Training for maintenance workers involved in general maintenance and more complex 
repair tasks 

--Training for workers who may conduct limited asbestos abatement (removal, 
enclosure, and encapsulation) or whose work involves direct (intentional) contact with 
ACBM 

All three types of training should include general discussions of the uses and health effects of 
asbestos, the location of ACBM in the building, the overall asbestos control program, and the 
asbestos management program. 

The additional 14-hour training program should also include: 

--Physical characteristics of asbestos 

--Methods and procedures for handling and disposing ACBM 

--Medical monitoring and surveillance requirements 

--Personal protection, including respiratory protection and protective clothing 

--Working knowledge of the asbestos management program, including safety, access, 
and reinspection 

--Equipment availability and uses including wet cleaning, HEPA vacuuming, steam 
cleaning, etc. 

--Hands..:on training in use of respirators, personal protection, work practices, and fiber 
control 
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TRAINING 
--Importance of record-keeping and employee record generation requirements 

--Requirements for clearing work-order through the APM for of all renovation and 
ACBM disturbance activities 

--Nonasbestos safety considerations 

--Training and licensing requirements by state and local agencies 

ACCREDITED ASBESTOS WORKER TRAINING 

The training requirement for an accredited asbestos worker includes a 24-hour. or three-day 
course. The course should include lectures, demonstrations, at least six hours of hands-on 
training, individual respirator fit-testing, course review, and an examination. EPA recommends 
the use of audio-visual materials to complement lectures where appropriate. 

The training course should adequately address the following: 

--Physical characteristics of asbestos 
--Potential health effects related to asbestos exposure 
--Employee personal protective equipment 
--State-of-the-art work practices 
--Personal hygiene 
--Addition safety hazards 
--Medical monitoring 
--Air monitoring 
--Relevant federal, state, and local regulatory requirement, procedures, and standards. 
--Establishment of respiratory protection programs 
--Course review 

The worker must receive a passing grade of 70% on an examination with 50 multiple-choice 
questions. 

TEACHING QUALIFICATIONS 

The 2 and 14-hourtraining programs can be conducted by any qualified person trained in asbestos 
control and management. The EPA stresses the use of the most qualified people available. The 
24-hour training program for workers must be an EPA-accredited training course. A sample form 
for recording individual worker training is included in this section. 

CONTRACT SERVICES 

Where custodial and maintenance services are performed under contract with a service company, 
the building owner must ensure that the service company's staffhas been properly trained for 
working with ACBM. Training will include successful completion of courses on asbestos control 
and special programs that meet the requirements for the LEA staff discussed above. The 
company's respirator and medical surveillance programs should be reviewed. In addition. the 
company performance should be verified with other customers, particularly owners of buildings 
containing ACBM. 

If the service company meets the training and performance requirements, an initial session should 
be held with the company's supervisors and workers to inform them of the location of ACBM in 
the building and of all building-specific operating procedures. The APM assumes responsibility 
for ensuring that the service company adheres to all aspects of the asbestos management program. 
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( Course Title: .AHE"RA DP tR.A\~N iNG 
Date(s): __ 1:......:0~--=-l __,y ___ _____ _ -.:=.9-=9 
Location: WES, l\l'lN-W\L.a,NVlj IE 

.SCl-\oci... DfSTR1CT 

PAC PRO Safety & Healtli Services 
660 N.W. Bella Vista Drive • Gresham, Oregon 97030 

Phone: 503-666-6693 • Fax: 503-665-3143 

Attendance Roster 
PLEASE PRINT your name clearly, as you want it to a-ppear on your certificate. 

Name 

1. , \.e.,ri N.<l~~Yl 
2 -1, rn IAJ Nvi} t.l..! 

(_ .. I 

4. 

5. 

6. 

7. 

8. 

9. 

10. 

11. 

13. 

14; 

15. 

16. 

17. 

18. 

19. 

po. 

Company Phone Number 

0 \. .L. Co13- 101.3 W L - WV ~~\-...~a\ \·o\. 

/2-Jvnl Vtsh-i r-d- /,-,73- 7o.&-// 

"Safet:J.J for ,z Worldwide Workplace'' 
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Course Title: AS E·E§ToS AWABE, ... l.'E..-S5 
Date(s): C 12-lb-O I 
Location: ·w~ST LiNN ·• \iviL.ScNVll-LJ:: _:5, D. 

' c...- . . i...\ /=.i-;::) 
\z\} F,J I LI N ,. ........ } LA .... 

,!) • .,-, p·D"o . .., -" C' 'H" z,-~ ,., · 1 ;.L\C : ·1~il. · ';:jcqety e,'"1"". ea ·;,,,n, ::::;;,erv1ces 
660 .N.1/vr. Be:Ha Vista Drive • G:reshamr Oregon 97030 

Phone: 503-,566-6693 ~ Fax: 303--665-3143 

PLEASE PRINT your name clearly, as you want it to appear on your certificate, 

PRINTEIJNAME - PHONE NUMBER 

/ 
2. '(\, '~ ::- ;-,✓- {, ( ... ,,,, __ ,·.r\ ,,..,-,!.- ' l 

(;;55-- 7 1; ·2-

b.73 - 7c? I-=<, 
I 

I 6. 

7. 

8. 

9. 

10. 

11. 

12. 

13. 

14. 

15. 

16. 

17. 

18. 

19. 

20. 

.1.1S,1.feh.J for a Worldwide ¥lorkplac£N 



Course Title: ASBESTD.S A\1\IAR£NES.5 
Date(s): oz~ i~~oi 
Location: IN£ST Li NN- 11vll~O~\/fLLf -5,D,. 

1N£ST LJNN., oR 
) 

660 ]\Y.1-V. Bella Vista Driv:e '~ Gresham., Oregon '97030 
Phm,-e: 503-666-6693 ~ fax: 503-665-311:i:3 

_,, R -A Ji.tteni1t111ce -·taster 
PLEASE PRINT your name clearly, as you want it to appear on your certificate. 

SI,GNA:TURE PHONE NUMBER 

)1//J--
' 

_jl)_) --· 7J--J.. - "; 7 7 5 
.--7 ,. --··,. --- ,.,.--., ' N 'PU I --- 15,c, 

t 

4. ~-1.-:12.,,,1 .4..... tP a.,,, 11 .... 
/). . ' . .Ii;' . 5 /-<.. J 11 -, r, J I ,y- ,. . ..,- I~, . .r 

. i/_) '-../'J- / .,....,, ) L,,i:f/1vl., J I) /Ii'---

~ /1 , '/I -
7 •·-· j ,VA 

• ,.__ .,, / i..,,/ £.-1./,lr- / ,,- ,,, .... /\ , 1 
··---~-~ ....,.,..,_,..... ,_,, -· Ir. .. ,.,,, :~ 

Luµf:.I 
/ U/V1/1 

A (,4- },·,-'--"( 
, 

t t,b.JC/,S"J? ,ti ,1,~,:C .f O 3 "7 ) /-- ,Y / 1.. 7 

12. 

13. 

14. 

15. 

16. 

17. 

18. 

19. 

20. 



Course Title: A~BES'Tb.S A\tlAf<E°l'AE°SS 
Date(s): C2.- if,-Oj 
Location: \i\JE:S1 L..lNN.•NiLSot-\Vii..LE. .5, D~ 

\\JBT LJ'r.JN., CR 

•3 ,-4 ,r-. sr.,'1'.n ,.-) .,-, .,f " ~ . -W 7f z.1<:II r, • 
1 Pt'L .t'.ti-.._i.. • bafery & ne.a ut :Yervices 

660 I~LYV~ Bella 1lista ·orive -¢- Gresh.an:tr Oreg·on 97030 
Pl10.nr~~ 503-666--6693 • ·Fax: 502~665-3143 

PLEASE PRINT your name clearly, as you want it to appear on your certificate. 

/ 
/ 

/ 

·, . I l,t ,, 
lj / //(_/. w {_~,-.f'Yi ·/:J-/V ·-S 

,.Jr;, . 

PHONE NUMBER 

i { I 
.:. ....... 

·-q t..1- t:,.'ft,_,/ f.:7 
(" ,../ < ·- .-· ,;q :Z.J 
W'~i-.J'- o"-'v 

..... /-;~ ,Q/}J i :, / (.)--· - 7-0 ·..o 

15. 

16. 

17. 

18. 

19. 

20. 
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Course Title: As~_R£s·Tc.S ;A )i\/4R~NE,.S.S 
Date(s.): 0 3 - 2 0 - u j 

Location: \1,t££T Li N N ·• "i/\ii L'S � N \/1 W £. .5, D 

P P:..C PRO Safeh1 & Health Services ., ' 7
,.,.,,, ·N···v ·;::, r .,,, . D ' ~ • 0 7 1"'0 t,ou i • v • !be,d.a v 1sta nve s> 'l...Ji-resnam, regon 9 !,,_:, 

Phone: SOS-,666-6693-+ Fax: 503-665-3143 

PLEASE PRINT your name clearly, as you want it to appear on your certificate. 

- 2.. 

3. 

4. 

5. 

6. 

18". 

- 19: 

SIGNATURE PRINTED NAME. PHONE NUMBER 
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Smith, Jason 
Moser, Leo 
Simmons, Phil 
Riggar, Butch 
Pauley, Harold 
Deatherage, Ryan 
Wart, James 
Herring, William 
Hartley, John 
Johnson, Larry 
Wall, Colin 
Griffin, James 
Luna, Jose 
Bounds, Rocky 
Luna, Jesus 
Luna, Refugio 
Washington, Kevin 
Somner, Cheryl 
Koch, Claude 
Baer, David 
Rainey, Mark 
0 Ison, Terry 
Garza,Pam 
Yeomans, Vicki 
Nolan, Robin 
Hines, Gary 
Lewallen, Steve 
Ray, Bill 
Peter, Jim 
Cromwell, Darryl 
Nixon, Tom 
Daley, John 
Jacobs, Linda 
Vachter, Kim 
Sturman, Terry 
Simmons, Joe 
Thomas, David 
Christopher, Blaine 
Howard, Jerry 
Whitney, Clair 

ASBESTOS AWARENESS TRAINING 
FEBRUARY 21, 2000 
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PAC PRO Safety & .Health Services 
660 N.\V. Bella Vista Drive • Gresham, Oregon 97030 
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PAC PRO Safety & I-Iealt/1 Services 
660 N.'\V. BeHa Vista Drive • Gresham, Oregon 97030 

Phone: 503-666-6693 • Fax: 503-665-3143 

Atte11dance Roster 
PLEASE PRINT your name clearly, as you want it to appear oti your certificate. 
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Gaffney, Les 
Sherman, Walt 
Chavarin, Freddy 
Steward, Robert 
Cromwell, Gary 
Zuercher, Carol 
Dvorak, Mark 
Rose, Thelma 
Lasit, Sharon 
Espino, Reynaldo 
Nolin, Gwynn 
Nimrod, Doug 
Varsandar, Linda 
Holtcamp, Vicki 
Bettineski, Nancy 
Moser, Ronald 
Boyle, Lester 
Casey, Terry 
Perrine, Allan 
Torres, Pedro 
Nelson, Jeri 
Joliff e, Dave 

ASBESTOS AWARENESS 
MARCH 20, 2000 
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MEDICAL MONITORING OR-OSHA Division 3 - 1926.1101 (m); (n)(3) 

A medical surveillance program must be made available to workers employed in the 
construction industry who are: 

• exposed to asbestos at or above the PEL (0.1 flee - 8TWA) or Excursion Limit 
(1.0 flee - 30 min.) for 30 or more days per year; 

or 
• engaged in Class I, II, and/or III asbestos work for 30 or more days per year; 

or 
• required by the rules to war a negative-pressure respirator. 

All other employees who are or will be exposed to asbestos at or above the action level 
must be covered by a medical surveillance program. 

Medical examinations must be given on the following schedule: 

• prior to assignment to an area where negative-pressure respirators are worn; or 
• within 10 working days following the thirtieth day of exposure annually 

thereafter. 
• if an examining physician determines that any test(s) should be more often than 

the annual schedule. 

Examinations must include: 

• medical and work history; 
• standardized questionnaire; abbreviated questionnaire; 
• physical examination; 
• chest X-ray (this is based on the doctor's discretion and analyzed by a specialist); 
• pulmonary function test; and, 
• any other examination deemed necessary. 

The employer must maintain an accurate record for each employee, including: 

• name and social security number; 
• copy of medical examination; 
• physician's written opinions; 
• any medical complaints related to asbestos; 
• maintain the record for 30 years beyond termination 

Employee access to information: the employer shall provide a coy of the physician's 
written opinion to the employee within 30 days from its receipt. 



Physicians written opinion: Employers must instruct the physician not to reveal in the 
written opinion given to the employer specific findings or diagnoses unrelated to 
occupational asbestos exposure. 

RESPIRATORY PROTECTION OR-OSHA Division 3 - 1926.1101 (h) 

Respirators must be worn under the following conditions: 

• during the time necessary to install or implement engineering controls and work 
practices to bring exposures to below the PEL and/or excursion limit 

• in operations where controls are not feasible i.e. maintenance and repair activities 
• where controls have not reduced exposure levels below the PEL and/or excursion 

limit 
• in emergencies 
• in all regulated areas, and 
• whenever employee exposure exceeds PEL and/or excursion limit. 
• Whenever employer cannot do an appropriate negative exposure assessment of an 

asbestos abatement project. 



ASBESTOS CONTAINING BUILDING MATERIALS (ACBM) IN THIS 
FACILITY 

ADDITIONAL ASBESTOS SAMPLE/ASSESSMENT DATA 

This section reflects requirements outlined in 40 CFR 763.93 (3) (Iv) 

The following subsections contain this required information: 

• Asbestos Sample/Material Location Diagram 
• Asbestos Sample Analysis Data 

As part of the AHERA Asbestos Inspection, the location of samples collected are 
recorded on building diagrams. In addition to the sample locations, specific damage 
areas are recorded where found. The following pages provide the sample location 
diagrams for the School District. These drawings are organized in the same manner as 
the inspection/management plan data, i.e. campus one building one is first. 

The title block contains the specific state, district, campus and building or code with a 12 
digit number. Next is the District Name, the Campus Name and finally the Building 
Name. The next block provides the date the drawing was made, the street number and 
finally the drawing number. 

SAMPLING INFORMATION/MATERIAL LOCATION DIAGRAMS 
(ADDITIONAL ASBESTOS MATERIAL ASSESSMENT REPORT) 

A blueprint, diagram or written description of each school building that identifies clearly 
each location and approximate square or linear footage of homogeneous areas where 
material was sample for ACM. 

The exact location where each bulk sample was collected. 

The date of collection of each bulk sample. 

The homogeneous areas where friable suspected ACBM is assumed to be ACBM. 

The homogeneous areas where non:friable suspected ACBM is assumed to be ACBM. 

A description of how sampling locations were determined. 

The name and signature of each accredited inspector who collected the samples. 

State, accreditation number and name of training provider of each accredited inspector 
who collected the samples (copy of accreditation certificate is ideal) 



ANALYSIS OF SUMMARY 

A copy of the analyses of any bulk samples collected and analyzed. 

The name and address of any laboratory that analyzed bulk samples. 

A statement that any laboratory used meets the accreditation requirements of 753.87 (a) 
(copy of the accreditation is ideal). 

The dates of any analyses performed. 

The name and signature of the person performing each analysis. 

A description of the assessment required by 753.88 of all friable ACBM and suspected 
ACBM assumed to be ACBM. 

The name and signature of each accredited person making the assessment. 

The State~ accreditation number and name of training provider for each person making 
the assessments ( copy of certificate is ideal) 
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Environmental Safety & Health Services ASBESTOS SURVEY 
REPORT DA TE: May, 2001 

CLIENT: WEST LINN WILSONVILLE SCHOOL DISTRICT INSPECTOR: Dan-en Lee 
FACILITY: INZA R. WOOD MIDDLE SCHOOL CERT. NUMBER: OR-00-6082 
INSPECTION DATES: 5/23/01 to 5/23/01 NVLLAP CERT: 101882-0 

ASBESTOS INVESTIGATIVE REPORT 

Sample#: Material Description: Sample Location: HSA# Total Asbestos: 

W-001 Ceiling Tile (lxl) spline Staff Room 01 0% 

W-002 Ceiling Tile (lxl) spline Reception 01 0% 

W-003 Ceiling Tile (lxl) spline Corridor 01 0% 

W-004 Mastic of Ceiling Tile (lxl) spline Staff Lounge 02 0% 

W-005 Mastic of Ceiling Tile (lxl) spline Work Center 02 0% 

W-006 Mastic of Ceiling Tile (lxl) spline Office 02 0% 

W-007 Floor Tile (12x12) grey Reception 03 0% 

W-008 Floor Tile (12x12) grey Reception 03 0% 

W-009 Floor Tile (12x12) grey Office 03 0% 

W-010 Mastic of, Floor Tile (12x12) grey Office 04 10% 

W-011 Mastic of, Floor Tile (12x12) grey Reception 04 Not Analyzed 

W-012 Mastic of, Floor Tile (12x12) grey Office 04 Not Analyzed 

W-013 Cove Base Mastic, brown Reception 05 0% 

W-014 Cove Base Mastic, brown Corridor 05 0% 

W-015 Cove Base Mastic, brown Staff Lounge 05 0% 

W-016 Carpet Mastic Reception 06 0% 

ANALYTICAL METHOD: Polarized Light Microscopy, EPA Method 600/M4-82-020 Page: 
STANDARDS: OSHA/ EPA, one percent (1 %) asbestos by weight is considered asbestos containing. 
NOTE: RSA numbers represent homogeneous materials or materials which appear similar in construction and matrix. 

1 



it< f()'. Box 519, 'Gladstone, OR 97027 

Environmental Safety & Health Services ASBESTOS SURVEY 
REPORT DATE: May, 2001 

CLIENT: WEST LINN WILSONVILLE SCHOOL DISTRICT INSPECTOR: Darren Lee 
FACILITY: INZA R. WOOD MIDDLE SCHOOL CERT. NUMBER: OR-00-6082 
INSPECTION DA TES: 5/23/0 I to 5/23/0 I NVLLAP CERT: 101882-0 

ASBESTOS INVESTIGATIVE REPORT 

Sample#: Material Description: Sample Location: HSA# Total Asbestos: 

W-017 Carpet Mastic Corridor 06 0% 

W-018 Carpet Mastic Staff Lounge 06 0% 

W-019 Drywall / Taping Compound Staff Lounge 07 0% 

W-020 Drywall / Taping Compound Staff Lounge 07 0% 

W-021 Drywall / Taping Compound Staff Lounge 07 0% 

ANALYTICAL METHOD: Polarized Light Microscopy, EPA Method 600/M4-82-020 Page: 2 
STANDARDS: OSHA I EPA, one percent (1 % ) asbestos by weight is considered asbestos containing. 
NOTE: HSA numbers represent homogeneous materials or materials which appear similar in construction and matrix. 



Certificate of Completion 
This is to certify that 

Darren D. Lee 
has satisfactorily completed 
4 hours of refresher training as a 

Building Inspector 
in compliance with TSCA Title II 

AHERA Accredited 

::~2:20~ 
Cert. # 00-6082 

Trainin~oordinator Conducted at: 
Date Expires ~I 25, 2001 Pac Pro Safety & Health Services t) 

Prezant 

Prezant Associates, Inc .. • 330 Sixth Avenue North, Suite 200 • Seattle, Washington 98109 • (206) 281-8858 

@GOES 74B 



Certificate of Completion 
This is to certify that 

Darren D. Lee 
has satisfactorily completed 
4 hours of refresher training as a 

Management Planner 
in compliance with TSCA Title II 

AHERA Accredited 

October,,25, 2000 ~\..\ 

\ \\, '\ \ 

~-~ -~-----
Training Co rdinator 

\ 
Date Expires Oct 2 , 2001 \) Conducted at: 

Pac Pro Safety & Health Services 

Prezant 
Prezant Associates, Inc.• 330 Sixth Avenue North, Suite 200 • Seattle, Washington 98109 • (206) 281-8858 

Cert. # 00-6080 

©GCE:S 748 LITtlO IN U.S.I\. 
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~~~~ EHS 05-01-3354 
ENVIRONMENTAL 

I' 0. Box 216 Gladstone, OR;. 97027 
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THREE RIVERS 

ENVIRONMENTAL 
I' 0. llox 216 Oladslone, OR 97027 

l'ho11c:: (503) 557-2396 FAX: (503) 557-3025 

A11en1inn: _________________ _ 

Cnmpany Name: _______________ _ 
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ENVIRONMENTAL HAZARDS SERVICES, L.L.C. 
7469 WHITE PINE ROAD - RICHMOND, VA 23237 

804-275-4788 FAX 804-275-4907 

BULK ASBESTOS SAMPLE ANALYSIS SUMMARY 

CLIENT: Three Rivers Environmental DATE OF RECEIPT: 29 MAY 2001 
P.O. Box 216 DATE OF ANALYSIS: 29 MAY 2001 
Gladstone, OR 97027 DATE OF REPORT: 29 MAY 2001 

CLIENT NUMBER: 38-2970 A 
EHS PROJECT #: 05-01-3354 
PROJECT: 01007 

EHS CLIENT SAMPLE#/ %ASBESTOS OTHER MATERIALS 
SAMPLE# LABORATORY GROSS DESCRIPTION 

01 

02 

03 

04 

05 

06 

07 

08 

09 

10 

11 

12 

13 

W-001/ 
White/Beige Fib. 

W-002/ 
White/Beige Fib. 

W-003/ 
White/Beige Fib. 

W-004/ 
Brown Adhes. 

W-005/ 
Brown Adhes. 

W-006/ 
Brown Adhes. 

W-007/ 
Brown Vinyl 

W-008/ 
Brown Vinyl 

W-009/ 
Brown Vinyl 

W-010/ 
Black Adhes. 

W-011/ 

W-012/ 

W-013/ 
Brown Adhes. 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

10% Chrysotile 
10% Total Asbestos 

DID NOT ANALYZE 

DID NOT ANALYZE 

NAD 

-- PAGE 01 of 03 --

40% Cellulose 
40% Fibrous Glass 
20% Non-Fibrous 

40% Cellulose 
40% Fibrous Glass 
20% Non-Fibrous 

40% Cellulose 
40% Fibrous Glass 
20% Non-Fibrous 

10% Cellulose 
90% Non-Fibrous 

10% Cellulose 
90% Non-Fibrous 

10% Cellulose 
90% Non-Fibrous 

10% Cellulose 
90% Non-Fibrous 

10% Cellulose 
90% Non-Fibrous 

10% Cellulose 
90% Non-Fibrous 

90% Non-Fibrous 

20% Wollastonite 
80% Non-Fibrous 



ENVIRONMENTAL HAZARDS SERVICES, L.L.C. 
CLIENT NUMBER: 38-2970 A 
EHS PROJECT #: 05-01-3354 
PROJECT: 01007 

EHS CLIENT SAMPLE #/ %ASBESTOS OTHER MATERIALS 
SAMPLE# LABORATORY GROSS DESCRIPTION 

14 W-014/ NAD 20% Wollastonite 
Brown Adhes. 80% Non-Fibrous 

15 W-015/ NAD 20% Wollastonite 
Brown Adhes. 80% Non-Fibrous 

16 W-016/ NAD 10% Cellulose 
Green/Yellow Adhes. 90% Non-Fibrous 

17 W-017/ NAD 10% Cellulose 
Green/Yellow Adhes. 90% Non-Fibrous 

18 W-018/ NAD 10% Cellulose 
Green/Yellow Adhes. 90% Non-Fibrous 

19 W-019/ NAD 10% Cellulose 
Beige Gran. 90% Non-Fibrous 

20 W-020/ NAD 10% Cellulose 
Beige Gran. 90% Non-Fibrous 

21 W-021/ NAD 10% Cellulose 
Beige Gran. 90% Non-Fibrous 

QC SAMPLE: Ml-1999-2 

QC BLANK: SRM 1866 Fiberglass 

REPORTING LIMIT: 1% Asbestos 

METHOD: Polarized Light Microscopy, EPA Method 600/R-93/116 * 

ANALYST: Rebekah Swanson 

Reviewed By Authorized Signatory: ~ ~ .6 .. ~ :::""-' 
Howard Varner, Laboratory Director 
Irma Faszewski, Quality Assurance Coordinator 
David Xu, MS, Senior Chemist 
Feng Jiang, MS, Senior Geologist 
Michael A. Mueller, Quality Assurance Manager 

-- PAGE 02 of 03 -· 



ENVIRONMENTAL HAZARDS SERVICES, L.L.C. 
CLIENT NUMBER: 38-2970 A 
EHS P.ROJEtT #: 05-01-3354 
PROJECT: 01007 

Results represent the analysis of samples submitted by the client. Sample location, description, area, volume, etc., was provided by 
the client. This report cannot be used by the client to claim product endorsement by NVLAP or any agency of the U.S. Government. 
This report shall not be reproduced except in full, without the written consent of Environmental Hazards Services, L.L.C. California 
Certification #2319. All information concerning sampling location, date, and time can be found on Chain-of-Custody. Environmental 
Hazards Services, L.L.C. does not perform any sample collection. 

Environmental Hazards Services, L.L.C. recommends reanalysis by point count (for more accurate quantification) or Transmission 
Electron Microscopy ((TEM), for enhanced detection capabilities) for materials regulated by the EPA NESHAP (National Emission 
Standards for Hazardous Air Pollutants) and found to contain less than ten percent (<10%) asbestos by polarized light microscopy 
(PLM). Both services are available for an additional fee. 

* All California samples analyzed by Polarized Light Microscopy, EPA Method 600/M4-82-020, Dec. 1982. 

LEGEND NAO = no asbestos detected 
SCF = suspected ceramic fibers 

plm1 .dot/19APR2001/ dpb 
-- PAGE 03 of 03 -- END OF REPORT --
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PERIODIC SURVEILLANCE 

This section reflects requirements outlined in 40 CFR 763.92 (3) (b) (2) (i-iii) 

ACTION: Check the condition of the asbestos-containing materials (ACM) at least every 6 
months. 

TRAINING: None required; 0 & M orlnspector suggested. 

FORM: Use the form included in this Section. 

A well-run asbestos management program must include periodic surveillance of the ACBM. 
Periodic surveillance is the scheduled observation of asbestos materials to determine if any damage 
or deterioration occurred since the previous observation. Because much of the ACBM is observed 
daily by the school staff during normal work and also because many areas are not accessible, slight 
changes in the condition of the ACBM occurring over time may not be readily apparent. 

Some building owners conduct monthly surveillance. AHERA requires surveillance in K-12 
schools at no greater than six month intervals, and this is a prudent minimal frequency for any 
Owner. This periodic surveillance can save the building owner considerable time money, and 
embarrassment in the event of ACBM deterioration or damage. Moreover, properly conducted 
surveillance provides a great deal of comfort to building workers and occupants. 

SURVEILLANCE PE_RSONNEL: 

AHERA establishes no training requirements for the persons conducting the periodic surveillance. 
Any employee or contractor selected by the Asbestos Program Coordinator is allowed to conduct 
the surveillance. Three Rivers Environmental Inc. recommends that the observer either take a 16-
hour Operations and Maintenance course or a 3-day inspector course. The individual should be 
knowledgeable of the building's construction, previous inspections and surveillances, generation 
of records, conditions to be observed, and personal protections. It is the Owner's responsibility to 
ensure that the surveillance does not cause an exposure of safety problem for the person 
conducting this activity. 

DATA REQUIREMENTS: 

All areas with ACBM or suspected ACBM must be visually examined in each periodic 
surveillance. A record of the surveillance date and the person conducting the surveillance, as well 
as any changes in ACBM conditions, must be recorded. This requires the person to be 
knowledgeable of earlier ACBM conditions. The records generated by this periodic inspection 
must be filed in the Management Plan at the Owner's administrative office. It is recommended that 
the reports to be filed in the administrative office be submitted to the Asbestos Program 
Coordinator for review. 

SURVEILLANCE CONCERNS: 

The person conducting the periodic surveillance must observe the same major factors that were 
observed in the original inspection and that were used to assess the material's conditions. The six 
items to be evaluated are: 

-- Deterioration ordelamination of the materials. 
-- Physical damage to the material or adjacent areas. 
-- Water damage of any material in the area. 
-- Air-stream effects 
-- Exposure, accessibility and activity changes. 
-- Changes in building use. 

Page l of 2 



PERIODIC SURVEllLANCE 

RECORD KEEPING: 

File Periodic Surveillance Reports under TAB 8 and utilize the appropriate form. 

COMMUNICATIONS: 

Any changes in conditions or notable circumstance should be communicated to the Asbestos 
Program Coordinator. The updated information is to be included in the Management Plan and in 
the annual notification letters. 

Page 2 of2 



AHERA 

Six Month Periodic Surveillance 

WEST LINN 
SCHOOL DISTRICT #3Jt 

OF 

Inza R. Wood Primary School 
11055 S.W. Wilsonville Rd. 

Wilsonville, OR 97070 

· Project No. 1020-109 

1 id, i se;i' C . \o/)o.tfll.:t'fvt z:i2 ~ 
AHERA Inspector ~ Certification # & State Signature::::; 

ltv\~, DO- B7JS1 Dle.E, ~~&6 C,~&GOIME¥--Y 
Certification # & State Management Planner 

Prepared by: 

~~-~-~-. RIVERS 
ENVmONMENTAL, Inc. 

P.O. Box 216 G~ OR ~OZ7 Phone {503) 557-2396 Fax (503) 557-3025 



PERIODIC SURVEILLANCE REPORT 

Page#: 1 of 1 
Client: West Linn School District TRE Job#: 1020-109 

Campus: lnza R. Wood Middle School Building: Main 
Address: 1105 SW Wilsonville Rd. Date of Surveillance: May 2000 

Person Conducting Surveillance: Robert Montgomery 

Material Description: Vinyl Floor Tile 
Homogeneous area(s}: HK USA #97 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Material Description: Transite Siding 
Homogeneous area(s}: HK USA #98 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Material Description: Vinyl Floor Tile 
lomogeneous area(s}: HK USA #99 

Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Material Description: Hard Fitting Mag 
Homogeneous area(s}: 1 hard fitting slightly damaged in mechanical room 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 



Pct 11 00 Ol:48p Three Rivers Env (503)557-3025 p.2 

THREE RIVERS 
ENVIRONMENI'AL, Inc. 

June 2, 2000 

· West Linn-Wilsonville School District 
Attention: Tim Woodley 
P.O. Box35 
West Linn, OR 97068 

Dear Mr. Woodley, 

Three Rivers Environmental, Inc. appreciates the opportunity that we had to conduct your 
AHERA Re-inspection of asbestos containing building materials. This reinspection 
consisted of the review and updating of all AfIBRA records under current regulatory 
guidelines and the inspection and assessment of alJ asbestos containing materials in eight 
schools with addition of the Administration Building within West Linn-Wilsonville 
School District. The review of all AHERA records and the assessments of all asbestos 
containing building materials were performed by an accredited AHERA Building 
Inspector and Management Planner. 

The following are the "Areas of Concern" for each individual school and the materials 
that were located that are in need of immediate attention. 

West Linn High School-

.Material: TSI hard fittings, mag lines over corrugated pipe covering 

Assessment noted: 50 hard fittings, 40 ln. ft. under S. wing of high school 

Recommended Response Action: Immediately isolate, restrict access, clean-up 
debris and maintain in an intact and 
undamaged condition. 

Material: MJP on pipe covering (12" O.D.) 

Assessment noted: 1 sq. ft. TSI damaged exposed in gym (E. side above 
landing) 

Recommended Response Action: Repair and maintain in an intact and 
undamaged condition. 



(503)557-3025 '°. 3 O~~ 11 00 01:49F Three Rivers Env 

West Linn High School cont. 

Material: Sheet vinyl 

Assessment noted: 290 sq . ft. torn sheet vinyl bet\veen cafeteria & stairs to 
commons area 

Recommended Response Action: Abate, repair flooring and replace 

Willamette Primary

Material: TSI hard fittings 

Assessment noted: 1 sq. ft., 1 damaged hard fitting, wall intrusion, cracks at 
hanger location. 

Recommended Respcnse Action: Repair and maintain in an intact Md 
undamaged condition. 

\Vilsonville Primary-

Material: Floor tile, 12xl2 

Assessment noted: 7 ln. or sq. ft. of tile cracked severely at stress line. 

Recommended Response Action: Remove and repair damaged tiies and 
maintain in an intact and undamaged 
condition. 

lnza R. Wood Primary-

Material: Hard fitting, mag 

Assessment noted: l hard fitting slightly damaged in mechanical room 

Recommended Res11onse Action: Repair and maintain in an intact and 
undamaged condition. 

West Linn High School (Bolton Campus)-

Material: Corrugated pipe covering 

Assessment noted: l sq. ft. exposed TSI pipe covering in basement storage 
room 

Recommended Response Action: Repair and maintain in an intact and 
undamaged condition. 
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Cedar Oak Park Primary-

Material: Vibration joint cloth 

Assessment noted: 2 sq. ft. damaged comers in fan room (West) 

Recommended Response Action: Remove or repair and maintain in an intact 
and undamaged condition. 

Material: TSI air cell piping 

Assessment noted: 1 sq. ft. damaged TSI in boiler room, S. wall 

Recommended Response Action: Remove or repair and maintain in an intact 
and undamaged condition. 

Administration Building• 

Material: Woven paper tape 

Assessment noted: 8 sq. ft. of damaged paper tape on walls in boiler room 

Recommended Response Action: Repair or replace and maintain in an intact 
or undamaged condition. 



AHERA 
Periodic Surveillance Report 

for 

WEST LINN-WILSONVILLE 
SCHOOL DISTRICT 3JT 

INZA R. WOOD MIDDLE SCHOOL 
1105 SW Wilsonville Rd. 

Wilsonville, OR 

Project No. 1020-40 

April 1999 

Prepared by 

P.O. Box 216 Arlington Gladstone, Oregon 97027 (503) 557-2396 



PERIODIC SURVEILLANCE REPORT 

Page#: 1 of 1 
Client: West Linn School District TRE Job#: 1020-40 

Campus: lnza R. Wood Middle School Building: Main 
Address: 1105 SW Wilsonville Rd. Date of Surveillance: April 1999 

Person Conducting Surveillance: Matthew Johnson 

Material Description: Vinyl Floor Tile 
Homogeneous area(s): HK USA #97 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Material Description: Transite Siding 
Homogeneous area(s): HK USA #98 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Material Description: Vinyl Floor Tile 
Homogeneous area(s): HK USA #99 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Signature ~--



AHERA 
Periodic Surveillance Report 

for 

WEST LINN-WILSONVILLE 
SCHOOL DISTRICT 3JT 

INZA R. WOOD MIDDLE SCHOOL 
1105 SW Wilsonville Rd. 

Wilsonville, OR 

Project No. 1020-12 

August 1997 

Prepared by 

P.O. Box 216 Gladstone, Oregon Cfl027 (503) 557-2396 



PERIODIC SURVEILLANCE REPORT 

Page #: 1 of 1 
Client: West Linn School District TRE Job#: 1020-12 

Campus: lnza R. Wood Middle School Building: Main 
Address: 1105 SW Wilsonville Rd. Date of Surveillance: August 1997 

Person Conducting Surveillance: Glenn Bryant 

Material Description: Vinyl Floor Tile 
Homogeneous area(s): HK USA #97 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Material Description: Transite Siding 
Homogeneous area(s): HK USA #98 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Material Description: Vinyl Floor Tile 
,mogeneous area(s): HK USA #99 

Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Signature be,. 



AHERA 
Periodic Surveillance Report 

for 

WEST LINN-WILSONVILLE 
SCHOOL DISTRICT 3JT 

INZA R. WOOD MIDDLE SCHOOL 
1105 SW Wilsonville Rd. 

Wilsonville, OR 

Project No. 1020-10 

February 1997 

Prepared by 

P.O. Box 216 Gladstone, Oregon 97CJ27 (.50:3) 557-2396 



PERIODIC SURVEILLANCE REPORT 

Page #: 1 of 1 
Client: West Linn School District TRE Job#: 1020-10 

Campus: lnza R. Wood Middle School Building: rv1ain 
Address: 1105 SW Wilsonville Rd. Date of Surveillance: Feb. 1997 

Person Conducting Surveillance: Glenn Sutherby 

Material Description: Vinyl Floor Tile 
Homogeneous area(s}: HK USA #97 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Material Description: Transite Siding 
Homogeneous area(s): HK USA #98 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Material Description: Vinyl Floor Tile 
Homogeneous area(s): HK USA #99 
_ast Material Condition: Good New Material Description: Same 

Change in material condition: No 

Signature N.,,,.,__lJ~ 



AHERA 
Periodic Surveillance Report 

for 

WEST LINN-WILSONVILLE 
SCHOOL DISTRICT 3JT 

INZA R. WOOD MIDDLE SCHOOL 
1105 SW Wilsonville Rd. 

Wilsonville, OR 

Project No. 1020-08 

January 1996 

Prepared by 

170 EArlington Gladstone, Oregon 97027 (503) 656-4601 



THREE RIVERS PERIODIC SURVEILLANCE REPORT ENVIRONMENTAL 

Page#: 1 of 1 
Client: West Linn School District TRE Job#: 1020-08 

Campus: lnza R. Wood Middle School Building: Main 
Address: 1105 SW Wilsonville Rd. Date of Surveillance: Jan. 1996 

Person Conducting Surveillance: Jeff Smith 

Material Description: Vinyl Floor Tite 
Homogeneous area(s): HK USA #97 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Material Description: Transite Siding 
Homogeneous area(s): HK USA #98 
Last Material Condition: Good New Material Description: Same 
Change in material condition: No 

Material Description: Vinyl Floor Tile 
Homogeneous area(s): HK USA #99 
last Material Condition: Good New Material Description: Same 

__ ::hange in material condition: No 
7 

Signature ~ 

/ 

170 E. Arlington Gladstone, Oregon 97027 (503) 656-4601 



REINSPECTIONS 

This section reflects requirements outlined in 40 CFR 763.85 (b) (l) through (c) 

ACTION: Reinspection is recommended every 3 years. 

TRAINING: Accredited [nspector/Management Planner. 
Decide if you will train in-house people or not. 

FORM: Update management plan using Inspector's report format. 

At least once every three years, after the Management Plan is in effect, all buildings should be 
reinspected by an accredited Inspector. This differs from the periodic surveillance and is more 
comprehensive because the material is actually touched to determine friability or change in 
friability, along with noting assessment criteria such as condition. The reinspection may also 
include additional samples of suspect material, accessing previously inaccessible areas, and other 
activities. The person performing these tasks should, at least, be an accredited Inspector. An 
accredited Management Planner may be necessary to recommend additional response actions. 

The decisions an LEA must make prior to this reinspection is to either train their in-house staff to 
perform the reinspection or utilize an outside consultant. 

The AHERA-accredited Inspector training course is three days long, with a 50-question exam that 
must be passed. An AHERA Management Planner training course is an additional two days with 
another 50-question exam. If a person is presently an accredited Inspector or Management 
Planner, they must have an annual refresher course to keep their accreditation current. 

RECORDKEEPING: 

Keep the reinspection records in this TAB section, along with any new data. New sample 
locations should be noted on copies of the drawings in TAB 7, and then filed in this section. 

Page l or l 



AHERA 

Three Year Asbestos Reinspection 

WEST LINN 
SCHOOL DISTRICT #3Jt 

OF 

Inza R. Wood Primary School 
11055 S. W. Wilsonville Rd. 

Wilsonville, OR 97070 

Project No. 1020-68 

Prepared by: 

P.O. Box 216 Gladstone, OR '.¥70ZT Phone {503) 557-2396 Fax {503) 557-3025 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page I of 14 

AHERA Re-inspection 

Material: Vinyl floor tile, USA 97 

Description: Miscellaneous 

Sampled or Assumed: Sampled 

Friable or Non-Friable: Non-friable 

Locations: All floors in building 

Quantity: Approximately 100 sq. ft. 

Potential for disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall condition: fair 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: ACBM with potential for damage 

New AHERA category: ACBM with potential for damage 

Recommended response action: Maintain in an intact and undamaged condition 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 2 of 14 

AHERA Re-inspection 

Material: Transite siding, USA 98 

Description: Miscellaneous 

Sampled or Assumed: Sampled 

Friable or Non-Friable: Non-friable 

Locations: Sub-basement 

Quantity: Approximately 40 sq. ft. 

Potential for disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall condition: fair 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: ACBM with potential for damage 

New AHERA category: ACBM with potential for damage 

Recommended response action: Maintain in an intact and undamaged condition 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 3 of 14 

AHERA Re-inspection 

Material: Vinyl floor tile, USA 99 

Description: Miscellaneous 

Sampled or Assumed: Sampled 

Friable or Non-Friable: Non-friable 

Locations: All floors in building 

Quantity: Approximately 21,000 sq. ft. 

Potential for disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall condition: fair 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: ACBM with potential for damage 

New AHERA category: ACBM with potential for damage 

Recommended response action: Maintain in an intact and undamaged condition 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 4 of 14 

AHERA Re-inspection 

Material: Hard Fitting Mag 

Description: TSI 

Sampled or Assumed: Assumed 

Friable or Non-Friable: Friable 

Locations: Mechanical room, S. end of cafeteria (in loft) 

Quantity: Not quantified 

Potential for disturbance: 

Potential for contact: moderate 
Etf ect of vibration: moderate 
Potential for air erosion: low 

Overall condition: fair 

Change in condition from last inspection: yes 
Assessment noted: 6 hard fittings damaged, with 10 sq. ft. of debris on both 
HVAC units 

Previous AHERA category: ACBM with potential for damage 

New AHERA category: Damaged or significantly damaged 

Recommended response action: Isolate function space/repair and clean up debris, 
maintain in an intact and undamaged condition. Reassess quantity and locations. 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
lNZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 5 of 14 

AHERA Re-inspection 

Material: Drywall taping compound 

Description: Miscellaneous 

Sampled or Assumed: Assumed 

Friable or Non-Friable: Friable 

Locations: Throughout school 

Quantity: Not quantified 

Potential for disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall condition: good 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: ACBM with potential for damage 

New AHERA category: ACBM with potential for damage 

Recommended response action: Maintain in an intact and undamaged condition, 
conduct six-month inspection cycle 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 6 of 14 

AHERA Re-inspection 

Material: Sheet vinyl mastic 

Description: Miscellaneous 

Sampled or Assumed: Assumed 

Friable or Non-Friable: Non-friable 

Locations: Under sheet vinyl, various locations throughout school 

Quantity: Not quantified 

Potential for disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall condition: good 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: ACBM with potential for damage 

New AHERA category: ACBM with potential for damage 

Recommended response action: Maintain in an intact and undamaged condition, 
conduct six-month inspection cycle 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. t 020-68 Page 7 of 14 

AHERA Re-inspection 

Material: Sheet vinyl 

Description: Miscellaneous 

Sampled or Assumed: Assumed 

Friable or Non-Friable: Non-friable 

Locations: Various locations throughout school 

Quantity: Not quantified 

Potential for disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall condition: good 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: ACBM with potential for damage 

New AHERA category: ACBM with potential for damage 

Recommended response action: Maintain in an intact and undamaged condition, 
conduct six-month inspection cycle 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 8 of 14 

AHERA Re-inspection 

Material: Window putty 

Description: Miscellaneous 

Sampled or Assumed: Assumed 

Friable or Non-Friable: Non-friable 

Locations: Throughout school (on exterior windows) 

Quantity: Not quantified 

Potential for disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall condition: good 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: ACBM with potential for damage 

New AHERA category: ACBM with potential for damage 

Recommended response action: Maintain in an intact and undamaged condition, 
conduct six-month inspection cycle 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 9 of 14 

AHERA Re-inspection 

Material: Fire doors 

Description: Miscellaneous 

Sampled or Assumed: Assumed 

Friable or Non-Friable: Non-friable 

Locations: Throughout school 

Quantity: Not quantified 

Potential for disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall condition: good 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: ACBM with potential for damage 

New AHERA category: ACBM with potential for damage 

Recommended response action: Maintain in an intact and undamaged condition, 
conduct six-month inspection cycle 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 10 of 14 

AHERA Re-inspection 

Material: Cove base mastic 

Description: Miscellaneous 

Sampled or Assumed: Assumed 

Friable or Non-Friable: Non-friable 

Locations: Throughout school 

Quantity: Not quantified 

Potential for disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall condition: good 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: ACBM with potential for damage 

New AHERA category: ACBM with potential for damage 

Recommended response action: Maintain in an intact and undamaged condition, 
conduct six-month inspection cycle 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 11 of 14 

AHERA Re-inspection 

Material: Chalkboards 

Description: Miscellaneous 

Sampled or Assumed: Assumed 

Friable or Non-Friable: Non-friable 

Locations: In classrooms throughout school 

Quantity: Not quantified 

Potential for disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall condition: good 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: ACBM with potential for damage 

New AHERA category: ACBM with potential for damage 

Recommended response action: Maintain in an intact and undamaged condition, 
conduct six-month inspection cycle 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 12 of 14 

AHERA Re-inspection 

Material: Paint, interior 

Description: Surfacing 

Sampled or Assumed: Assumed 

Friable or Non-Friable: Friable 

Locations: Various locations throughout school 

Quantity: Not quantified 

Potential for disturbance: 

Potential for contact: high 
Effect of vibration: low 
Potential for air erosion: moderate 

Overall condition: good 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: Any remaining friable ACBM or friable suspect ACBM 

New AHERA category: Any remaining friable ACBM or friable suspect ACBM 

Recommended response action: Maintain in an intact and undamaged condition, 
conduct six-month inspection cycle 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 13 of 14 

AHERA Re-inspection 

Material: Electrical wire casing 

Description: Miscellaneous 

Sampled or Assumed: Assumed 

Friable or Non-Friable: Friable 

Locations: Stage lights 

Quantity: Not quantified 

Potential for disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall condition: good 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: Any remaining friable ACBM or friable suspect ACBM 

New AHERA category: Any remaining friable ACBM or friable suspect ACBM 

Recommended response action: Maintain in an intact and undamaged condition, 
conduct six-month inspection cycle 



WEST LINN SCHOOL DISTRICT 3Jt AHERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL-MAIN BUILDING NOVEMBER 1999 
PROJECT NO. 1020-68 Page 14 of 14 

AHERA Re-inspection 

Material: Drop-in ceiling tile 

Description: Miscellaneous 

Sampled or Assumed: Assumed 

Friable or Non-Friable: Friable 

Locations: Various locations throughout school 

Quantity: Not quantified 

Potential for disturbance: 

Potential for contact: moderate 
Effect of vibration: low 
Potential for air erosion: moderate 

Overall condition: good 

Change in condition from last inspection: no 
Assessment noted: 

Previous AHERA category: Any remaining friable ACBM or friable suspect ACBM 

New AHERA category: Any remaining friable ACBM or friable suspect ACBM 

Recommended response action: Maintain in an intact and undamaged condition, 
conduct six-month inspection cycle 
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WEST LINN SCHOOL DISTRICT 3JT AI-IERA RE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL. MAIN Bl.J1LDING SEPTEMBER 1998 

PROJ. NO. 1020-15 PAGE 1 OF3 

AHERA Re-inspection 

Material: Vinyl Floor Tile, USA 97 

Description: Miscellaneous, Sampled, Non Friable 

Locations: All Floors in Building 

Quantity: Approximately 100 sq. ft. 

Potential For Disturbance: 

Potential for contact: low 

Effect of vibration: low 

Potential for air erosion: low 

Overall Condition: good 

Previous AHERA Category: ACBM With Potential for Damage 

New AHERA Category: Unchanged 

Recommendations: 6 Month Periodic Surveillance 



WEST LINN SCHOOL DlSTRI<..,"1.' 3JT AHERARE-INSPECTION 
INZA R. WOOD MIDDLE SCHOOL, !vlAINBUILDING SEPTEMBER 1998 
PROJ. NO. 1020-15 PAGE20F3 

AHERA Re-inspection 

Material: Transite Siding, USA 98 

Description: Miscellaneous, Sampled, Non Friable 

Locations: Sub-Basement 

Quantity: Approximately 40 sq. ft. 

Potential For Disturbance: 

Potential for contact: low 

Effect of vibration: low 
Potential for air erosion: low 

Overall Condition: good 

Previous AHERA Category: ACBM With Potential for Damage 

New AHERA Category: Unchanged 

Recommendations: 6 Month Periodic Surveillance 



WESTLINNSCI-IOOLDISTRICT3IT AHERARE-INSPECTION 
INZAR. WOODMIDDLESCHOOL,MAINBUILDING SEPTEMBER 1998 
PROJ. NO. 1020-15 PAGE3 OF3 

AHERA Re-inspection 

Material: Vinyl Floor Tile, USA 99 

Description: Miscellaneous, Sampled, Non Friable 

Locations: All Aoors in Building 

Quantity: Approximately 21,000 sq. ft. 

Potential For Disturbance: 

Potential for contact: low 
Effect of vibration: low 
Potential for air erosion: low 

Overall Condition: good 

Previous AHERA Category: ACBM With Potential for Damage 

New AHERA Category: Unchanged 

Recommendations: 6 Month Periodic Surveillance 



~ 

.. JZ-;ij\ -:; AHERA Inspection Report 
THREE RIVERS 

ENVIRONMENT.AL 

PAGE: f of_k__ 

:Material: 

Description: (_.)C...TSI __ Sur. __ Misc.) (.lS.._Assumed __ Sampled) ( __ Friable __ Non Friable) 

Locations: 

Quantity: __ ~~~-------------------

PreviousAHERA Category: Ac.E)M ll-,!l:A ±?12tfDIT~L~ J)AM~b2 
Present Assessment: 

_Unchanged (Stop Here) £condition changed (Complete the remainder of the page) 

Condition: Percent damaged:_L% _localized _distributed 

Potential For Disturbance: 
Potential for contact: _high __ moderate ,k._low 

description: 0 t N\ - fi).fggs 
l 

Effect of vibration: _high __ moderate Llow 

description: ____________________________ _ 

Potential for air or water erosion: _high __ moderate _low 
description: ____________________________ _ 

Overall Condition: _£good _fair _poor 

New AHERA Category: 
19-oamaged or significantly damaged TSI _ACBM with potential for damage 

_Damaged friable surfacing _ACBM with potential for significant damage 

_Significantly damaged friable surfacing _Any remaining friable ACBM or friable suspect ACBM 

_Damaged or significantly damaged friable miscellaneous 

Inspectors Signature:~L~=-:..2f)~¾~~-~Q:::!:<:=::~----
(7 

P.O. Box 216 Gladstone, OR '170Z'J (503) 557-2396 Fax 557-3025 

http:ENVIRONMENT.AL
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.~ 

'IEREE RIVERS 
ENVIRONMENTAL 

AHERA Inspection Report 

BUILDING: rtt-za R. WfX>O PAGE:_ °G_ of _k_ 

Material: /} ,'/, Ci!~ L 

Description: l.X...TSI __ Sur. __ Misc.) CL.Assumed _Sampled) ( __ Friable _,K_Non Friable) 

Quantity: _--=Z.."----"/."'""oc.,___--L-/:..L.t-:.•-----------------

Previous AfiERA Category: ___________________ _ 

Present Assessment:· 
r:__ Unchanged (Stop Here) _Condition changed (Complete the remainder of the page) 

Condition: Percent damaged: __ % __ localized _distributed 

Potential For Disturbance: 
Potential for contact: _high __ moderate __ low 

description: ____________________________ _ 

Effect of vibration: _high _moderate __ low 
description: ____________________________ _ 

Potential for air or water erosion: _high __ moderate __ low 
description: ____________________________ _ 

Overall Condition: __good _fair _poor 

New AHERA Category: 
_Damaged or significantly damaged TSI _ACBM with potential for damage 

_Damaged friable surfacing _ACBM with potential for significant damage 

__ Significantly damaged friable surlacing _Any remaining friable ACBM or friable suspect ACBM 

__ Damaged or significantly damaged friable miscellaneous 

Inspector.; Signature: J!_;._~ 

P.O. Box 216 Gladstone, OR 'T!(tZT (503) 557-2396 Fax 557-3025 



AHERA Inspection Report 

BlJII.DING. ~IV.2 ~ /~. 1/\lo.:,.tJ PAGE:~of fo 

Material: Vl/3RftTtON CJ..orf-/ 

Description: (_TSI _Sur. iMisc.) (-LAssumed _Sampled) ( __ Friable X-Non Friable) 

Locations: /3oT// MEC/fAt(t(dJJ.. /?oo.M S. 

Quantity: --"-a.=ft ..... 'P..a..a.R_o~it~----'z~ro_,;c0'--""""/...c....£f~------------

Previous AHERA Category: ___________________ _ 

Present Assessment 
-A-Unchanged (Stop Here) __ Condition changed (Complete the remainder of the page) 

Condition: Percent damaged: __ % __ localized _distributed 

Potential For Disturbance: 
Potential for contact: _high _moderate __ low 

description: 

Effect of vibration: _high _moderate __ low 

description: 

Potential for air or water erosion: _high _moderate __ low 

description: 

Overall Condition: __good __ fair _poor 

New ABER.A Category: 
_Damaged or significantly damaged TSI _ACBM with potential for damage 

__ Damaged friable surfacing _ACBM with potential for significant damage 

__ Significantly damaged friable surfacing _Any remaining friable ACBM or friable suspect ACBM 

__ Damaged or significantly damaged friable miscellaneous 

Inspectors Signature: h.--~ 

P.O. Box 216 Gladstone, OR 'YTOZT {503} 557-1:396 Fax: 557-3025 

http:1/\lo.:,.tJ
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jlJ0 
THREE RIVERS 

ENVIRONMENTAL 

AHERA Inspection Report 

CDENT: lt4sCJ..1JV'A1 /JAIIL$9t/V1 <t-J!. ,£e.H¢o,/ OlsT. ..3 j L DA1E I I- <DJ- 79 
I 

BUILDING: Y:/'1'21-7 ,'?. \Noor.? PAGE: o/' of C::, 

I-IP Material: 

Locations: 

·.,_ 
Description: LL.TS! __ Sur. _Misc.) (__f_Assumed _Sampled) ( __ Friable __ Non Friable) 

Quantity: _ _,_J.:.,9A'-'-'fl_,/?:..:...,D""'><;'-=-'-. --=-~....::~__:rfc...;r_-________________ _ 

Previous AHERA Category: ____________________ _ 

Present Assessment: 
_Unchanged (Stop Here) _LCondition changed (Complete the remainder of the page) 

Condition: Percent damaged:~% _localized -;)1.-.dist.ributed 

Potential For Disturbance: 
Potential for contact: _high __ moderate ..,ALiow 

description:,.....::::ID'-'r.'1-L-<.L..:.--------------------------

Effect of vibration: _high _moderate ~low 
description: ____________________________ _ 

Potential for air or water erosion: _high __ moderate _low 
description: ____________________________ _ 

Overall Condition: ___good ~fair _poor 

New AHERA Category: 
_,c:_Damaged or sigpificantlv damaged TSI _ACBM with potential for damage 

__ Damaged friable surfacing _ACBM with potential for significant damage 

_Significantly damaged friable surfacing _Any remaining friable ACBM or friable suspect ACBM 

__ Damaged or significantly damaged friable miscellaneous 

Inspectors Signature: L~ 

P.O. Box 216 Gladstone, OR 'Tl01:1 <503} 557-2396 Fax 557-3025 



AHERA Inspection Report 

U.IENT: Wesr la.1111 /w/.Lso,JchiU. ,5cH'q,eL lhs7. Jrc DA1E: //. <!J 2.- t;>,P 
7 

Bun.DING: "Z,-.,,2" R Woot:) Sc./.,.,L_ PAGE: r of___f:_ 

Material: 81& Cc t.. '-

Description: <...,¼'._ TSI __ Sur. __ Misc.) (_Assumed _Sampled) ( __ Friable _Non Friable) 

Locations: 

Quantity: /)ff)~o'f. foo kJ ff, 

Previous AHERA Category: __________________ _ 

Present Assessment: 
_£_Unchanged (Stop Here) _Condition changed (Complete the remainder of the page) 

Condition: Percent damaged: __ % __ localized _distributed 

Potential For Disturbance: 
Potential for contact: _high __ moderate __ low 

description: ____________________________ _ 

Effect of vibration: _high __ moderate __ low 

description: ____________________________ _ 

Potential for air or water erosion: _high __ moderate __ low 
description: ____________________________ _ 

Overall Condition: __good __ fair _poor 

New AHERA Category: 
_Damaged or significantly damaged TSI _ACBM with potential for damage 

_Damaged friable surfacing _ACBM with potential for significant damage 

_Significantly damaged friable surfacing _Any remaining friable ACBM or friable suspect ACBM 

_Damaged or significantly damaged friable miscellaneous 

Inspectors Signature: L iJ!J~ p 

P.O. Box 216 Gladstone. OR 970'!7 {503) 557-2396 Fax 557-3025 
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THREE RIVERS 
&"'lVIRONMENTAL 

AHERA Inspection Report 

OJENT: WEif~,6~/4//.t£0«111.u # ~,i'ao/ ,1.s:;:r-J:f,- DA1E: //-e> ~ - 9-9-

BUII.DING. ..Z:N'.2. r1 ,(?_ 1/Yot,u PAGE: c.,. of~ 

Material: f!MO b/'-Clff 6- 3 

. Description: L,.r.TSI __ Sur. __ Misc.) ( 'JC' Assumed _Sampled) ( __ Friable L..Non Friable) 

Locations: 

Quantity: _ _,_/~------------------

Previous A.HERA Category: ___________________ _ 

Present Assessment: 
~Unchanged (Stop Here) _Condition changed (Complete the remainder of the page) 

Condition: Percent damaged: __ % _localized _distributed 

Potential For Disturbance: 
Potential for contact: _high _moderate __ low 

description: ____________________________ _ 

Effect of vibration: _high _moderate __ low 

description: ____________________________ _ 

Potential for air or water erosion: _high _moderate __ low 
description: ____________________________ _ 

Overall Condition: __good __ fair _poor 

New A.HERA Category: 
__ Damaged or significantly damaged TSI _ACBM with potential for damage 

__ Damaged friable surfacing _ACBM with potential for significant damage 

__ Significantly damaged friable surfacing _Any remaining friable ACBM or friable suspect ACBM 

__ Damaged or significantly damaged friable miscellaneous 

Inspectors Signatllre: L.,~ 

P.O. Box 216 Gladstone, OR 'TlfrZ'l {503} 557-2396 Fax 557-3025 
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RECORDKEEPING (Asbestos Removal Activity/Response Action Recordkeeping) 

This section reflects requirements outlined in 40 CFR 763.91 & 763.94 (d) (e) (f) (g) (h) 

The following subsections contain this required information 

• Flow charts to determine adequate response actions 
• Operations & Maintenance (<3 sq. ft. or<3 In. ft.) 
• Small scale/short duration (>3 sq. ft. or 3 In. ft.) or (>40 In. ft. or 80 sq. ft.) 

ACTION: All asbestos-related activities must be recorded. 

TRAINING: LEA Designate must ensure that program is enacted and maintained. 

FORMS: Understand how to use all the recordkeeping forms. 

The purpose of the record-keeping system is three-fold: 

-- To ensure maximum protection of all persons in the building. 
-- To provide detailed, retrievable records of all events. 
-- To provide the needed records in event of a law suit. 

In essence, the AHERA regulations required that everything done with regards to asbestos in a 
facility must be documented by the facility's owner so that the training and exposure of all persons 
involved in the work can be documented and the fate of all ACBM can be determined. 

The recordkeeping requirements described in 40 CFR 763.94 are quite explicit in regards to the 
LEA's recordkeeping responsibilities. Although some records are required to be kept up to six 
years, they may be required beyond six years (as long as 20 to 40 years) in the event of a law suit. 
Thus, all records should be maintained in a retrievable state for up to 40 years ( or let's just say 
don't ever throw them away). 

Location: Records must be kept in the administrative offices of both the actual building and the 
LEA. If these are in the same building, it is advisable that a duplicate set of records should be 
established in a different location in the event of fire or other damage. 

The following activities or occurrences require detailed documentation. A brief description is 
given here. Refer to the appropriate TAB number in the management Plan for exact AHERA 
requirements and sample forms for compiling information. Narratives of pertinent record keeping 
data and tab locations. 

Tab 10 Response Actions Selected: records of all 
preventative measures, major abatement activities. 

Tab 8 Periodic Surveillance: conducted at a minimum 
of six-month intervals to determine any damage or 
deterioration of ACBM. 

Tab 9 Reinspection: conducted every three yeais by an 
accredited inspector. 

Tab 11 Operations and Maintenance: initial, periodic and 
emergency cleanings; minor and major fiber release 
episodes; maintenance procedures for ACBM. 

Page I of'.?. 



RECORDKEEPING (Asbestos Removal Activity/Respome Action Recordkeeping) 
Tab 5 Medical Surveillance: annual examination of any 

person who will contact ACBM in their work. Keep 
copies of examination forms. 

Tab 5 Training: 2-hour awareness training for all custodial 
staff, 14 hours additional for those who will disturb 
ACBM; recommended annually. 

MEMO FOR THE RECORD 

Under CFR 40 763.94 and 763.85 (b) (1) 
Records of abatement, surveys, inspections and reinspection may be archived and maintained 

in a centralized location in the administrative office. 
All inspection activities and/or asbestos abatement records prior to the May/June 1995 3-year 

Inspection are stored in a large box in the Asbestos Program Manager's office or some other 
designated location. 

Page '.! of'.! 



Memo 
To: Gary Haugen 

From: Darren Lee, District Environmental Safety & Health Manager 

CC: Tim Woodley, Pat McGough 

Date: 10/30/01 

Re: Asbestos Abatement Notification to Building Occupants. 

The U.S. Environmental Protection Agency Asbestos Hazard Emergency Response Act (AHERA) 
regulations require our School district to notify all Building Occupants and Employees prior to the 
removal of asbestos containing building materials in all district facilities. 

On October 30, 2001 at 3:00pm a certified asbestos removal contractor will be performing the 
removal of approximately 80 square feet of floor tile with asbestos containing mastic or "glue" in your 
facility. The floor tile removal will take place inside the cafeteria construction zone. All current 
regulatory guidelines will be followed during the proper removal and disposal of these materials. Air 
sampling will be performed in the immediate area of the removal and the results posted in the facility 
AHERA Management Plan, located at the Employee Right to Know Center. 

Please post a copy of this memo at your facilities' Employee Right to Know Center as soon as 
feasible. If you have any questions pertaining to this removal project please contact me at (503) 673-
7042. 

• Page 1 DEPARTMENT OF OPERATIONS 
PO BOX35 

WEST LINN, OR 97068 
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------- ------

l A-..Dlvt/ N Gz>p ) 
ASBESTOS ABATEl\tIENT SUM.MARY for WL WSD f 

Project#:_· -------' 

Project Location: -.:;:Jvz.A R.. /.)..JCJOD Specific Area: c.4.e-TE:~1 "I-- , £ 
;V/ID{)U::.. ,Sc.../,,,c:::ic,L C)C,.,.C) /rlklN olf1c.£.. A,Q.€",4-- · 

Facility Asbestos Program Manager: Tim Woodley Phone: (503) 673-7041 

Project Description: ~'-'4--l.- o+ &?c'.) ~. k. of Pwor Til£ r A:SEe.s,,--z::>.s. 

Start Date: _3;;,-...:,s 8 1 .2'c6 1 Completion Date: ~NE- 8 , ax, 1 _ 

For Pipe Insulation or (TSI): Total linear feet: Size: 

Other Materials: (t\.¥.;.u c... ) Total square feet: _,,8::...;C::..·.:::::O:__ ___ _ 

I 

Type of Asbestos being repaired or removed: Fu::o!L Tl Le ,MA-S. 77 c.. . t _,.;159M1 ve:: 
' ' I 

Project Size: Clearance Sampling Required? 

O&M (Less than 3 linear/ 3 square feet) / /\Small Scale)( i--io,-.,1 rriA-isL..S.. j 
~ '-- NO C.O~I N~"-lJ/ 

Small Scale Project PCM (<160 In. 260 sq. ft.) 

'/ Large Scale Project TEM (>160 ln. 260 sg. ft.) 

NVLAP Accredited Lab. 

Air Monitoring Analysis Laboratory: T~e::e:_ R:VEJ2..S. Ei-..J.u1 Rci.,..:nEr-J•-1''-

Phone: / :03 '\ SSr - 2 3. 4 Co Contact: J>e..&, ...i ~ ~Tu \,::: 7 -~=:..:...;:___.--:~J.....:C..>~--------

Name of contractor or subcontractor performing work: 
Company: ::r:::12. s £NV/ ;,:cHV\.f3Nvr-4.__ 

Address: 7 S-5 s~ D'E...r--l r--l 1S f-NE. 

City: f-t1U..Sfs61<!'..Cl State: C>~ 'f1 l'Z-3 

Phone: (;:9~) c.,9~ -Co '3.8E:, Contact Bguc.e::. Ko ru ,..,,....... 

Supervisor in charge of project: \/1~1-.1, C...¼A-VE: z.. 

OR Supervisor Certification#: __.s'--n....__4 ...... 2.:=6:;...;~'----------Exp. Date: S0r-lE: ~ . 2CO Z... 

Attach all air sample clearance analysis results to this Abatement Summary and post in AHERA 
Management Plan. 
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West Linn-Wilsonville School District 3JT 
lnza R. Woods Middle School 

Project No. J 020-1230 

Project Summary 

Three Rivers Environmental, Inc. (TRE) has prepared this report as an overview of the asbestos 
abatement work performed over the summer of 2001. Three Rivers Environmental was retained 
by West Linn-Wilsonville School District 3JT, as the Project Management Company for asbestos 
removal projects located at Inza R. Woods Middle School. Shawn Olson of Three Rivers 
Environmental was the TRE Project Manager on site. IRS Environmental of Portland, Oregon 
was the contractor selected and responsible for the asbestos abatement portion of this project. 
The contractor was responsible for all notifications, personal air monitoring, OSHA safety 
requirements, and material disposal. 

The purpose of this project was to remove the following materials: 
• Approximately eight hundred (800) square feet of non-friable asbestos-containing floor 

tile mastic from the cafeteria and the copy room. This project was started on June 8, 2001 
and was completed on June 8, 2001. 

This project book contains documentation from Three Rivers Environmental to assist in the 
record keeping requirements maintained by the School District. The following documentation is 
presented within this report. 

• Daily Project Logs - detail of daily activities 
• Air Monit01ing Data Reports 
• Certification, Insurance and License 
• Waste Disposal Receipt 

This project was completed with out accident or injury. 

Three Rivers Environmental, Inc.• 545 W. Arlington• Gladstone, Oregon 97027 • (503) 557-2396 Office• (503) 557-3025 Fax 
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Decision Tree for Determination of Physical Assement Categories 
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Physical Assement Categories 

Cat 1 Damaged or Significatly damaged thermal system insulation ACBM 

Cat 2 Damaged friable surface ACBM 

Cat 3 Significantly damaged friable surfacing ACBM 

Cat 4 Damaged or significantly damaged friable miscellaneous ACBM 

Cat 5 ACBM with potenial for damage 

Cat 6 ACBM with potential for significant damage 

Cat 7 Any remaining friable ACBM or friable suspected ACBM 



POSSIBLE RESPONSE ACTIONS 
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I 
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. 'AMA,ED FRIABLE SURFACINI OR DAMAGED FRIABLE ,,sc. ACM (CAT 2) ( C~T 7) 

ENCLOSURE ENCAPSULATION REMOVAL REPAIR 



SMALL SCALE SHORT DURATION 

This section reflects requirements outlined in 40 CFR 763.91 and 763.95 

The idea of small scale, short duration projects are jobs involving small quantities of 
asbestos. Generally, these are projects where the primary intent is not to disturb 
asbestos and if disturbed, worker exposure levels are not to exceed the PEL (0.1 f/cc ). 

DEQ/EPA 

DEQ described small scale short duration activities as maintenance work that does not 
require a certified supervisor to oversee the work. IF the maintenance work is less than 3 
square or 3 linear feet of friable material at any one time then certification is not required, 
nor is notification to the Department. (OSHA still requires some training). 

DEQ does require that all persons disturbing asbestos be certified if they are not doing 
maintenance work and/or they disturb more than 3 square or 3 linear feet of friable material 
at any one tie. 

DEQ/EPA defines "small scale short duration activities" means a task for which the removal 
of asbestos is not the primary objective of the job, is less than 3 square or 3 linear feet, 
including, but not limited to: 

• removal of small quantities of insulation on beams or above ceilings; 
• replacement of a gasket on a valve; 
• installation or removal of a small section of wallboard; 
• removal of thermal system insulation not to exceed amounts greater than those 

which can be contained in a single glove bag. 
• minor repair to damaged thermal system insulation which does not require removal 
• repair to wallboard; 
• replacement of a gasket on a valve; 
• repair involving encapsulation, enclosure or removal, to small amounts of friable 

material in performance of emergencies of routine maintenance activity and not 
intended solely as asbestos abatement. Such work may not exceed amounts greater 
than those which can be contained in a single prefabricated mini-enclosure. Such 
an enclosure shall conform spatially and geometrically to the localized work area, in 
order to perform its intended containment function. 

AHERA (schools K-12) defines small scale job according to EPA's definition listed above. 
Those activities that will fit inside a single glove bag or mini-enclosure; no more then 3 
square or 3 linear feet of ACM. Neither a supervisor or clearances are required, but it does 
need to be recorded. 

OR-OSHA/OSHA 

OR-OSHA does not really have a definition for small scale short duration activities that 
would be recognized as such by DEQ. OR-OSHA 's versions of small scale short 
duration/maintenance activities could be classified as Class III, Class I, or Class II asbestos 
work. 

IF a person is doing maintenance activities then it is Class III asbestos work. If a worker 
intends to disturb TSI or surfacing material, but it is not the primary purpose of the work, 
then they must use the general work practices outlined OR-OSHA asbestos rules 
1926.1101 (g) (9). 



• A competent person-who has complete a minimum 16-hour/AHERA type course. 
(However we are still bound by the DEQ that if we disturb more than 3 
square/linear feet then certified supervisor/workers must be used.) 

• OR-OSHA specifies that the following work procedure scan be used: 
• standard glovebags on straight runs of piping 
• negative air glovebags 
• negative air glove boxes 
• water spray process systems 
• negative air mini-enclosure 
• approved alternate methods 

• OR-OSHA still requires than an adjacent equipment room or area to the regulated 
area be available for the decontamination of employees and their contaminated 
equipment. The area needs to be of appropriate size so as not to spread 
contamination and the floor covered with an impermeable drop cloth. A three 
chamber decontamination unit/hygiene facility is not required as long as the total 
work involves less than 25 linear or 10 square feet. 

If a person intends to disturb TSI or surfacing material, then it is Class I asbestos work 
regardless of the size of the project. The worker must use the work practices outlined OR
OSHA asbestos rules 1926.1110 (g) (4) & (5). 

• A competent person/a supervisor-who has completed an EPA/DEQ five day 
supervisor course. 

• OR-OSHA specifies that the following work procedures can be used: 
• negative pressure exposure (NPE) 
• standard glovebags on straight runs of piping 
• negative air glovebags 
• negative air glove boxes 
• water spray process systems 
• negative air mini-enclosure 
• approved alternate methods 
• a three-chamber decontamination unit/hygiene facility is not required 

as long as the total work involves less than 25 linear or 10 square 
feet. An adjacent equipment room or area to the regulated area must 
be available for the decontamination area. 

If a person intends to disturb asbestos material that is not TSI or surfacing material, the it is 
Class II asbestos work regardless of the size of the project. This includes flooring (vinyl, 
sheet vinyl, asphalt), roofing (shingles built-up, felts), cement asbestos (transite), gaskets, 
wallboard, construction mastics, etc. 

• A competent person/a supervisor-who has completed an EPA/DEQ five day 
supervisor course. (However DEQ does not require a certified supervisor if the 
material is kept non-friable.) 

• The worker must use the general work practices outlined OR-OSHA asbestos rule 
1925.1101 (g) (7) & (8). 



• An adjacent equipment room or area to the regulated area must be available for the 
decontamination area. A three-chamber decontamination unit/hygiene facility is not 
required. 
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1. lI'ffRODCCTION 

With the en:ictment of the Asbestos Haz:ird 
Emergency Response Act regulations, Loc:il 
Education Agencies are ch:irged with producing :i plan 
of :iction that will facilitate the safe and effective 
management of :isbestos materials in their school 
systems. The most effective way of managing the 
problem is to completely remove all asbestos
containing materials from the building, thus removing 
the problem in its entirety. In some cases, however, 
this wholesale removal is not economically feasible or 
even desirable from a building usage standpoint. 
When asbestos-containing materials -::an not be 
completely removed, a comprehensive Orerations and 
Maintenance Program as required by 40 CFR 763.91 
will allow the local education agency to control the 
asbestos problem until removal of the materials is 
feasible. 

II. DEFINITIONS 

Several definitions pertinent to an Operations and 
Maintenance Program are identified in 40 CFR 
763.83. These are as follows: 

Asbestos-Containing Material (ACM) when 
referring to school buildings means any 
material which contains more than one 
percent asbestos. 

Asbes10s-Co11taining Building l\faterial 
(ACBM) means surfacing ACM, thermal 
system insulation ACM, or miscellaneous 
ACM that is found in or on interior structural 
members or other parts of a school building. 

Asbestos Debris means pieces of ACBM that 
can be identified by color, texture, or 
composition; or means dust, if the dust is 
derermined by an accredited inspector to be 
ACM. 

Operations and Maince11a11ce Program means 
a program of work practices to maintain 
friable ACBM in good condition, to insure 
cleanup of asbestos fibers previously released, 
and to prevent further rele:ise by minimizing 
and controlling damage to friable ACBM. 

Fiber Release Episode means any 
uncontrolled or unintentional disturbance of 
ACBM resulting in visible emissions. 

Fnabie. when referring to material in a school 
building, means that the material, when dry, 
may be crumbled. pulverized, or reduced to 
powder by hand pressure, and includes 
prc\·iously non-friable material after such 
pre\iously non-friable material becomes 
dam:iged to the extent that, when dry, it may 
be crumbled. pulverized or reduced to 
powder by hand pressure. 

High-Efficiency Particulate Air (HEPA) refers 
to a filtering system capable of trapping and 
retaining at le:ist 99.97% of all non-dispersed 
particles 0.3 millimeters in diameter or larger. 

Removal means the taking out or the 
stripping of substantially all ACBM from a 
damaged area, a functional space, or a 
homogeneous area in a school building. 

Repair means returning damaged ACBM to 
an undamaged condition or to an intact state 
so as to prevent fiber release. 

Response Action means a method, including 
removal, encapsulation, enclosure, repair, 
operations and maintenance, that protects 
human health and the environment from 
friable ACBM. 

Rowine 1\faintenance Area is an area, such as 
a boiler room or mechanical room, that is not 
normally frequented by students and in which 
maintenance employees or contract workers 
regularly conduct maintenance activities. 

III. PROGRAM ELEMENTS 

A. WORKER PROTECTION 

40 CFR i63.91(b) serves to extend the protection 
provided by 40 CFR 763.121 (for worker 
protection during asbestos abatement projects) to 
employees of loc:il education agencies who 
perform Operations and Maintenance and repair 
activities involving ACM who are not covered by 
the OSHA Asbestos Construction Standard 29 
CFR 1926.58. This standard will be adhered co 
during all Operations and Maintenance or repair 
operations involving the disturbance of friable 
ACBM. 

7 · l 



During initial cleaning (:.rnd additional clc:ming as 
necessary) of all buildings, those em ployecs 
performing the cleaning will be suppiied with and 
wiil use the following personal protective 
equipment: 

Disposahle Ccweralls - a "Tyvek" brand or 
similar disposable coverall will be worn 
over the clothes to prevent capturing 
asbestos fibers on the clothing. 

Respirator - an individual personalized 
respirator will be provided to all workers 
doing the cleaning. The respirator will be 
appropriately fit-tested to ensure that it 
functions effectively for that individual. 
Each respirator will be supplied with 
disposable cartridges approved for 
asbestos dust by N1OSH and will be worn 
at all times during the cleanup operation. 

Following cleanup each day, all used 
disposable respiratory cartridges and 
coveralls will be disposed of in six-mil 
asbestos disposal bags. 

8. TRAINING 

Prior to the implementation of any Operations 
and Maintenance provisions of the Management 
Plan, all members of the maintenance and 
custodial staff who, during the performance of 
their duties, may work in a building containiog 
ACBM will receive general awareness training of 
not less than two hours in duration. As well, 
similar training will be given to all new 
maintenance/custodial personnel within 60 days 
of their start date. As per 40 CFR 763.92 (a)(i-v), 
the accepted course for this level of training is 
"Developing an Operations and Maintenance 
Plan" given by Hall-Kimbrell Environmental 
Services, Inc., 4840 West 15th Street, Lawrence, 
Kansas, 66044, and will include as a minimum: 

- Information on asbestos, its forms, Jnd 
uses. 

- Information on the health affects of 
asbestos exposure. 

Locations of ACBM in the school 
buildings in which they work. 

- Recognition of damage, deterioration, Jnd 
delamination of ACBM. 

Name and telephone number of the LE-\ 
person designated to carry out LE-\ 
responsibilities under 40 CFR 763.84. 

Av:iibbility and location of the 
Management Plan. 

All members of the maintenance/ custodial staff 
who are likely to conduct any activities that may 
disturb ACBrv! will receive the previously 
described general awareness training and an 
additional 14 hours as required by 40 CFR 763.92 
(2)(i-iv). The accepted course for this level of 
additional trammg is "Operations and 
Maintenance Training" given by Hall-Kimbrell 
Environmental Services, 4840 West 15th Street. 
l.JwTence. Kansas, 66044, and wiil include as a 
minimum: 

Descriptions of proper methods of 
handling ACBM. 

Information on the use of respiratory 
protection as contained m the 
EPA/NTOSH Guide to Respiratory 
Protection for the Asbestos Abatement 
Industry, September 1986 (EPA 560-
OPTS-86-001), and other personal 
protective equipment and measures. 

- The provisions of the following pieces of 
legislation: 

40 CFR 763.91, Appendices A, B, C, 
D of Subpart E 

EPA regulations in 40 CFR Part 763, 
Subpart G 

EPA regulations in 40 CFR Part 61, 
Subpart M 

OSHA regulations in 29 CFR 1926.58 

Hands-on training m the use of 
respiratory protection, other persooal 
protective equipment and measures, and 
good work practices. 

All types of training will emphasize the necessity 
to not disturb ACBM or assumed ACBM during 
routine maintenance activities. Employees will be 
instructed on the following at a minimum: 

Avoid performing any activities on ACM 
or assumed ACM that may cause abrasion 
or physical deterioration of the material. 
This includes sanding, nailing, drilling, 
cutting, or otherwise damaging the 
material. 
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Avoid damaging ACM Juring 
maintenance Jctivities NOT directly 
involving the ACM such as installing 
drapes, c:irpets, maving furniture, etc. 

To alwavs use a HEPA-vacuum and wet 
methods- to clean up asbestos dust or 
debris. ]'[EVER use a regular vacuum or 
dry method. 

- To avoid any activities that may 
inadvertentlv release asbestos fibers into 

0 

the air such as removing ventilation filters. 
drvinir and/or shaking the filters, and 
re~o~m! suspended ceiling tiles below 
ACM -without taking the proper 
precautions and using the proper personal 
protective equipment. 

C. INlTlAL CLEANING 

In accordance with 40 CFR 763.91, all buildings 
under the direction of the School District will 
undergo an initial cleaning process prior to 
comm~ncing with any response actions, with the 
exception of Operations and Maintenance and 
repair, as detailed in the Inspection 
Report/Management Plan Data. The initial 
cleaning will be done in all areas of all buildings 
where friable ACBM, damaged or significantly 
damaged thermal svstem ACM, or friable 
suspe;ted ACBM as;umed to be ACM, were 
determined to be present following the 
completion of an inspection, sampling and 
analysis program performed in accordance with 
40 CFR 763.85 through 40 CFR 763.87. 

The following procedures will be followed for the 
initial cleaning of all appropriate areas of each 
building: 

1. All carpets will be HEPA vacuumed 
and/ or steam cleaned. 

,., All horizontal surfaces including sills, 
frames, door tops, wall protrusions, signs, 
air vents. suspended light foaures, and 
other immovable fixtures will be HEPA 
vacuumed. Following HEPA vacuuming, 
the same areas will be wet cleaned in 
order to remove any residual fibers not 
picked up during the vacuuming process. 

3. All walls will be wet wiped, except for 
those with sprayed-on or trowelled-on 
materials or with other applications with 
high liquid absorption potential. 

-4. ...\11 uncarpeted tloors will be wet mopped. 

5. All debris. tilters, wet mop heads. dust 
mops. cloths. etc., will be sealed, while still 
wet in leak-tight containers. Disposal 
con~ainers will be six-mil polyethylene 
bags labelled in such a fashion that they 
ill;strate their usage as asbestos storage 
containers. These bags will be kept in a 
sinele location, in a routine maintenance 
are-; in each building and will always be 
kept closed and ti;d. When the bag 
becomes full, it will be tied shut and 
placed into another six-mil bag and tied 
ag:i.in. Full bags will be placed in a 55-
g;llon steel or - fiberboard drum. When 
full. the drum will be transported to an 
EPA-approved J.sbestos landfill site_ and 
the material will be disposed of as 
asbestos-containing waste. 

D. ADDITIONAL CLEANING 

In all areas where friable ACM exists, normal 
daily deaning procedures will be altered a:; 
necessarv to ensure that fiber entrainment in the 
air will be minimized. Sweeping and dry mopping 
will not be allowed in areas containing friable 
ACM. Until all ACM is removed from ceilings. 
etc., all daily mopping will be carried out with 
dampened, disposable mop heads. These mop 
heads will not be used in asbestos-free areas and 
will be changed at the end of the day and disposed 
of as asbestos-contaminated waste in six-mil 
polyethylene disposal bags. In addition. certain 
areas wiil receive additional cleaning on a regular 
basis as per the O&M supplement at the end of 
this section. 

E. OPERATIONS ANO MAINTENANCE ACTIVITIES 

1. Small-Scule, Short Duration Activities and 
Minor Fiber Release Episodes 

Appendix B to Subpart E of 40 CFR 763.91 
defines small-scale, short duration maintenance 
activities as, but not limited to: 

Removal of ACM insulation on pipes 

Removal of small quantities of ACM 
insulation on beams or above ceilings 

Removal of ACM gaskets on a valve 

7-3 



R~moval dr installation of J small section 
,)f Jrywall 

Installation of electrical conduits through 
or proxim:ite to ACM. 

Small sc:ile is further subdefined in Appendix 8 of 
Subpart E as: 

Removal of small quantities of ACM 0nlv 
if required JS part of maintenance activity 
not intended as asbestos abatement 

Removal of ACM thermal system 
insulation in quantities no greater than 
can be contained in one glove bag 

Minor repairs to damaged thermal system 
insulation requiring no removal. 

Repairs to ACM wallboard 

Repairs involving encapsulation, 
enclosure, or removal, to small amounts 
of friable ACM onlv if required in 
performance of an emergency or a routine 
maintenance activity not intended as 
asbestos abatement. The work may not 
exceed amounts greater than those which 
can be contained in a single prefabricated 
mini-enclosure. This enclosure must 
conform spatially and geometrically to the 
localized work area, in order to perform 
its intended containment function. 

Section 40 CFR 763.91 (f)(i) defines a minor fiber 
release episode as the falling or dislodging of less 
than or equal to three square or linear feet of 
friable ACBM. 

During the process of performing small-scale, 
short duration asbestos renovation or 
maintenance tasks, the following procedures will 
be utilized: 

- The area will be isolated with physical 
barriers, whenever possible, restricting 
entry only to those persons necessary to 
perform the task. Warning signs will be 
posted at all entry points to the area. 

- All HY AC ducts, windows, and other 
sources of air circulation to the area will 
be sealed. Where necessary, the air 
handling systems will be shut off or 
modified to meet this need. 

If a fiber release has occurred, the entire 
area will be precleaned using those 
techniques described in Section C. wider 

[nicial Cleaning. HEPA vacuum and/or 
wet methods will always be employed for 
:iny type of deaning. All workers directlv 
involved with the cleaning will J.!ways us~ 
the prescr1bed personal protective 
equipment. 

All objects in the area will be removed 
from the area to protect them from 
contamination during the maintenance 
act1v1ty. Where it is not possible or 
feasible to move the objects, the objects 
will be completely covered with six-mil 
polyethylene plastic sheeting prior to 
commencement of the maintenance 
activity. This will include all fixtures and 
other components that exist m the 
immediate work area. 

Next, a layer of six-mil polyethylene 
plastic sheeting will be placed on the floor 
beneath the item or area affected by the 
maintenance activity. This sheeting will 
be at least one foot wide and long for each 
foot above the floor where the work is to 
be conducted, but will not under any 
circumstances, be less than six feet by six 
feet. When the work area is confined bv 
walls, the plastic sheeting will extend up 
the walls at least one foot, and will be 
sealed along the top edges with duct tape. 

All work activities involving the ACM will 
be performed using wet methods, HEPA 
vacuums, glove bags, mini-enclosures. 
and/or protective clothing as appropriate 
to the maintenance actlVlty. These 
methods are detailed in Section E-3 of 
Operations and Maintenance Activities. 

All repair work done on the damaged or 
affected ACM will be done with materials 
such as asbestos-free spackling, plaster, 
cement, or insulation. The existing ACM 
affected by the maintenance activity will 
be sealed with latex paint or an 
encapsulant, or the appropriate response 
action as identified in the Management 
Plan will be implemented. 

A!l asbestos-containing debris will be 
saturated with amended water and sealed 
in double six-mil polyethylene disposal 
bags. These bags will be labelled as ACM 
and will be disposed of Jt an EPA 
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Jpproved bnJfill site. All plastic, ducr 
tape, etc.. used to cover objects. lloors, 
etc., will be treated as asbestos
contaminated waste Jnd will be disposed 
of in like manner. 

, Maintenance Activities other than Small Scale, 
Short Duration and i\fajor Fiber Release 
Episodes. 

Section 40 CFR 763.91 (f)(2) defines a major fiber 
release episode as the falling or dislodging of 
more than three square or linear feet of friable 
ACM. 

For those maintenance activities other than smJll 
scale, short duration or for a major fiber release 
episode, all response actions will be designed by 
persons accredited to design response actions and 
conducted by persons accredited to conduct 
response actions. 

Regardless of the response action designed for 
the specific activity or repair, the areas involving 
the work will be seaied off and restricted with 
signs posted, and prepared for the work in a 
manner consistent with the procedures outlined 
for small-scale short duration activities in Section 
E-1 of Operations and Maintenance Activities. 

3. ACM Removal Procedures 

a. Wet Methods. 

Regardless of the removal method 
employed, wet methods will always be 
used where practical during any 
maintenance activity that involves the 
disturbance of ACM. In some cases. wet 
methods will not be employed (working 
on live electrical equipment, for example) 
and this will be determined prior to the 
commencement of the activity. 

At all times, amended water will be used 
as the wetting agent. Amended water is 
water that has a surfactant added that 
restricts evaporation and enhances the 
penetration of the water into the ACM. 
Commercially available products such as 
those containing a concentrate of a 50-50 
mixture of polyoxyethylene esrcrs and · 
polyoxyethylene ethers with three rerccnt 
emulsifier will be used. These rroducts 

\,;ll he Jdded to normal tap water and 
used JS per manufacturer's instructions. 

Amended water will be applied to all 
AC~1 using an airless sprayer to minimize 
disturbance of the ACM. During the 
maintenance or repair act1V1ty, the 
material will continue to be wetted. as 
needed, to ensure that all ACM is wet 
during the activity and remains wet until 
tinal disposal. 

/J. Giove Bag Techlliques 

The glove bag techniques will be used for 
removal of ACM on small scale activities 
mainly involving pipes, valves, Tees, 
fixtures, or other small components of 
mechanical systems as detailed in 
Appendix B of Subpart E of 40 CFR 763. 
Prior to installation and use of the glove 
bag, signs will be posted and the work 
area will be sealed off and prepared as 
detailed in Section E-1 of Operations and 
Maintenance Activities. The worker(s) 
performing the glove bag operation will be 
equipped with a disposable Tyvek-type 
suit and a personal respirator equipped 
with disposable cartridge filters NIOSH 
approved for use with asbestos dust. 

After performing all preparatory work and 
donning personal-protective equipment, 
the glove bag is cue along the sides to fit 
around the pipe or fixture to be worked 
on. All tools necessary to perform the 
work, as wen as a quantity of bridging 
encapsulant, are inserted into the attached 
inside pocket of the bag. 

The glove bag is then attached around the 
work area by folding the open edges 
together and sealing with staples and tape. 
The side edges of the glove bag are then 
sealed using duct tape and/or Velcro ties 
to form a tight seal. The bottom seam of 
the bag is also taped to ensure its 
integrity. Once a tight seal is obtained, 
the end of a smoke tube is inserted 
through the marked entry port and a small 
amount of smoke is squeezed into the bag. 
After tape sealing the port ( and removing 
the smoke tube), the bag is gently 
squeezed to allow the smoke to exit 
through any available leak holes. Leaks 
identified in this way are sealed with more 
duct tape, the entry port is opened, and 
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the bag is squeezed lightly to remove 
excess smoke. Next. the portable spr::iyer 
nozzle is put through the port and the 
work are:i. is completely wetted with 
amended water. The nozzle is removed 
and the HEPA vacuum hose is inserted 
into the port and sealed rightly with duct 

tape. 

The worker's arms are inserted into the 
armholes and gloves and the ACM is 
removed from the work area. When 
necessary, the amended water spray 
nozzle is inserted into the bag during 
removal to ensure that the ACM is kept 
wet at all times. 

When all necessary ACM is removed and 
the item cleaned of all visible material, a 
spray nozzle from the encapsulant sprayer 
is inserted and the pipe fixtures, etc., are 
sprayed with encapsulanc. The rough 
edges of the cut ACM are then 
coated/sealed with the bridging 
encapsulanc. 

The worker then removes his arms from 
the armholes and turns on the HEP A 
vacuum, co remove air from the bag. As 
the air is being removed from the bag, the 
bag is squeezed near the top, and twist 
sealed and taped closed. The HEP A 
vacuum is turned off, the nozzle removed, 
and the entry port is sealed tightly. Then 
the bag is cut along the top and removed 
from the working area, then placed in a 
six-mil polyethylene bag for disposal with 
other contaminated waste materials. 

c. Mini-Enclosures 

This methodology is employed in areas 
where glove bags are not practical. such as 
for the removal of asbestos from a small 
ventilation system or a short length of duct 
as detailed in Appendix B of Subpart E of 
40 CFR 763. 

The mini-enclosure will vary m 
construction, shape. and size. depending 
upon the specific requirements of an 
individual activity. In general. all mini
enclosures will be constructed according 
to the following criteria: 

The structure will consist of six-mil 
polyethylene plastic sheeting 
supported by a preconstructed 

framework of 2" bv 4" studs formed 
around the work ;rea. The plastic 
will be stapled and taped to the 
framework. Two layers of sheeting 
will be used, one attached to the 
studs on the inside of the mini
enclosure and the other on the 
outside. 

The structure will be minimized in 
size so as to allow entrf to only the 
number of workers directly involved 
with the maintenance actlYlty. 
Where possible, the number of 
workers will be restricted to one or 
two maximum. 

- The floor inside the mini-enclosure 
will be covered with two layers of six
mil plastic and will extend no less 
than one foot up each wall where it 
will be tape sealed to the wall's 
plastic. All penetrations into or 
through the mini-enclosure, such as 
pipe runs, will be sealed with duct 
tape. 

- A small change room ( approximately 
three feet by three feet by seven feet) 
will be constructed contiguous to the 
mini-enclosures. Entry to the change 
room and from the change room co 
the mini-enclosure will be through 
double plastic-sheeted entryways. 
The first layer of plastic in the 
entryway will be sealed to the 
doorway at the top and on the right 
side, the second layer will be sealed 
at the top and on the left side. 

- After completing the maintenance or 
repair activity, the worker will enter 
the change room, HEPA vacuum his 
disposable coveralls, and remove 
them prior to leaving the change 
room. He will then wet wipe his 
respirator, leaving it on until exiting 
the change room. 

- During the ACM removal. the 
workers wi!l wear protective 
coveralls and dual cartridge 
respirators NTOSH-rated for 
asbestos dust. Wet methods of 
removal using amended water will be 
used at all times in the mini
enclosure. As in glove bag removal, 
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following the removal of AC:\,I the 
working- areas will be sprayed with 
enc:ipsulant and exposed cut ACM 
will be coated with a bridging 
enc:ipsulant when appropriate. 

Next. all debris in the mini-enclosure 
will be placed in double six-mi! 
polyethylene bags labelled 
appropriately for disposal of A CM. 
The bags will be wet cleaned before 
removal from the work area through 
the change room. All interior 
surfaces of the mini-enclosure will 
then be cleaned using HEPA vacuum 
and or wet cleaning techniques. 

Inside the mini-enclosure, the air will 
be sprayed with water using an 
airless sprayer. The worker will start 
at the top and spray the entire 
volume down to the floor !eve! in 
order to remove any airborne 
asbestos fibers prior to dismantling 
the mini-enclosure. 

- The worker will then proceed to the 
change room and HEPA vacuum his 
coveralls and clean and spray the 
room in the same fashion as the 
mini-enclosure. He will then wet 
wipe his respirator while still wearing 
it, HEPA-vacuum and remove his 
coveralls, and exit the change room. 

- The mini-enclosure will then be 
dismantled from the outside by 
removing the plastic and bundling it 
inwards, rolling it, and placing it in a 
six-mil bags. labelled for asbestos
contaminated waste and disposed of 
appropriately. The 2" by 4" studs wi!l 
be dismantled and stored for further 
use. 

Following the dismantling of the 
mini-enclosure the worker removes 
his respirator and disposes of the 
cartridges as asbestos-contaminated 
waste. 

F. WASTE DISPOSAL 

All asbestos-containing waste material is double· 
bagged in six-mil polyethylene plastic bags. These 

bags are preprinted to show that they contain 
asbestos-containing material. Asbestos waste is 
kept in a controlled location in a routine 
maintenance area of the facility. Filled bags of 
w::iste are carried to this area and placed in 
scalable metal or fiber 55-gallon drums. \Vhen 
the drums are full, they are sealed, labelled. and 
transported to a landfill site approved for asbestos 
by EPA. Upon arrival at the landfill site, the bags 
are removed from the drums and handed over to 
the landfill operator. The drums are wet wiped 
and returned to the school for re-use. The drums 
::ire not re-used if, upon opening, it is observed 
that one or more of the bags has ruptured inside 
of the drum. In this case, the drum is resealed 
and disposed of along with all bags inside of it. 

The waste containers are transported to the 
landfill sire in a covered, lockable vehicle and all 
transported containers are accompanied by a 
proper chain of custody form that details the 
origin of the material, date and quantities of 
transport, types of containers and destination of 
containers. If transported by a third party hauler, 
information on the hauler is also included on the 
form. The chain of custody form is signed at each 
transfer point and after final transport to the 
landfiil site, a copy of the form is maintained in 
our records as evidence of receipt at the site. A 
sample copy of this form is included. 

Prior to any transportation of asbestos-containing 
material, notification will be made to the 
following parties: 

1. Regional US EPA office - written 
notification will be sent detailing the name 
and location of the landfill site to be used 
and the approximate weight and volume 
of asbestos involved. 

2. EPA Certified Landfill Site - Prior to each 
transport the landfill supervisor will be 
notified of the weight and volume of the 
material, the expected date and time of 
arrival at the site, and the types of 
containers to be transported. 

G. RECORDKEEPlNG 

Permanent records will be kept regarding 
Operations and Maintenance activities in facilities 
under the control of the LE.-\. These include: 



1. \Vhenever any cleaning activity ;.is 
prescribed in 40 CFR 763.91 (c) is 
undertaken records will contain the name 
of the individuals performing the cleaning, 
the dates of the cleaning, the locations 
cleaned. the methods utilized. and any 
other information pertinent to that 
particular cleaning episode. A copy of the 
O&M Cleaning Report Form is attached. 

2. Whenever any Operations and 
Maintenance activity is undertaken as 
outlined in 4D CFR 763.91 ( d) records will 
contain the name and duties of each 
person involved; the start and completion 
date and time of the activity; the locations 
where the activity occurred: a description 
of the activity; preventive measures used: 
amount ( if any) of ACM removed; and the 
name and location of the storage or 
disposal site for the ACM. A copy of the 
Small-Scale O&M Activity Report Forni 
is attached. 

3. Whenever a major activity as described in 
40 CFR 763.91 ( e) is undertaken, records 
v.ill indicate the name, signature, state of 
accreditation, and accreditation number of 

. each person involved; the start and 
completion date and time; the locations 
where the activity occurred: a description 
of the activity; preventive measures used; 
whether ACBM was removed; and the 
name and location of the storage or 
disposal site for the removed material. A 
copy of the Major O&M Activity Report 
Form is attached. 

4. For every fiber release episode described 
in 4D CFR 763.91 (f), the records will 
detail the date, time, and loc:Hion of the 
episode; the method of repair; preventive 
measures or response action taken; the 
names of those persons doing the work: 
whether ACBM was removed; and the 
name and location of the storage or 
disposal site for the removed material. A 
copy of the Fiber Release Episode Report 
Form is attached. 

5. Copies of all inspection reports, resu Its 
and amendments will be kept in the lile 
with the Operations and 1'.lainrenancc 
Program and activity reports. This also 
includes results of any re-inspections nr 

periodic surveillance as prescribed in 4{) 

CFR 763.35 (b) and 4D CFR 763.92 (b). 

ti. Cunenc lists of all custodians and 
maintenance personnel including name, 
address. date of hire, asbestos training 
course, and dates. as well as copies of 
certificates from any special related 
courses taken by the employees. A copy 
of the ~faintenance/Cusrodial Staff 
Training Report Form is attached. 

7. A current list of all a.re.as where asbestos 
removal, enclosures, or encapsulation has 
taken place. A copy of the Asbestos 
Abatement Activity Record Form 1s 
attached. 

S. A current inventory of equipment 
available for Operations and Maintenance 
activities. 

9. Copies of ACM disposal records and/or 
chain of custody documentation. 

All records will be maintained in a single location 
at the LE.\ site. Copies of all records and 
information pertinent to individual facilities will 
also be maintained at those facilities by the 
designated campus asbestos coordinator. 

H. WARNING LABELS 

Warning labels will have been attached 
immediately adjacent to any friable and non
friable ACBM and assumed ACM located in 
routine maintenance areas as per 4D CFR 763.95. 
The labels will be of a size. print, and color which 
is readily visible to persons entering an area 
containing ACBM. The labels will read as 
follows: 

CAUTION 

ASBESTOS HAZARDOUS 

DO NOT DISTURB WITHOUT PROPER 

TRAINING AND EQUIPMENT 
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I. BUILDING INVENTORY -ALL ACM 

See "List of School Buildings and ACM St:itus" in 
Section: r-.fan:igement Plan Introduction. 

J. PERIODIC SURVEILLANCE 

All facilities will undergo a semi-annual 
surveillance in order to detect deterioration taking 
piace on :iny ACM in the facility. This \Vil! consist 
of a visual evaluation of the materials and specific 
records \1/ill be maintained detailing the material 
rype, damage, or deterioration noted, as well as 
any repair or response action undertaken. This 
semi-annual surveillance will be performed 
utilizing the protocol defined in the "plan for 
periodic surveillance" in the management plan. 

K EMERGENCYRESPONSE 

In the event of the occurrence of an asbestos
related emergency in a facility under the direction 
of the LEA, the followi.ng procedures \Vil! be 
employed: 

1. Immediately upon notice of the 
emergency, the party involved will vacate 
the area of involvement and immediately 
contact the LEA. Coordinator and/or his 
designee at the facility. 

.., If the person(s) observing the incident is 
trained to handle ACM activities, that 
person(s) \Vil! take action to immediately 
isolate the area of involvement from the 
rest of the building by evacuating any 
unnecessary personnel from the area, 
turning off or isolating all air-moving 
equipment in the area, isolating the area 
by closing all entrj'\vays, and posting 
warning signs indicating the presence of a 
hazardous area. 

3. If the person(s) observing the incident is 
not trained to handle ACM activities, that 
person \Viii immediately contact a member 
of the staff who has the apprnpriate 
training and alert that person to the 
problem. The trained staff member will 
then proceed to take the :ictions indic:itcd 
in 2. 

4. If the occurrence is of such :i size that a 
response :iction must be designed by an 
Jccredited designer, no further work \Viii 
be done and the area \1/ill remain isolated 
JS in :?.. until the appropriate response 
action can be determined. Otherwise, the 
appropri:ite repair /maintenance activity 
will commence follo\1/ing the performance 
of the procedures detailed in Section E-1 
of Operations and /vfaintenance Activities. 

5. Followi.ng completion of the 
repair /maintenance activities, the 
appropriate forms \1/ill be completed as 
per Section G-i Recordkeeping. These 
forms will become a part of the 
permanent Operations and Maintenance 
records. 

L. EQUIPMENT LIST 

An Operations and Maintenance Plan involves 
"specialized" equipment and supplies to resolve 
and/or control the problems. The materials can 
be purchased from a number of asbestos or 
industrial safety supply houses and some can be 
found in hardware stores. The following 
materials and equipment are commonly 
associated with successful operations and 
maintenance planning. 

OPERATIONS AND MAINTENANCE PLANNING 
MATERIALS AND EQUIPMENT LIST 

1. Tyvek disposable coveralls 
2. Rubber gloves 
3. Half-face dual cartridge negative pressure 

respirators \1/ith NIOSH-approved 
c:irtridges 

4. Safety goggles 
5. Surfactant 
6. Misting spray bottle 
7. Misting spray tank 
8. Dust mop/broom 
9. Polyethylene sheeting (six-mil) 
10. Asbestos disposal bags (six-mil) 
11. Fiber or metal disposal drums 
12. Glove bags 
13. HEPA Vacuum wi.th attachments 
14. Duct tape 
15. Hand tools 
16. Warning signs and labels 
17. Scrim cloth for pipe wrap 
18. Foil t:ipe for pipe wrap 
19. Encapsulant - bridging and penetrating 
20. Smoke tube kits 
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I, 
OPERATIONS AND MAJNTENANCE PUNNING 

COST AND MATERIALS C~EC:<LJST 

PURCHASED PER BUILDING 
Iniri.al Ongoing Unit Cost Quanriry 

Disposabic Tyvck Coveralls 
w /Hood Bottles X-iarge 

Rubbc::- gloves 

Half-fac:: negative pressure 
dual c:irtridgc respirators 

Respirator filters 

Safety goggles 

Surfactant 

Misting spray bouie 

Misting spray tank 

Polye:hyic:::ie shc:ting 
(m-mil) 

Asbestos disposal bags 
(m-mu) 

Fl.DC:' disposal drums 

Glove bags 

HEP A va01um with 
attaclunc:::its: 

va01um bags 
vac.ium filters 
cone an.aclmlenc 

Vacuum bags 

Vacuum filters 

Cone attacluncnt 

Dua tape 

Hand tools 

"DANGER: AS'BESTQS_" 
signs & labcis 

Scrim cloth for pipe wrap 

Foil tape for pipe wrap 

• penetrating 
• bridging 

Smoke rube kits 
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M. AIR MONITORING 

A requirement of 40 CFR 763.91 is that the LEA 
ascertain. through monitoring or historic:il data. 
the airborne concentration of asbestos fibers 
during all maintenance and repair activities 
involving ACBM or assumed ACBM. Coverage of 
EPA's worker protection rule at 40 CFR 763.121 
is extended to maintenance and custodial staff at 
schools who perform Operations and 
Maintenance activities. 

These regulations establish a Permissible 
Exposure Limit (PEL) of 0.2 fibers per cubic 
centimeter ( f/ cm.)) over 8-hours for abate men_{ 
project workers and an action level of 0.1 f/cm.J 
that, once met or exceeded, triggers a number of 
required work practices including air monitoring, 
regulated work areas, engineering and work 
practice controls, respiratory protection, 
protective clothing, hygiene facilities and 
practices, training, medical surveillance and 
record keeping. 

In response to the requirement of these 
regulations, 8-hour "time weighted average" air 
sampling will be conducted in all routine 
maintenance areas and in general occupancy 
areas of all buildings so that initial background 
concentrations of asbestos resulting from the 
existence of the ACBM may be determined. As 
well, during any small-scale, short-duration 
maintenance act1V1ty involving ACM, air 
monitoring will be performed as follows: 

- Personal samples will be collected from 
the breathing zone of the employee(s) 
performing the maintenance activity. 

- Area samples will be collected in the 
vicinity of the maintenance acciviry so that 
a determination may be made of the level 
of contamination expected to be produced 
in surrounding areas as a result of the 
activity. 

All air monitoring \\/ill be done in accordance with 
40 CFR 763.121 including collection on 0.8 
micrometer 25-miiiimeter filters mounted in an 
open-face filter holder and analysis using the 
NIOSH 7400 method. The samples will be taken 
for the determination of the 8-hour time weighted 
average concentrations and ceiling concentrations 
of asbestos fibers. 

Ft1ll,1\ving analysis of the air tilters. results of all 
anaiyscs will be recorded on the O&M 
Maintenance .Activity form for inclusion in the 
Operations ;rnd Maintenance . Program's 
permanent records. A copy of the Air Monitoring 
Data and Log is attached. 

N. MEDICAL MONITORING 

Medical monitoring is required for all employees 
working on or around ACBM where exposure is 
likely~ to exceed the OSHA action level of 0.1 
f/cm.J, 8-hour TWA during the course of work. 
This is required through 40 CFR 763.91's 
extension of Epa's Worker Protection Rule at 4D 
CFR 763.121 to maintenance and custodial staff at 
schools who perform operations and maintenance 
activities. 

This medical monitoring program will be provided 
to all persons at the cost of the LEA as required 
by the regulations. The program will consist of 
the following elements: 

- Preplacernent Examination - \Viii be 
provided within 30 days of 
commencement of employment and will 
include a medical history, chest X-ray, and 
pulmonary function test as per 40 CFR 
763.121(1)(:Z). 

Annual Examinations - will be provided at 
least annually and \\/ill include medical 
history, chest X-ray, and pulmonary 
function tests as per 40 CFR 
763.121(1)(3). 

- Termination Examination - will be 
provided \1/ithin 30 days pre or post 
terminarion date and will include medical 
history, chest X-ray, and pulmonary 
function tests as per 40 CFR 
763.121(1)( 4). 

Where determined by medical examination that 
an individual c:rnnot work while wearing a 
respirator, thJt person will not be required or 
ailowed to perform maintenance activities 
involving ACBM. 
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Medical records will be maintained in the 
personnel tiles and be made available to the 
En,ironmenwl Protection Agency, the Assistant 
Secretary of Labor for Occupational Safety and 
Health, the Director of N10SH, authorized 
physicians, and upon the request of the employee 
( or former employee) to his physician. All 
records will be maintained for at least 20 ye:irs as 
required by 40 CFR 763.121([)(6). 

OPERATIONS AND MAINTENANCE CODES 

The following codes are intended for use as 
reference to the general requirements for 
Preventive Measures by material types. The 
codes are referenced in the inspection results 
location of the Management Plan and are 
presented here for convenience. 

The codes given are for all friable ACBM and 
non-friable ACBM that have the potential to 
become friable during school maintenance 
activities involving the material. In all cases, the 
description of activities in the Operations and 
Maintenance Codes refers back to the specific 
requirements detailed in the Operations and 
Maintenance program and 40 CFR 763. 

OMA - Pipe Insulations and Mudded Joint 
Fittings 

Work area preparation and cleaning must in 
accordance with the requirement of 40 CFR 
763.9l(d). 

Repair minor dents and tears in the protective 
jacket with duct tape or bridging encapsulant with 
glass cloth reinforcement. Duct tape should only 
be used for temporary control until the bridging 
encapsulant is installed. 

For small-scale, short-duration activities, if glove 
bag removal is not feasible, wrap uncovered pipe 
insulation with protective jackets consisting of a 
bridging encapsulant with glass cloth 
reinforcement. If a glove bag is used, it must he 
used in accordance with Sectio11 E-3 vf Operations 
and Maimena11ce Actil'ities. 

Wrap moderately water damaged or contact 
damaged pipe insulations with new protective 
jackets, or re-insulate affected areas. Eliminate 
the source of the water damage. Any activity 

l1rher th:in small-scale, short-duration requires 
Jcsign by a person accredited to design response 
;1cti()nS. The activity must be undertaken by those 
accreJir,;:d to perform them. Therefore, those 
type~ of activities will not be undertaken un a 
routine h:isis. 

i\lonitor the condition of the asbestos-containing 
m::i.tcrials. under procedures outlined in the "Pia~ 
for Periodic Surveillance" located in the 
Management Plan. 

Clean area, as necessary, using procedures 
det::i.iled in Section D of Additional Cleaning. 

0MB ~ Insulation on Boilers, Breeching, 
Ducts, etc. 

Work area preparation and cleanup must be in 
accordance with the requirements of 40 CFR 
763.91 ( d). 

Repair minor dents and tears in insulation on 
boilers and breeching with a bridging encapsulant 
with glass cloth reinforcement. Duct tape or non
asbestos mastic should only be used for temporary 
control until the protective jacket is applied. 

Wrap uncovered insulations with new protective 
jackets or coverings consisting of a bridging 
encapsulant with glass cloth reinforcement. 

Minor damage to duct work insulated with ACM 
should be repaired with a bridging encapsuiant 
with glass cloth reinforcement. Duct tape or non
asbestos mastic should only be used for temporary 
control until the protective jacket is applied. 

If any small-scale removal is required as a part of 
the repair process or maintenance activity, then a 
glove bag or mini-enclosure must be used as 
described in Section E-3 of Operations and 
Maintenance Activities. Clean the area, as 
necessary, using procedures detailed in Section D 
of Additional Cleaning. 

Monitor the condition of the asbestos-containing 
materials, under procedures outlined in the "Plan 
for Periodic Surveillance" located m the 
i\!anagement Plan. 
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OMC - Fireproofing 

\V\1rk are::i preparation anJ cleaning. must Ix in 
accord:rnce v,ith the requirements nf .rn CFR 
76.3.~1l(d). 

The fireproofing may be sprayed with an 
enc::ipsulant if the fireproofing is well-bonded to 
its substrate and is less than one inch thick. This 
is to be considered a temporary control measure 
with a life expectancy of five to six years. Test 
results have shown that, due to the impact of the 
spray, spraying with an encapsubnt can. on 
occ::ision. cause more fibers than a gross wet 
removal project. ACM removal, enclosure or 
encapsulation. can only be performed if it is 
classiiied as a small-scale, short-duration 
maintenance activity NOT intended as asbestos 
abatement as defined in Appendix B to Subpart E 
of 40 CFR 763.91. In cases where the activity is 
not small-scale, the activity must be designed and 
performed by an accredited person. 

Use caution when work involved hanging ducts, 
conduit or pipes, etc. from surfaces sprayed with 
fireproofing. Avoid disturbing lireprooling 
whenever possible. 

All materials must be monitored as detailed in the 
section "Plans for Periodic Surveillance" located in 
the ~fanagement Plan. 

Clean the area, as necessary, using procedures 
detailed in Section D of Additiollal Cleaning. 

OMO Acoustical Plasters (Sprayed 
On/Trowelled On) 

If the plaster is in good condition, with no 
delamination, deterioration or signs of ware~ 
damage, it should be left alone but carefully 
monitored for signs of change in status. This 
must be performed as detailed in the "Plan for 
Periodic Surveillance" in the Managemenl Plan. 

If the plaster is water damaged and/or ,s 
becoming delaminated from the substrate. it 
should be removed rather than encapsulated. 
Encapsulation can make the condition worse by 
increasing the rate of delamination. The source 
of the water damage must be eliminated. Unless 
the required removal is a rart of a required small· 
scale, short-duration maintenance activitv then the 
removal/repair must be designed and performed 
by an accredited person. 

. ..\ void disturbing acoustical plaster by not hanging 
plants. drilling holes in the ceiling, moving 
furniture. l!!c. Work area preparation and 
cll!;inup fer all types of maintenance work must be 
in accordance with the requirements of 40 CFR 
763.912( d). When the plaster must be disturbed. 
mist the affected area with amended water and 
use a HEP A vacuum to collect fibers being 
released. 

. ..\II materials must be monitored as detailed in the 
section "Plans for Periodic Surveillance" located in 
the \fanagement Plan. 

Cle:m the area. as necessary, using procedures 
detailed in Section D of Additional Cleaning. 

OMF • Debris 

Work area preparation and cleanup must be in 
accordance with the requirements of 40 CFR 
763.91( f) for minor fiber release episodes (three 
square or linear feet or less of friable ACM). 

Small amounts can be cleaned up using a HEPA 
vacuum and wet wiping or set mopping. Dispose 
of larger pieces by misting and carefully moving 
the pieces to an asbestos disposal bag to be 
properly discarded. Repair of the damaged 
material that resulted in the debris must be 
performed as per 40 CFR 763.91 (f)(iv). 

OMG - Ceiling Tiles 

Work area preparation and cleanup must be in 
accordance with the requirements of 40 CFR 
763.91(0 for minor fiber release episodes (three 
square or linear feet or less of friable ACM). 

When ceiling tiles are noted as asbestos
containing materials, precautions can be taken to 
greatly minimize exposure from the tiles. 

Whenever the tiles are cue. broken. or damaged, 
they should be disposed of properly and replaced 
by new tiles. Replacement tiles must be asbesrns 
free. Tiles should never be broken to fit into an 
asbestos disposal bag. Any activity ocher than 
small-sc;ile, short-duration maintenance activities 
must be designed and performed by an accredited 
person. 

7 - 13 



All materials must be monitored as detailed in the 
section "Plans for Periodic Surveillance" located in 
the Management Plan. 

OMH - Tape/Woven Paper 

Work area preparation and cleanup must be in 
accordance with the requirements of 40 CFR 
763.9l(f). 

Asbestos-containing tape is used primarily for 
sealing seams on duct work. Loose or frayed ends 
of the tape must be wetted with amended water, 
cut, and properly disposed. Care must be taken 
not to damage the tape by ripping or tearing it 
during this procedure. 

Damaged tape should be carefully painted wirh a 
bridging encapsulant with minimal overspray or 
overbrushing. When the tape must be disturbed. 
mist it with amended water (unless the 
disturbance is due to the encapsulation process) 
and use a HEPA vacuum to collect fibers being 
released. 

OMI - Miscellaneous/ Cementitious Materials 

Fiber release from cementitious (non-friable) 
materials is normally extremely low, unless these 
materials are broken, drilled, sanded or othernise 
disturbed. During disturbance, the material 
should be thoroughly dampened and a HEPA 
vacuum used to collect fibers being released. 
Work area preparation and cleanup must be in 
accordance with 40 CFR 763.91( d). Some 
examples of cementitious materials that may 
contain asbestos are: 

• Floor tiles 
- Tile underlay 
- Wall plasters (some) 
- Transite pipes 
- Scratch coats 
- Drywall plaster (some) 
- Transite panelling 
- Linoleum 
• Asbestos cement pipes 

OMZ - Other Materials 

This code :ipplies to miscellaneous ACM that 
r:irelv creates a significant problem but can pose 
an exposure risk when being damaged or 
removed. Listed are some of the asbestos-
containing materials that fall into this 
cbssilication. If an asbestos-containing material 
is not directly addressed in the operations md 
maintenance codes, an operations and 
maintenance procedure may be applied using one 
or more of the codes that involve similar 
materials. All disposal must be in accordance 
with Section F of Waste Disposal. 

Bart bts11latio11 • Cutting or tearing the asbestos
layered paper backing can cause fiber release. 
Wet the backing with amended water and wear a 
half-face respirator if batting needs to be cut or 
moved. 

Friable Wallboard - Precautions must be taken to 
minimize exposure from the wallboard. Replace 
broken or damaged wallboard with a non-asbestos 
material. If removal is necessary, wet the material 
and try to remove it in one piece. The wallboard 
must never be broken up to fit into an asbestos 
disposal bag. 

Vibration Joint Cloth • Vibration joint cloth is 
most often found on duct work near air handlers. 
Loose or frayed ends should be wet with amended 
water or a diluted encapsulant. Carefully cut and 
remove the joint cloth and dispose of properly. 

Earrh Floors - When mechanical insulations 
located in crawl spaces or tunnels deteriorate or 
are damaged, the earth floors beneath them can 
become contaminated. Often the asbestos 
materials are broken up and ground into the loose 
earth by maintenance workers performing work in 
these areas. All work involving contaminated soil 
must be designed and performed by accredited 
persons. 

Vinyl Asbestos Floor Tiles (VAT) • Damaged, vinyl 
floor tiles can become friable and could present a 
problem when a small-scale, short-duration 
maintenance activity requires removal of smali 
areas of VAT, work area preparation and 
cleaning must be in accordance with 40 CFR 
763.91 (d). Mix amended water to a slightly 
stronger than normal stre.ngth. Spray the entire 
surface of the tiles to be removed, wait six to eight 
hours and repeat the spraying. Most vinyl 
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Jsbestos tile dues Jre water soluble and the tiks 
will loosen -so that they may be r,hysic:illy 
removed, placed in :i se:iled r,lastic bag, :ind 
disposed of as asbestos waste. When the tiles :ire 
loose, the ends will cur\ up or under. Always 
dispose of the paper underlay material with the 
VAT, as it usually contains asbestos. In most 
c::ses, VAT removal will be designed and 
performed by accredited persons. 

INITIAL/ ADDITIONAL CLEANING 
RECOMMENDATIONS 

(Supplement to O&M Plan) 

This section is provided as a supplement to the 
Operations and Maintenance Plan included in this 
document, as required by 40 CFR 763.91 (c) and 
763.93 (e)(9). 

The AHERA. regulations require that each LE.\ 
which after inspection was found to contain areas 
with friable ACBM, damaged or significantly 
damaged thermal system insulation ACM, or 
friable suspected ACBM assumed to be ACM, the 
area(s) will be asbestos cleaned at lease once after 
the completion of the inspection and before the 
initiation of any response action other than O&M 
Procedures or repair. The procedures for the 
required cleaning are found in 40 CFR 41852: 
however, a more detailed description is found in 
the body of the O&M Plan, "Initial Cleaning··. 

Hall-Kimbrell and the accredited Management 
Planner agree with the EPA to the need for a 
thorough asbestos cleaning of the areas described 
above. That initial cleaning measure is necessary 
in order co collect and remove as much of the 
settled asbestos dust and fibers as possible that 
have been deposited over the past months or 
years. However, all materials containing asbestos 
should not be treated equally under this provision, 
since depending on the material's degree of 
friability, accessibility, asbestos content, condition, 
and other variables. the amount of asbestos 
contamination in and around the area will vary 
greatly. The accredited inspector performed an 
assessment of the materials taking into 
consideration these :rnd other variabies which 
contribute lo the likelihood/probability of routine 
or Jccidental foll out and possible building 
occupant exposure. The relative degree of 
exposure potential and, therefore, past fall out 
probability are inter-related in that a material 
whose damage category has been determined to 

be J:im;iged or significantly damaged has a verv 
high probability of having produced a highe~ 
degree of area contamination than a similar 
mJterial with a rating of "potential for damage". 

In order to :iid the school district in understanding 
the relative degrees of exposure a.nd/o; 
contamination potential and probability. Hall
Kimbre!l has provided three (3) priority ranking 
categories. Hall-Kimbrell's recommendation for 
cleaning in and around the areas is as follows: 

Pri0rirv 1 Materials/ Areas 

A) Initial cleaning as described in the O&M 
Plan as soon as feasible but in no event 
later than July 9, 1989. 

B) Additional cleaning as was performed 
initially at least once every two months 
until materials are abated. 

Prioritv 2 Materials/ Areas 

A) lnitial cleaning as described in O&M 
Plan no later than July 9, 1989. NOTE: 
For economic efficiency, the LEA. should 
rerform the initial cleaning at the same 
time as the Priority I materials/areas are 
cleaned. 

B) Additional cleaning, as was performed 
initially, at lease once every six months 
thereafter until materials are abated. 

Priorirv 3 Materials/ Areas 

Since these materials are either non-friable 
ACBM. non-friable assumed ACM, or other well
bound miscellaneous material with a low 
likelihood of exposure potential or contamination 
under routine use, Hall-Kimbrell does not feel 
that initial nor additional cleaning is absolutely 
necessary. However, since past renovations, 
remodeling, or other possible disturbance may 
have occurred and unknown to Hall-Kimbrell the 
school district should use its best judgement based 
on past activities in determining whether these 
Priority III matcriais shouid be treated otherwise. 
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LE.-\ Response to Cleaning Recommendations 

The AHERA regulations require that the LEA. provide a response to the management planner's deaning 
recommendations. If you agree with the recommendations provided and agree lo conduct the necessary deaning 
based on the schedule recommended indicate by checking the lirst biock. If you do not agree and plan to carry out an 
alternative, additional cleaning schedule, please indicate by checking the second block and provide a description ,ir Lhc 
cleaning plan the LEA. will perform. 

I do agree with the recommendations and cleaning schedule and will carry out the plan according to 
that schedule . 

..x_ I do not agree with the recommended schedule for additional deaning and elect the following: 

Initial cle:ming will be performed pr:ior to the initiation of anv response act other than O&M or repair. 
Additional deaning will be performed when it is deemed necessarv bv the LEA. 

By: LEA Designated Person: 

By: Management Planner 

/ 

Samuel Nuu-·'7 
/1 . 

// ,-; 
/ I i,/ 

I ((J.,,.;,,/1./fL' 

Signdture 

John Newlin 
Name 
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OPERATIONS f\ND 1'-'IAINTENANCE PROG~'-'I 

FORMS 



A.SBESTOS ABA. TEMENT ACTTYrn' RECORD* 

District Name: _______________ -=Campus Name: _______________ _ 

LEA Asbestos Coordinator: ____ ~-------------'-P..;..:.hone: ____________ _ 

Building Abatement Abatement Extent of Abatement Date of Abatement AIIACM 
Name Location Method Abatement Contractor Abatement Cost Removed 

I 
I \ 

I 
! 

I 
I 

I 
I I I 

I 

-. I I 
I 

. 

" This record includes all asbestos abatement undertaken 

that was not associated with a small-scale maintenance activity 



-------------

M . .\fNTENANCE/ClJSTQDlAL ST.-\Ff TR-\.IMNG RECORD 

Campus Name: ________________ _ Building Name: 

Name Date Training Location E?A Duration Dates Refresher Courses 

I of Hire Received Accred. (hours) Taken Date Date I Date 

I 
I 

I 
I 

\ 

I 

I 
I 

I 
I 

I 

I 



- j 

CJ!~('-; OF Cl'"TOO'r RECORO 

C.;,-,-cus _________ _ 8uiid,ng: _________ _ 

~ce~rcs :-:crc,n.;1or· __________ ..ldcress. -----------;:)~"'~n-. ____ _ 

\I Jtu1JI Sum mu')' 

Mater•al Crig,n: ____________ -=::..::ate ol Aelease· __________ _ 

Conta,ner iype(s): Ouantity: 

iotal No. ot Conta,ne~: ____ _ Tot.al Ouantrty: Volume _____ we,ght ____ _ 

Drums Sealed: � Yes 0 No 0 Not .Acolicaele 

8.ags Oouoled & ried: � Yes 0 No 0 ,~ot Aoplic.aoie 

C~nt.a,ners Labeled: 0 Yes � No 

.~httrial Destination 

N~m• ol undfill Sile: _______________ Address: _______________ _ 

Landfill Site Supe,-.,isor:______________ Pnone: _______ _ 

E? • C•ttified lo, ~bestos Cisp,,sat: ~S / NO• 

rt NO, ~lain:. ___________________________ _ 

OWN Of CtJSTODY 

Relinquished By Cate and 'lime Rear.1ed !y Cate and 'lime Canier 

RetinQuished By Cate and Time RecaNed !v Cate and iime Came, 

RelinQuished By Cate and Time RecaNed By Cate and 'lime Carner 

Relinquished Bv Cate and 'lime Reeaived Sv Cate and 'lime Carner 



------------

----------- ------------

---------------------------------

0 & .\f CLE.\i'ff~G REPORT 

Campus: __________ _ Building: 

Locations: Date(s): 

StatT Assigned 

Name I Title Duties 

Cle3ning Methods 

Location Methods Used 

Comments: 

Signature: _________________ _ Date: _____ _ 



----------

------ ------
------

5MALL·SC.\LE O & \l ACTIVITY REPORT 

Campus: _________ _ Building: 

start stop 
Location: _________ _ Date: / 

Time: I 

Maintenance Activity 

Description of Activity: 

ACM Removed: YES / NO Quantity: ----- Removal Method: ----------
Disposal/Storage Site: ____________ _ Site Supvr: ------------

Address: -------------- Phone: --------

Equipment/Preventive ~essures 

D Area Isolated D Signs Posted D HE?A Vacuum 

D Tyvek Suits D Respirators D Goggles 

0 Disposal Sags D Disposal Drums 0 DuctTape 

0 Encapsular,t-Bridging D Encapsulant-penetr. D Minienc!osure 

0 Enc!osure D Glove Bag O Amended Water 

Tools ant ,epair Materials-Ust All 

D Isolate Air Handlers 

D Poly sheeting 

D Tools(detail below) 

D Change Room 

D Repair Materials(detail below) 

Staff Assigned 

Name Title Duties b Date(Time 
tart finish 

Further Action Necessary: ---------------------------------

Comments: _____________________________________ _ 

~. ,nvr ~ir,n;:st11rR" n:otA• 



------------------------

FTBER RELE..\SE EP£'-OOE REPORT 

Campus: _________ _ Building: _________ _ 

Location: _________ _ Date: ____ _ Time: ------
Description at Episode: 

Type of Episode(Major or Minor): ________________ _ 

Person Identifying Episode: 

Corrective Action 

Method of Repair/ Response Action: 

ACM Removed: YES / NO Quantity: ____ _ Removal Method: ----------
Disposal/Storage Site: ____________ _ Site Supvr. ___________ _ 

Address: Phone: 

Equipment/Preventive Measures 

0 Area Isolated 0 Signs Posted 0 HE?A Vacuum 

D Tyvek Suits 0 Respirators D Goggles 

D Disposal Bags 0 Disposal Drums D DuctTape 

D Encapsulant-Bridging O Encapsulant-penetr. 0 Minienclosure 

D Enclosure O Glove Bag D Amended Water 

D Gross Removal(attach info on contractor, and all activity details) 

Tools and Repair Materials-list All 

0 Isolate Air Handlers 

0 Poly sheeting 

0 Tools(detail below) 

0 Change Room 

0 Repair Materials(detail below) 

0 Notify Asbestos Coordinator 

Statr Assigned 

Name Title Accreditation(if applic.) Duties Date/Time 

State Number !start finish 

Further Action Necessary: ---------------------------------

Comments: _____________________________________ _ 

Sucvr Siqnature: Date: 



.'vfAJOR O & \f .\CTT\ TTY REPORT 

Campus: _________ _ Building: _________ _ 

start stop 
Location: _________ _ Date: ___________ _ 

Time: / 

Maintenance Activity 

Response Plan Oesigner. _________ __,;:State of Accred./Accred. #: ____________ _ 

Description of Activity: 

ACM Removed: YES/ NO Quantity: ___ _ Removal Method: ----------
Disposal/Storage Site: ____________ _ Site Supvr: -----------Address: _____________ _ Phone: --------

Equipment/Preventive Me3sures 

D Area Isolated D Signs Posted D HE?A Vacuum 0 Isolate Air Handlers 

0 Tyvek Suits 0 Respirators 0 Goggles 0 Poly sheeting 

0 Disposal Bags � Disposal Drums 0 DuctTape 

D Encapsulant-Bridging � Encapsulant-penetr. 0 Minienc!osure 

D Enclosure 0 Glove Bag D Amended Water 

0 Tools(detail below) 

0 Change Room 

0 Repair Materiats(detail below) 

0 Gross Removal(attach info on contractor, and all activity details) 

Tools and Repair Mate ~ts-List All 

Staff' Assigned 

Name 1itle Accreditation Duties Date/Time 

State Number lstart finish 

Further Action Necessary: --------------------------------

Comments: _______________________________________ _ 

Supvr Signature: _______________ _ Date: ___________ _ 



Thi& oir 1100itoring log ood oil appropriate paperwork 
a111t be attached to oil Operot iooa and Hointeoonce 
report& tiled in the O & H accorda tile. A &eparote 
doto &heel should be c011pleted tor each independent 

activity reuordleaa of aire and duration 

Sapia 
Location 

··--:•::-·.y .. :,•-· .- :--·-··-:•·:·:-· -:-·•.· :-·-·-•-·,:-· ··-::,•:-•-•,•: ,·:, ·•.,•·. 

Jiae 
Stort finilih 

Total 
1 iaoe(� in) 

flow 
(l/� in)u 

Coll ec led 
Vohme(L) 

fibers 
COllt\l ed• • • 

1-------1-----J~---------------+----jf----+-----t------+-----+-----'--·-

Cooc. 
fibers/cc 

• Personal, Area, Ceiling, or other 

•• At uch al I cal il>ra[ ioo ddla [o this fonA 

••• Alt ach al I I ubora1ory anal yt icul darn to th is lorn, 



United Sl,1les Dcparlmenl of Co1nn1en~e 
f'L:\ Lional I nslilul e of Sl«1Hli1rds and Technology 

ISO/IEG GUID~ 25: 1990 
ISi) ~JOCJ~:HHI/ (~er I: i f i c c1 l e , ) f ;\cc red i l a Lion 
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0 American Association for Laboratory Accreditation 

SCOPE OF ACCREDITATION TO tSOIIEC GlHDE 25-l990 

ENVIRONrvlENTAL H.AZ • .;ROS SE.~V1CES, L.LC. 
· 7469 \vn.ite Pine Read 

Richmond, VA 23237 
Inna Faszewski Phcnt: 804 275 4733 

ENV1R0'.'i"?v!ENTAL 

Valid To: August 31, 2000 Ceniii.care Number: 0716-0 ! 
,, 

In recognition of the successful comple'::icn of the A2LA evaluation process, accre::ii-r.a-tion is grarrtd to 
this laoorarory to perror.n recngni,ed EPA me"..hods using the following testing technologies and in ch.e 
anaiyte categories identified below: 

Testirui: Tec.hnolo9:ies: Atomic Al::sorptionilCP-.-\ES Spectrome:ry, Atomic Absorpticn-Flamc::, 
Hazarcious 'V,/ 3Ste Characteristics T esu 

\ionnmabie Wai:-er 

Me:a.ls: Al, Sb, As, Ba, Be, Cd, C.!, Cr, Co, Cu, Fe, Pb, Mg, Nln, Hg, Mo, Ni, K, Sc, Ag, Na, Tl, Sn, Ti, ' ' 
V, Zn--

per EPA test methods SVv' 6010, 742.0, 7470 

SoEd/Hazru-dous Waste 

Me!ai.s: A.L Sb, As, Ba, Be, Cd, Ca, Cr, Co, Cu, F~, Pb, Mg, :V~ Hg, Ma, Ni, I<.., Se, Ag, Na, 11, Sn, Ti, 
V, Zn 

per EPA test methods SW 6010, 7420, 7470 

Hazardous Waste Characteri..stics Tesi:: TCLP 

pe: EPA rest method SW 13 J l 

Env1ronmental Lc:3.d: soil, paint chips (residue), dusi:, air, builciing ciebris 

sample preparation 
per EPA test methods SW3050A (soils, buiidrng debris); 3050A modified (paints, v,ripes) 
per NIOSH test method 7082 lair) 
per EPA 1est methcd 600/R-93/200 (sonific:ation - air, paint, soil) 

sample analysis 
oc::r EP • .:\ test m~thods S'W 60 l OA. 7420 
per ·wosH methods 7082, 7300 · 

· ~301 Buckeystown Pike. Suire 350 • Frederick. !VID 21704-,3307 • Phone: 301 644 3200 • F~x: 301 662 2974 ® 



Certificate of Completion 
This is to certify that 

Darren Lee 
has satisfactorily completed 

4 hours of refresher traininq as a 

Management Planner 
in compliance with TSCA Title 11 

AHERA Accredited 

3 Sep 23, 1999 
. ~--, 
3 -~-- \·, 
~ , . '\,, -. \ '".t, \ ,\ ,-i\0 
I~ ,~J~~]~\ 
; Training Coordin<i!ibr 

: Exp. Date: S~p~2. 2000 
i 

$ 
Prezant 

Prezant Associates, Inc. • 330 Sixth Avenue North, Suite 200 • Seattle, Washington 98109 • (206) 281-8858 

Cert.# 99-1933 
Conducted at: 

PacPro - Gresham, OR 

© GOES 748 l.i••·. ',\.~••. 



<tertiflcate of <Compfetion 
This is to certify that 

Jeffrey Smitl1 
has satisfactorily completed 

0 ne half-day refresher training as a 

Bi1ilcling l11spector 
in compliance with TSCA Title II 

AHERA Accredited 

Sep 15, 1997 

Cert. # 97~3959 
Conducted at: 
Pac Pro Safety i)Prezant Holiday Inn / Portand, OR 

a,11.,11 .. US .II, 
C, oot s 1�8 



Certificate of Completion 
This is to certify that 

Jeff Smith ) 
has satisfactorily completed 

4 hours of refresher traininq as a 

Management Planner 
in compliance with TSCA Title 11 

AHERA Accredited 

Sep 23, 1999 

' . ·. ' . \ \ ~'~ 
\ [\ \~. ,~J\ Q}._L--_ \\. ') \)_}_}.~ \ \ 
Training Coordinal~\ , 

Exp. Date: Sep '22, 2000 $ 
Prezant 

Prezant Associates, Inc.• 330 Sixth Avenue North, Suite 200 • Seattle, Washington 98109 • (206) 281-8858 

Cert. # 99-1934 
Conducted at: 

PacPro - Gresham, OR 

© c;oc.s 7"18 l::,, ... ·, u~:,. 



Certificate of Completion 
This is to certify that 

Jeffrey Smith 
has satisfactorily completed 

One dav of refresher trainino as a 

Project Designer 
I / • _./ .. ,• 

in compliance with TSCA Title II 
AHERA Accredited 

Aug 28, 1999 

Conducted at: 

~ Three Rivers Environmental, Inc. -
Gladstone, OR Prezant 

Prezant Associates, Inc.• 330 Sixth Avenue North, Suite 200 • Seattle, Washington 98109 • (206) 281-8858 

(C)ooES 748 UTNOIU U 5 A. 



Certificate of Completion 
This is to certify that 

Glenn R. Bryant 
has satisfactorily completed 

4 hours of refresher training as a 

Building Inspector 
in compliance with TSCA Title II 

AHERA Accredited 

$ Conducted at: 
Pac Pro Portland, OR 

Prezartt 

Prezant Associates, Inc. • 330 Sixth Avenue North, Suite 200 • Seattle, Washington 98109 • (206) 281-8858 

llTHO IN U.S.A. 



certifies that 

&1ewna~. 
has successfully completed 32 hours of 

Sampling and Evaluating Airborne Asbestos Dust 
NIOSH 582 Equivalent 

on this 22nd day of March 1996 

Certificate No. 960339N 

ci:) GOE$ 071 



CERTIFICATE OF COMPLETION 
PRESENTED BY 

COLE 8c ASSOCIATES, TRAINING 8c CONSULTING, INC. 

ROBERT C. MONTGOMERY 
HAS SUCCESSFULLY COMPLETED THE 

SAMPLING AND EVALUATING AIRBORNE ASBESTOS 
DUST (NIOSH 582 EQUIVALENT COURSE) 

TRAINING COURSE 

HELDONTHE19THTHROUGHTHE22NDOFJANUARY1999, 

IN BELLEVUE WASHINGTON. 
EXAM DATE: JANUARY 22, 1999 

/ . i. 
/ ' ; ' \ 

TRAINING ADMINISTRATOR 

3514-99-01-02 
CERTIFICATION NUMBER 

/..)~j \,_ 1 t .- (/ .. (,--'.) ,. · · '\..___ 
.---·~--·· INSTRUCTOR 

Januar 22,2000 
DATE OF EXPIRATION 



<Certificate of <tomp(etion 
T'his is to certify that 

Robert C. Montgomery 
has satisfactorily co1npleted 

24 hours training as a 

Building Inspector 
in compliance with TSCA Title II/ J\HERJ\ Accredited 

Dec 16 - 18, 1998 

Conducted at: PacPro - Ponland, OR 

Cert. # 98-09212 

$Prezant Exam Date: Dec 18, 1998 

©occs 1qa 



Certificate of Completion 
Prese11ted bJ' 

PAC PRO Safety & Healt/1 Services 

Irvin D. Jones 
has successfully conipleted a 32-1-four 

San1pling and Evaluating Airborne Asbestos Dust 
NIOS/i 582 Equivalent Course. 

June 21-23, 1999 
l'ortland, Oregon 

Certification Number: PP699-582-02 
Examination Date: J1111e 23, 1999 , 4t;t~ (3.,_ifj 

. . """in~:n~Ji 
PAC PRO Safety & Healt/z L",'ervices 660 NW Della Vista Drive Gresham, Oregon 97030 

.............i~r..ir..w,,,,i~....__,""'"""""'......,..i.-..,_ 



Certificate of Completion 
Irvin D. Jones 

has successfully completed the requisite training and examination for 
accreditation under TSCA Title II 

EPA AHERA (Asbestos Hazard Emergency Response Act), 
and ASHARA Model Accreditation Program requirements 

as presented by 
Clayton Environmental Consultants 

e37f;;2~~ 
Garry Rossing Clayton 
INSTRUCTOR 

Course Date: 09/21/99 through 09/23/99 ENVIRONMENTAL 
Certification # 244-88-8571 Examination Date: 09/23/99 CONSULTANTS Certificate Expiration Date: 09/22/00 

Clayton EnvironmentaJ ConsuJtants is a Division of CJayton Group Services, Inc. 
11675 SW 66th Ave. Portland, Oregon 97223 •(503) 968-2112 •fax (503) 968-2213 
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